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i.

ABSTRACT

Flexible AC Transmission Systems (FACTS) involves the incorporation of power-electronic

controlled devices into ac power transmission systems in order to extend the power-transfer

capability of these systems beyond their traditionally accepted boundaries. One particular

category of FACTS devices makes use of high-powered voltage source inverters to insert

near-sinusoidal ac compensating voltages into the transmission system. This thesis considers

this particular category of inverter-based FACTS devices, namely the static synchronous

compensator (STATCOM), static synchronous series compensator (SSSC) and unified power flow

controller (UPFC).

Although the potential for FACTS devices to enhance the operation of power systems is well

known, a device such as a UPFC is itself a complicated subsystem of the overall power system.

There is therefore also the possibility that the introduction of such devices could cause adverse

interactions with other power system equipment or with existing network resonances. This

thesis examines the interactions between inverter-based compensators and a particular form of

system resonance, that of subsynchronous resonance between a generator turbine shaft and the

electrical transmission network.

The thesis presents a reVIew of the theory of operation of high-power, multi-pulse inverter

topologies actually used in transmission-level FACTS devices. Detailed simulation models are

developed of both two-level and three-level multi-pulse inverters. With appropriate controls,

simulation models of both the SSSC and STATCOM, and a full UPFC are then developed using

these detailed inverter models and the results from these simulation models compared against

other results from the literature. These comparisons show favourable agreement between the

detailed FACTS models developed in the thesis and those used by other researchers. However, the

models presented in this thesis include a more detailed representation of the actual

power-electronic circuitry and firing controls of inverter-based FACTS devices than is the case

with other models used in the literature.

The thesis then examines the issue of whether the introduction of an SSSC to a transmission

system could cause subsynchronous resonance (SSR). SSR is a form of dynamic instability that

arises when electrical resonances in a series capacitively compensated transmission line interact

with the mechanical resonances of a turbo-generator shaft system. The detailed SSSC

simulation model developed in the thesis is used to determine the impedance versus frequency
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characteristics of a transmission line compensated by an SSSc. The results confirm earlier work 

by others, this time using more detailed and realistic models, in that the introduction of an SSSe 

is shown to cause subsynchronous resonance. 

The thesis then considers the addition of supplementary damping controllers to the SSSe to 

reduce subsynchronous oscillations caused both by the SSSe itself as well as by a combination of 

conventional series capacitors and an SSSe in a representative benchmark study system. The 

results show that subsynchronous oscillations in the transmission system compensated solely by 

an SSSe can successfully be damped out using a single-mode supplementary damping controller 

for a range of values of SS se series compensation. However, in the case of the transmission 

system compensated by both conventional series capacitors and an SSSe, the nature of the 

subsynchronous oscillations is shown to be complex and strongly multi-modal in character. The 

thesis then proposes an extension to the single-mode supplementary damping controller structure 

that is better suited to damping the multi-modal resonances caused when an SSSe and 

conventional series capacitors are used together to compensate a transmission line. The results 

obtained from this multi-modal controller indicate that it is able to stabilise SSR for a range of 

compensation values, but that the controller design needs to be adjusted to suit different values of 

compensation. 
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Chapter 1: INTRODUCTION

CHAPTER ONE

INTRODUCTION

1.1 Flexible AC Transmission Systems (FACTS)

1.1.1 Background

1.

The unprecedented rate of human population growth in the past century demanded increasing

amounts of energy for the purpose of farming, manufacturing, transportation and other economic

sectors. Since the beginning of the 1990s, the global energy demand surged at an alarming rate,

primarily due to the rapid growth of industrializing nations, particularly, China and India [1,2].

A study conducted by the British power company, PowerGen, reported in September 1997 that

"Global energy demand is forecast to double by 2020" [2].

In the field of electrical power, due to the issues of cost, environment and right-of-way, the

construction of new generation facilities and transmission lines were either put on hold or

cancelled in many parts of the world in recent years. But the steep rise in demand for electrical

energy simply cannot be ignored: the severe black outs in the Western Cape, South Africa, in early

February 2006 served as the most recent reminder of this.

While scientists and engineers strive to find new ways to generate electricity, either from fossil

fuels or renewable sources [2,3,4,5], it is equally if not more important to find methods to

optimise the utilisation of existing generation plants and transmission systems, together with

efforts to promote consumers' awareness around issues of energy conservation. This research

work focuses, in particular, on methods to improve the performance of the transmission part of the

power system.

Power flow through an ac transmission line is a function of the line impedance, the magnitude of

the sending- and receiving-end voltages, and the phase angle between these two end voltages.

AC transmission systems are therefore typically fitted with mechanically switched series and

shunt reactive compensators, together with voltage-regulating and phase-shifting transformer tap

changers to control the above-mentioned four parameters that influence the transfer of power. In

the past, these compensation devices were primarily intended for steady-state control and could
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not be adjusted with sufficient speed to control the transient or dynamic behaviour of a

transmission system. Therefore transmission systems have often been operated well below their

theoretical maximum power transfer capabilities so that the power system is able to recover from

the worst-case transient contingencies such as faults, line and generator outages and equipment

failures. This implies that transmission resources are considerably under-utilized.

However, if the factors that influence power flow could be controlled under dynamic and transient

conditions, then the stability of the power system could be much improved. That implies that the

power systems can be operated closer to the theoretical stability limit in order to increase the

system utility without jeopardizing the system security. The ideas to be able to use conventional

compensation for dynamic and transient control can be dated back to the mid-1960s but could not

implemented in practice due to the absence of suitable power switches [6,7] (i.e. until relatively

recently transmission line compensators have been mechanically switched so it was not

practically possible to achieve fast control of the amount of compensation).

Semiconductors have been around for the past few decades, but it was the invention of transistors

in the late 1940s that changed "semiconductors" from a science jargon to a whole new industry.

During the last three decades, major advances have been made in high power semiconductor

devices and sophisticated electronic control technologies. The idea of fast and efficient control

over the four parameters that affect the power flow in a transmission system can now be

implemented and realized by using these solid-state switching devices, which have become more

reliable and cost effective.

In 1988, Hingorani [8] introduced the idea of high-speed control over the factors that influence

power flow in an ac transmission system, in order to increase availability, operating flexibility and

system stability. Hingorani proposed descriptions of two basic practical approaches to

implement fast control over the parameters that directly affect ac power transmission (i.e. voltage

magnitudes, phase angle and impedance). The first of these approaches was seen as the

conventional method, which would integrate solid-state switching devices with existing devices

(such as series and shunt capacitors) used for power system control. The second approach would

be to implement the control using advanced power electronic circuits that would bear no physical

resemblance to the traditional devices they were to replace.

Since Hingorani's first proposal, the concept of Flexible AC Transmission Systems (FACTS) has

been launched and a long-term research initiative has been driven by the Electric Power Research

Institute. FACTS has been formally defined as "alternating current transmission systems

incorporating power electronics-based and other static controllers to enhance controllability and
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increase power transfer capability" [9]. Now, like transistors, FACTS is no longer merely a

research idea, but an essential concept that is widely accepted in the power industry and utilities

around the world [10]. In 1994, to show the importance of the concept, Ramey et al. [11] wrote:

"The recent development offast... FACTS devices provides a new set of weapons in

the arsenal of the transmission planning engineer; particularly for stability limits,

where the speed of the electronic devices can be used to great advantage to provide damping

and maximize synchronizing torque during transient incidents. "

The importance of FACTS is now being recognized on a worldwide scale and the technology is

moving at an increasing pace. Along with advanced control centre technology and overall

automation, FACTS represents a new era for transmission systems [9].

1.1.2 Inverter Based Compensators

Since the concept of FACTS was first introduced, various types of FACTS devices have been

designed [12]. However this thesis focuses on the second class of FACTS devices envisaged by

Hingorani, that is, all power-electronic type FACTS devices with little visual resemblance to

conventional compensators. One of these devices is the inverter-based compensator which may

be used to replace a conventional series compensator, shunt VAR compensator, phase shifter or all

of these at once.

This particular category of FACTS device makes use of high-powered voltage source inverters to

insert near-sinusoidal ac compensating voltages into the transmission system. These

inverter-based FACTS devices include the Static Synchronous Series Compensator (SSSC), Static

Synchronous Compensator (STATCOM) and Unified Power Flow Controller (UPFC), where the

UPFC is essentially a combination of the SSSC and STATCOM modules. These devices are

capable of controlling a number of different variables in the transmission system that influence

power flow and they can do so via fast, continuous control. This thesis will deal with the

modelling of all three devices; however, more attention will be paid to the analysis of the SSSC.

A. Static Synchronous Series Compensator (SSSC)

The inverter based series compensator, which is now often termed the SSSC, was first proposed in

1989 by Gyugyi [13]. Fig. 1.1 shows that the SSSC is used to insert, in series into the
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transmission line, an ac voltage Vg at the synchronous frequency via a series injection transformer

to influence the power flow on the line. The magnitude and angle of this injected voltage is

controlled by the SSse depending on its mode of operation. However, when operating as a

stand alone SSSe, the device is restricted to the reactive power domain, where the injected

voltage must be in quadrature to the line current.

CONTROL

I Vg
Ill(

Fig.i.i: Schematic diagram of the SSSc.

Two possible modes of operation are described below [14,15]:

1. Line Impedance Emulation Mode

The SSSe injects an ac voltage that emulates capacitive reactance. The voltage injected into

the line is in lagging quadrature with the line current i, thus emulating a capacitive reactive

voltage drop in series with the transmission line. In practice, the voltage Vg inserted is not in

exact quadrature with the transmission line current so that a small amount of real power is

supplied by the line to replenish the losses in the inverter. The relationship between the line

current phasor I and the injected voltage phasor Vq can be described mathematically by the

phasor equation:

.1r
-J-

V = kle 2q
(l.!)

where the term k determines the degree of series compensation [16]. Hence, by controlling k,

the degree of series compensation can be continuously varied within the rating of the inverter

from zero compensation (k=O) to some maximum value (k=kmax). Also, by controlling the
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term k, the reactive compensation is specified in a similar manner to a conventional series

capacitive reactance [17], where

IV I
k=-q-=X

I I I q
(1.2)

From Equation (1.2) the term k becomes analogous to the ohmic magnitude of a senes

capacitive reactance emulated by the inverter based series compensator [18]. In other words,

the traditional capacitor banks are replaced by this inverter based series compensator with

Xq=k being, in effect, equivalent to the fundamental-frequency reactance Xc of the

conventional series capacitor bank. However, in the case of the inverter-based compensator

the magnitude of the compensating reactance is rapidly controllable because the amplitude

IVq l of the inverter output voltage can be changed very rapidly. Note, although the SSSC is

intended to emulate a conventional capacitive reactance at the fundamental frequency,

throughout this thesis the notation Vq and Xq are used to describe the inserted voltage and

emulated capacitive reactance of the SSSC, whereas the notation Vc and Xc are used to

describe the voltage and reactance of a conventional series capacitor bank.

Various researchers have gIven this mode of SSSC operation different names. It is

sometimes referred to as the "constant reactance mode" [19], or the "Xq-controlled SSSC"

[20].

This particular mode of operation of the SSSC is the one considered in this thesis.

2. Direct Voltage Injection Mode

This mode of operation [21] provides a controllable series compensating voltage independent

of the magnitude of the line current, i.e. the injected voltage vq is typically capacitive in nature,

but has no direct enforced magnitude relationship with the line current i. For example, the

magnitude of this compensating voltage can be used as part of a closed loop control scheme to

force the active and reactive power in the transmission line to follow a desired reference value;

however the inverter-based compensator does not emulate any specified value of capacitive

reactance.

This mode of operation is also referred to as the "constant quadrature voltage mode" [19] or

the "Vq-controlled SSSC" [20].
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B. Static Synchronous Compensator (STATCOM)

6.

The second type of inverter-based compensator is the STATCOM, which also used to be referred

to as the Advanced Static VAR Compensator (ASVC) [22,23,24] or Static Condenser

(STATCON) [17,25]. A STATCOM has similar components to that of an SSSC but it is a shunt

device that provides reactive compensation to the transmission system by injecting almost

sinusoidal current of variable magnitude at the point of connection, shown in Fig. 1.2.

I

CONTROL

L..----11 II--....J
I I

Fig.J.2: Schematic diagram of the STATCOM.

The reactive power exchange is determined by the amplitude difference between the inverter and

system AC voltages. The inverter ac voltage is usually controlled by adjusting the magnitude of

the dc capacitor voltage. Hence, if the dc capacitor voltage is increased from its nominal value,

the STATCOM injects reactive power into the AC system in a similar manner to an over-excited

synchronous condenser. On the other hand, if the dc voltage from the capacitor bank is reduced

so that the inverter ac voltage is lower than the AC system voltage, then the STATCOM absorbs

reactive power like an under-excited synchronous generator. The flow. of real power between

the AC line and the dc capacitor to replenish the losses in the STATCOM is governed by the

phase angle between the inverter and the system AC voltages [11,17,22,26,27].

The reactive compensation control modes are described briefly as follows [14,15]:
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1. VAR Control Mode

In this mode of operation, the shunt current injected by the STATCOM is controlled in order

that that STATCOM provides a desired reference value of reactive power.

2. Automatic Voltage Control Mode

The transmission line voltage is maintained at a certain reference level by regulating the shunt

reactive current injected by the STATCOM.

This thesis considers the detailed modeling of a STATCOM as a part of a larger UPFC model (to

be described in the following section), but does not consider the performance of a stand alone

STATCOM in ac transmission systems.

C. Unified Power Flow Controller (UPFC)

When either an SSSC or a STATCOM operates as a stand alone device, they are both limited to

only work in the reactive power domain due to the fact that they cannot exchange active power

with the ac system other than that required to replenish their own internal losses. However,

when an SSSC and STATCOM are combined to form a larger device, the UPFC as shown in Fig.

1.3, the restriction is then removed, thus allowing operation within the real power domain [11].

, ........--"...' ...,, ,
/ ,

I ,

/ ~q\\ Vo "
\

"
" .... "

-~ ---~ V'

Inverter 2

Series
Transformer

Vg

luJ v'Vo

Vdc

I •

CONTROL
14-- Reference Input

...-- Parameter SettingL....- ....I

LIJ

Measured
variables --1l~

Supply
Transformer

Inverter 1

Fig.].3: Schematic diagram of the UPFC.
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The SSSC and STATCOM are connected in such a way that they share a common dc link

capacitor - a concept that was first introduced in the Active Power Line Conditioner (APLC)

[28,29]. The dc voltage, Vdc , of the link capacitor is regulated by the STATCOM which also

provides the capability for exchanging shunt reactive current with the line [17]. The net real

power absorbed from the line by the UPFC is equal to the losses of the series and shunt inverters

and their coupling transformers [14]. The SSSC can now also exchange both real and reactive

power with the transmission line. In this arrangement the UPFC can be viewed as an ac-to-ac

converter in which the real power is able to pass bi-directionally through the UPFC in either

direction via the dc link capacitor; the reactive power, however, is independently generated or

absorbed by either the STATCOM or SSSC at its own point of connection to the transmission line

[27,30,31].

Apart from being able to operate in the direct voltage injection mode and line impedance

emulation mode, the SSSC can be applied to one further application when it is part of a full UPFC

[14,15]:

Automatic Power Flow Control Mode

In this mode of operation, the series voltage injected by the SSSC is a two dimensional

quantity with both quadrature and in phase components relative to the line current, and it is

therefore able to independently control both the real and reactive power flow down the

transmission line. Depending on the desired real and reactive power, these components of

series injected voltage are automatically and continuously adjusted to respond to any system

change. The UPFC is seen by the transmission line as a high impedance power source or

sink [14]. It is in this mode that the UPFC yields best advantage over conventional

compensating devices as it provides simultaneous, real-time control over all basic power

system parameters [26].

Generally speaking, in a UPFC, the STATCOM will be operating in an automatic voltage control

mode and the SSSC in the automatic power flow control mode [14]. Ultimately, the use of a

UPFC is intended to enhance the power system by allowing maximum real power transmission

with minimum reactive power flow [11]. The UPFC is, as reference [32] puts it, Ha unified

device combining the advantages ofall controllers."

1.1.3 Objective

With the advances in power semiconductor technology, the all solid-state implementation of
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FACTS devices like inverter based compensators yields many advantages over conventional

compensators, these include the reduction in manufacturing cost, equipment sizes and installation

labour, also significant improvements in operating flexibility and performance [26]. Although

such FACTS devices are intended to enhance the stability of the system and hold many

advantages over the conventional power system control methods, due to their complexity, these

devices have the potential to cause unfavourable interactions with network or other FACTS

devices in the transmission system [33]. The research project described in this thesis has

therefore focused on developing detailed simulation models of industry-standard, inverter-based

FACTS devices in order to examine whether these devices can cause such unfavourable

interactions. By using accurate simulation models at an early stage, it is hoped to be able to

identify and overcome any potential hazards before the FACTS devices are introduced in the field.

1.2 Literature Review

1.2.1 General

The previous section gave a broad overview of FACTS and inverter-based compensators. This

overview highlighted the issue that FACTS devices are themselves complex subsystems of the

power system. The broad objective of the work presented in this thesis is to examine the

possibility of adverse interactions between such FACTS devices and the rest of the system, and in

particular the development of detailed simulation models of industry-standard FACTS devices so

that such interactions can be predicted and avoided.

This section now presents a review of the technical literature in the subject area.

1.2.2 IEEE FACTS Working Group Definitions [9]

In 1997, an IEEE paper was submitted by the FACTS Terms & Definitions Task Force of the

FACTS Working Group of the DC and FACTS Subcommittee, entitled "Proposed Terms and

Definitions for Flexible AC Transmission System (FACTS)". The aim was to establish

appropriate definitions of FACTS related terminology so as to avoid conflicting technical

language and ambiguous jargon used worldwide by industries and academic researchers. The

three inverter-based FACTS devices are defined as follows:
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Static Synchronous Series Compensator (SSSC):

HA static, synchronous generator operated without an external electric energy source as a series

compensator whose output voltage is in quadrature with, and controllable independently of, the

line currentfor the purpose of increasing or decreasing the overall reactive voltage drop across

the line and thereby controlling the transmitted electric power. "

Static Synchronous Compensator (STATCOM):

HA static synchronous generator operated as a shunt-connected static var compensator whose

capacitive or inductive output current can be controlled independent of the ac system voltage."

Unified Power Flow Controller (UPFC):

HA combination of static synchronous compensator (STATCOM) and a static synchronous series

compensator (SSSC) which are coupled via a common dc link, to allow bi-directional flow of real

power between the series output terminals of the SSSC and the shunt output terminals of the

STATCOM, and are controlled to provide concurrent real and reactive series line compensation

without an external electric energy source. The UPFC, by means ofangularly unconstrained

series voltage injection, is able to control, concurrently or selectively, the transmission line

voltage, impedance, and angle or, alternatively, the real and reactive power flow in the line.

The UPFC may also provide independently controllablec shunt reactive compensation. "

It should be noted that from the definition given to the SSSC, it is clear that the term applies only

to the "Vq-controlled SSSC" described in section 1.1.2.A. However this strict definition is often

not adhered to in the technical literature [19,20,27,34], and the name SSSC is often also used to

describe the "Xq-controlled SSSC" described in section 1.1.2.A. In this thesis the more loose use

of the term SSSC to mean "inverter based series compensator" is used. Where it is necessary to

distinguish between the two categories of inverter-based compensator (or SSSC) the terms

"Vq-controlled SSSC" and "Xq-controlled SSSC" (as defined in 1.1.2.A) are used.

1.2.3 Modeling of Inverter-Based FACTS Devices

The aforementioned objective of this thesis is aimed at developing detailed simulation models of

an SSSC, STATCOM and UPFC that can then be used to predict any interactions with the rest of

the power system. In order to model such a FACTS device accurately, the following issues need

to be considered:

(i.) inverter technology used in actual (high-power) FACTS devices;
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(ii.) inverter switching strategies typically used in actual FACTS devices;

(iii.) type of control used in industry-standard applications; and

(iv.) level of detail of the simulation model that is appropriate.

11.

This section now presents a review of the technical literature and examines each of these issues.

Since the inverter-based FACTS devices can be implemented USIng various types of static

switching power inverter, some important technical factors are considered when selecting the type

of inverter to be used in high power FACTS applications: harmonics, switching and conduction

losses, state of the art technology, cost, efficiency etc. Two main categories of static inverters

are considered in the construction of high power compensators, namely voltage source inverters

and current source inverters. Both inverter types may be operated to emulate series capacitance

or inductance. However, as [35] points out, it is essential to have extra current snubbers in the

current source topologies due to the lack of continuity of the current in the inverter inductors.

Therefore, the voltage source inverters may be preferred over the current source inverters. Due

to the fact that the mainstream use of inverters has been voltage-sourced since FACTS was

introduced, this type will be adopted in this thesis.

Various types of inverter switching strategies that are commonly considered to ensure that the

harmonic content of the ac output waveform is sufficiently low are two-level multi-pulse inverters,

three-level multi-pulse inverters and pulse-width modulation (PWM) inverters [36]. When

assessing the factors mentioned before, multi-pulse inverter configurations are usually considered

to be the most practical for high-power utility applications [17,25]: PWM inverters have not been

justifiable at high power levels due to higher equipment cost, and because the gate-turn-off

thyristors' (GTO) switching losses are unacceptable at the higher switching frequency associated

with these inverters [36,37]. However, such judgement may change with time as semiconductor

technology improves and more sophisticated inverter topologies are being invented, allowing

PWM-type inverter solutions at high power levels [38]. For example, a method has been

proposed [39,40,41] which uses phase shifting of the triangular carriers in the sinusoidal pulse

width modulation (SPWM) technique to reduce cost, total harmonic distortion (THD), the

switching frequency and the switching losses. Reference [23] also employed a technique called

the selective harmonic elimination modulation (SHEM) to minimize harmonics and, device

stresses and losses. Nevertheless, PWM type of inverters is not considered in this thesis.

Within the multi-pulse inverter category, two types were mentioned, namely, the two-level and the

three-level inverters. Two-level inverters have a fixed gain between the dc and ac voltages of the

inverter, so that varying the amplitude of the ac output voltage can only be achieved by varying
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the amplitude of the dc input voltage. The three-level inverter is more complex but it allows the

ac output voltage of the inverter to be varied in two ways: one is the method described for the

two-level inverters; the second is by varying the gain between dc and ac voltages without

changing the dc voltage. Previously [22], three-level inverters were considered uneconomical

for transmission type applications, but subsequently [23,24,27,34] studies have been reported

where the three-level type of inverter has been considered. The three-level inverter is also

preferred over the two-level due to its flexibility to rapidly vary the ac voltage or to provide a

defined zero voltage "notch" to eliminate or reduce some specific harmonics [36]. In short, a

three-level inverter may be operated as a two-level inverter, but not vice versa.

Various studies have proposed one typical topology of the single pole three-level inverter

[25,23,24,36,42,43]. Reference [25] has actually proposed an n-Ievel inverter topology; that, for

n=3, reduces to the same topology as references [23,24,36,42,43]. Reference [44] has gone a

step further, and proposed three types of transformerless multi-level voltage source inverters,

namely, "diode-clamp", "flying-capacitors" and "cascading-inverters with separate dc sources."

The absence of magnetic coupling transformers in these proposed topologies serves the purpose of

overcoming problems of their bulkiness, weight and losses. The "diode-clamp" inverter

described in [44] is a further development of those in [25,23,24,36,42,43]. However, the inverter

topology described in [25,23,24,36,42,43] will be considered for detailed study in this thesis: this

topology appears, based on current technology, to be the most suited to high-power transmission

applications.

An SSSC can be operated in different modes, depending on whether or not the device is

stand-alone or part of a UPFC. Sen [34] has developed an EMTP simulation model of a

stand-alone SSSC based on a two-level, 24-pulse harmonic neutralized voltage source inverter

and used this model to study the dynamic performance of the SSSC. Fig. 1.4 shows a

diagrammatic representation of the SSSC in an ac transmission system as presented in [34]. This

transmission system includes a sending-end voltage source Vs, a receiving-end voltage source V"

and inductive reactances Xs and Xr. The SSSC consists of a voltage-sourced inverter VSI2, a

special transformer MC2 (magnetic adding circuit), a series voltage-injecting transformer T2,

current and voltage sensors, and a compensation controller.

Soon after [34], Sen [27] developed an EMTP simulation model of a larger UPFC device based on

two identical three-level, 24-pulse harmonic neutralized voltage-source inverters and used this

model to study the dynamic performance of the UPFC, as shown in Fig. 1.5. The SSSC part of

the UPFC is essentially identical to that in [34] but it is now connected to the STATCOM through

a common dc link capacitor. The STATCOM consists of a voltage-sourced inverter VSII, a
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special transformer MCl (magnetic adding circuit), a shunt voltage-injecting transformer Tl,

current and voltage sensors, and a compensation controller.
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Fig.1A: Diagram ofa Static Synchronous Series Compensator [34].

Since the SSSC in [34] is based on a two-level inverter (fixed gain between inverter dc and ac

voltages), the SSSC controls in [34] adjust the magnitude of the ac output voltage by regulating

the inverter's dc voltage. Since the SSSC in [27] is based on a three-level inverter (adjustable dc

to ac gain), the SSSC controls in [27] adjust the magnitude of the ac output voltage by adjusting

the conduction intervals of the GTOs in the inverter; this mode of operation is specifically

required in the UPFC, since the magnitude of the dc link voltage shared by the SSSC and

STATCOM is set by the STATCOM's controller. In both the aforementioned SSSC and UPFC

models originally developed by Sen [34,27] the discontinuous nature of the multi-pulse inverter's

ac output waveforms and the SSSC controls are represented in detail, but the actual
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power-electronic switching in the inverters is not represented in either case. In most studies on

inverter-based FACTS modelling, the mathematical modelling approach taken is to not represent

the actual power electronic switches within the inverters; examples of this approach include

mathematic modelling of SSSC [20,30,45,46], STATCOM [22], and UPFC [14,31,32,47-54].
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Fig. 1.5: Diagram ofa Unified Power Flow Controller [27].

Ghosh et al. [55] have developed an SSSC model for the power system simulation program

PSCAD/EMTDC [56,57] based on a 48-pulse inverter; in this case the simulation model does

include the detailed power electronic switching in the inverter, but the inverter considered is only

a two-level device. This model is then used for their subsequent studies on the dynamics

between SSSC and other compensating devices in the transmission line [58-61]. Reference [62]

. developed a detailed STATCOM simulation model including power electronics, but assumed a

two-level inverter. A detailed UPFC model has been developed based on three-level, 12-pulse

inverters which include the inverters' switching topologies [63].



Chapter 1: INTRODUCTION 15.

Along the lines of developing detailed power electronic models of the inverter-based FACTS

devices, Han et al. [42] described an SSSC based on a three-level multi-bridge inverter.

Reference [42] proposed an inverter that consisted of six three-level half-bridge modules per

phase for the SSSc. These half-bridge modules are the same as the single pole three-level

inverter topology mentioned earlier. However, the switching strategy adopted here is pulse

width modulation. Subsequently in [43], Han et al. considered the three-level switching strategy

and also increased the complexity of the inverter developed in [42] to comprise twelve three-level,

half-bridge modules per phase; this topology was referred to as a six H-bridge module, and

ultimately generated a staircase output waveform of thirteen voltage levels. In regards to module

structures, references [42,43] connected each half-bridge module in series with one another, with

multiple dc sources, whereas reference [27] connected these modules in parallel with one

common dc source. It was claimed by both [42,43] that the system flexibility and operating

voltage could be increased by increasing the number of the half-bridge modules connected in

series. However, the goal in both [42,43] by Han et al. was to propose an SSSC that could be

inserted directly onto the transmission line without coupling transformers; since this particular

innovation is not an objective in this thesis, only the more standard inverter topologies are

considered for study here.

In regards to the type of control mode of the SSSC, references [27,31,42,43,46] have followed the

strict definition of the SSSC given in [9], that is the Vq-controlled SSSC. On the other hand, the

models described in [55,58,59,60,61] appear to be that ofaXq-controlled SSSC, as the authors

specifically designed the SSSC to emulate the behaviour of a series capacitor or inductor.

Likewise, [34,64,65] clearly deal with the Xq-controlled SSSC. References [19,20] actually

developed both types of SSSC to investigate and compare their characteristics and performances.

In this thesis, detailed models of a stand alone Xq-controlled SSSC and a UPFC have been

developed for the simulation package PSCADIEMTDC. The SSSC model is based on the work

of Sen in [34], but the SSSC model presented here is based on a three-level 24-pulse inverter

[27,36] and not just a two-level device; hence it can be used in either of the inverter control modes

(adjustable inverter dc voltage magnitude or adjustable dc to ac gain across the inverter). The

UPFC model is entirely based on the work of Sen in [27]. Both the SSSC and UPFC simulation

models developed extend Sen's work from mathematical models developed in EMTP to detailed

simulation models that represent the switching actions of each power electronic device within the

inverters, their low-level switching controls and coupling transformers. The model of the

individual power electronic devices employed in these studies is of a non-ideal (finite resistance)

switch, in the open or closed state according to the firing pulses received from the low-level

switching controls. Benchmark tests are presented in the thesis to demonstrate that the steady
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state and dynamic performances of the stand alone SSSC and UPFC predicted usmg these

PSCADIEMTDC simulation models agree closely with those described in [36] and [27]

respectively.

1.2.4 Subsynchronous Resonance and Related Issues

One of the most inexpensive ways to increase the power flow down an ac transmission line is to

insert series capacitors and therefore decrease the total line impedance. However, this seemingly

effortless solution of relieving power congestion carried a weighty price tag. In the 1970s, two

successive shaft failures occurred at the Mohave plant in South California Edison, D.S.A., after

the series capacitor compensation was implemented. These events unveiled the danger of an

instability called subsynchronous resonance (SSR) [66,67,68], and a worldwide research effort

into the SSR phenomenon and its related topics was launched.

Subsynchronous resonance (SSR) is a form of dynamic instability that arIses when electrical

resonances in a transmission line compensated with series capacitors interact with the mechanical

resonances of a turbine-generator shaft system [69]. This type of instability, as described earlier

on, can severely damage the shafts of the turbine-generators and therefore special precautions are

required when inserting conventional series capacitors onto transmission lines [66,69].

One of the methods that has been proposed to mitigate the SSR problems is to incorporate

inverter-based series compensators onto the transmission line. Various papers [17,21,26] have

stated that since inverter-based FACTS series compensators employ no series capacitor they are

immune to classical network resonances. This claim is based on the reasoning that series

compensation by a synchronous voltage source can be restricted to the fundamental frequency,

and with proper implementation should therefore be unable to produce undesired electrical

resonances with the transmission network, and therefore cannot cause subsynchronous resonance

[17]. While Sen in his two papers [27,34] about the inverter-based series compensator did not

mention any resonance related topic, Ghosh [55] has claimed that with these FACTS series

compensators "the system operates satisfactorily without any SSR for baLanced and unbaLanced

faults."

However, Harley et al. pointed out that due to the fact that the transfer function of the SSSC is of

fourth order at least, SSR instability cannot be ruled out [70]. Reference [14] stated that when

SSSC is implemented, "naturally care must be taken in this [line impedance emulation] mode to

avoid values of negative resistance or capacitive reactance that would cause resonance or

instabiLity. " References [20] and [33] then demonstrated that the inverter-based form of
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compensation does cause a resonant impedance effect similar to that caused by conventional

series compensating capacitors and therefore could potentially excite SSR. It was also shown that

the subsynchronous frequency at which this resonant minimum occurs in the impedance of an

SSSC-compensated line is distinct from that of a conventionally-compensated line; furthermore,

the magnitude of the impedance at resonance in the SSSC-compensated line, and hence the extent

of the SSR concern, was shown to depend on the tuning of the SSSC's internal controller.

References [58,59] have likewise confirmed that the torsional modes of a generator connected to

an SSSC-compensated transmission system can be lightly, or even negatively damped. Indeed,

reference [58] also concludes that the SSSC's internal controller design can have an influence on

the stability of the torsional modes of neighbouring generators. In [59], this latter issue is

considered further: the authors describe a successful study into the design of the SSSC's dc-side

capacitor and internal controller to avoid causing negative damping in the torsional modes of a

neighbouring generator. Reference [59] also concluded that the increase in conventional

capacitor compensation increases the damping of small signal oscillations, whereas the use of an

SSSC results in a decrease in small signal stability.

In order to provide positive damping to the SSSC-compensated system, reference [60] introduced

a power system stabiliser (PSS) with a speed input signal to improve the system stability.

However, it has been shown that, with proper design, the SSSC can nevertheless be used to damp

out torsional oscillations caused either by itself [71], or by conventional series capacitors

elsewhere in the transmission network [61,65]. These studies have presented the results of

successful studies in which an SSSC, together with supplementary damping controls, is used in

combination with conventional series capacitors without causing negatively-damped torsional

oscillations.

So far in the review, the SSSC that has been used to provide damping in each case is the

Xq-controlled form of SSSC; however, with appropriate damping controller, the Vq-controlled

SSSC can also be employed to increase power system damping. Nevertheless, it has been shown

[19,20] that the Xq-controlled SSSC results in a greater system transient stability limit and

provides more natural damping than the Vq-controlled SSSc.

An important consideration when studying the SSR characteristics of new forms of compensation

is the nature of the study system itself, particularly when it is desirable to compare the

performance of one form of compensation (SSSC) against another (conventional series capacitors)

or when it is desirable to compare strategies to investigate SSR using a device such as the SSSC.

Also, when drawing conclusions regarding SSR, a range of system conditions needs to be
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considered (e.g. different values of series compensation, operating point etc.) rather than drawing

conditions based on one value of compensation and one operating point. For this reason, it is

important to carry out thorough studies using benchmark study systems developed for such

investigation. Much of the detailed research done on SSSCs and SSR has made use of

non-benchmark type study systems [15,19,20,34,46,53,65]. While such studies are still of value

and interest, it is also important to validate such studies on benchmark systems such as these

conducted in [55,58,59,60,61,71]. Other studies have considered detailed resonance issues, but

at a single value of series compensation [55,61,65]. In this thesis, the IEEE First Benchmark

Model [72] is used as the basis of study and comparison for all detailed SSR investigations, and a

range of operating conditions and system variables are considered for analysis, rather than relying

on single-condition studies to draw conclusions.

Although a number of research studies have been done into the characteristics, effect and

performance of the SSSC on the stability of the power system, little work has been done on the

SSR characteristics when a UPFC is connected to a transmission line [52,63], nor has the damping

function of the UPFC been fully explored [73]. However, it has been shown [63] that while the

operation of STATCOM has no significant effect on the torsional modes of the generator, the

SSSC is able to increase the damping of the critical torsional modes by operating in the resistance

emulation mode, that is where positive series real voltage is injected onto the line, but that care

must still be taken when the SSSC operates in the capacitive reactance emulation mode.

This thesis uses the detailed PSCADIEMTDC model of the Xq-controlled SSSC to investigate the

resonant characteristics of the transmission line impedance in which an SSSC is placed. This

same SSSC model is then integrated into the IEEE First Benchmark Model for the study of SSR

to investigate the resonant response of the turbo-generator shafts in the presence of a detailed

SSSC model. Further studies are presented in this SSSC-compensated First Benchmark Model

to investigate the implementation and design of a supplementary damping controller for the SSSC

to damp out the electro-mechanical instabilities caused by itself, and those caused by a

combination of conventional capacitors and the SSSC operating in the reactance emulation mode.

1.3 Thesis Outline

As described in section 1.1.2, the SSSC, STATCOM and UPFC are based on solid-state

voltage-sourced inverters; therefore in Chapter Two, a detailed description of these inverters is

presented. The basic 3-level inverter "pole" is first described, then a detailed 3-level, 24-pulse
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inverter, including all the power electronics involved in the voltage-sourced inverters and their

low-level switching control, is simulated. This chapter also takes a closer look at how the

inverter's fundamental and harmonic frequencies behave under different GTO switching angles.

Any investigation based on simulation studies depends heavily on the accuracy of the simulation

model. It is therefore essential that the validity of such models be well established before they

are used for predictions. Chapter Three presents a detailed SSSC model, including the above

described three-level, 24-pulse inverter, phase shifting and series injecting transformers and the

associated FACTS device controls. In the studies of Chapter Three, the SSSC is first operated as

a two-level (i.e. fixed dc to ac inverter gain) and then as a three-level device (i.e. variable dc to ac

inverter gain). The difference between these two modes of control scheme in the SSSC is

described in detail. Simulation results obtained from this detailed SSSC model are presented and

benchmarked against the results in [34].

Chapter Four presents a detailed UPFC model that employs the three-level, 24-pulse inverter

described in Chapter Two. The development of the STATCOM is first described along with its

associated controls. After that, the STATCOM is combined with the three-level SSSC described

in Chapter Three to form a larger UPFC model. For the purpose of assuring the accuracy of the

model, the simulation results obtained from this detailed UPFC model are presented and

benchmarked against the results in [27].

Although it is important to run simulations using these detailed models described above as it gives

a better idea on how the entire system is performing, large simulation time is required and for

some studies, this may not be necessary. Chapter Five, therefore, presents the SSSC, STATCOM

and UPFC models that are based on a simplified, continuous-time model of a voltage-sourced

inverter; and by doing so, allow the simulation studies to be carried out more rapidly. Once

again, the simulation results obtained from these simplified FACTS models are presented and

benchmarked against the results in [27, 34] to ensure the accuracy of the simulation models.

Chapter Six presents an investigation into the resonant characteristics of the transmission line

impedance in which a two-level SSSC is included. This exercise confirms that an SSSC has the

potential to cause subsynchronous resonance. A more detailed case study on SSR is then

presented using a combination of the detailed SSSC model and the First Benchmark Model for the

study of SSR [72].

Chapter Seven investigates a method of damping out resonant oscillations in a three-level SSSC

compensated transmission line. The simulated results show that by providing a supplementary
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damping controller designed to add damping at a single torsional mode frequency, SSR stability

may be restored. Moreover, it was found that one carefully designed supplementary damping

controller is able to stabilise the SSR caused in a transmission system compensated solely by an

SSSC over a range of values of SSSC compensation.

In practice, it is likely to be more cost effective to use a combination of conventional series

capacitor compensation and an SSSC, such that only part of the series compensation is variable.

Chapter Eight, therefore, considers methods of providing damping to a dual-compensated system,

that is, a system compensated by both conventional series capacitors and the SSSC. The

analyses in the chapter demonstrate that the nature of the resonances in such dual-compensated

systems is complex and multi-modal. The chapter therefore proposes an extended, multi-modal

supplementary controller for the SSSC that is better suited to damping such resonances. The

results presented in the chapter show that this form of supplementary control is able to damp SSR

in dual-compensated systems, at least at the values of compensation for which it is designed.

Finally, Chapter Nine presents the conclusions of the thesis and author's suggestions for further

work.

1.4 Main Findings and Achievements of the Thesis

The main findings and achievements of the thesis are summarized as follows:

1. Detailed simulation models of the SSSC, STATCOM and UPFC based on an industry

standard, three-level, 24-pulse harmonic neutralized voltage source inverter are designed and

benchmarked (Chapter Two, Three and Four);

2. Two control schemes for operating the SSSC are investigated, namely, control over the

inverter's dc voltage magnitude and the control of the dc-to-ac gain across the inverter (Chapter

Three);

3. Simplified simulation models of the SSSC, STATCOM and UPFC based on continuous-time

model of a voltage-sourced inverter are designed and benchmarked (Chapter Five);

4. Re-confirmation, using detailed simulation models in a benchmark study system, that an SSSC

can cause SSR (Chapter Six);
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5. A detailed study into the performance of a supplementary SSR damping controller in a

benchmark study system compensated solely by an SSSC for a range of values of the SSSC

compensation (Chapter Seven);

6. A detailed study into the performance of a multi-modal supplementary SSR damping controller,

specifically proposed in the thesis to damp subsynchronous resonances in a system

compensated by a combination of conventional series capacitors and an SSSC, once again

using a benchmark study system for a range of values of compensation (Chapter Eight).

1.5 Research Publications

Some of the findings of this thesis have been presented at national conferences [74,75,76].

Some of the results have also been reported at international conferences [71,77].

Some of the studies conducted have been published in local journal [78] and will be published in

an international journal [79].
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CHAPTER TWO

THREE-LEVEL MULTI-PULSE INVERTER MODEL

2.1 Introduction

22.

As Chapter One has described, the voltage-sourced inverter is the basic building block of various

inverter-based FACTS devices, and it has been shown to have advantages over the

current-sourced inverter in regards to cost and performance [36]. Typically, multi-level

multi-pulse inverter configurations are preferred over PWM inverters for high-power applications

[17,24]. In this thesis a three-level inverter is considered because of its ability to vary its output

ac voltage by changing either the amplitude of the dc input voltage, or the dc-to-ac voltage gain

across the inverter.

In order to develop a suitable model of the SSSC, STATCOM and UPFC, it is logical first to

develop an accurate model of such a voltage-sourced inverter and to analyse its performance

before it is used to build these devices. This chapter therefore considers the theory of operation,

construction, performance and frequency-domain characteristics of a particular three-level,

multi-pulse, voltage-sourced inverter topology. The chapter then describes the development of a

detailed model of this inverter topology in the simulation package PSCADIEMTDC.

Subsequent chapters of the thesis will then describe the development and performance of a stand

alone SSSC model (Chapter Three) and a UPFC model (Chapter Four) where the 24-pulse,

voltage-sourced inverter developed in this chapter is used as both a two-level inverter (for the

stand alone SSSC) and a three-level inverter (for both the stand alone SSSC and the UPFC).

2.2 The Single Pole Three-Level Inverter

2.2.1 Background
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As explained in Chapter One, the purpose of an SSSC is to inject an ac voltage of variable

magnitude in series with a transmission line. In the case of a stand-alone SSSC, the variation of

the ac output voltage can be achieved by varying the dc voltage of the SSSC; in this case the

SSSC only requires a two-level inverter (fixed dc to ac gain), although the use of a three-level

inverter (variable dc to ac gain) does allow more flexibility and improves performance (at the

expense of a more complex and costly inverter topology). However, when an SSSC is combined

with a STATCOM to form a UPFC [27], the common dc voltage is controlled by the STATCOM.

In this case, there is no option but to use a three-level inverter for the SSSC in order for it to be

able to inject a variable ac voltage into the transmission line. This thesis has therefore

specifically considered three-level inverters in order that the models developed can be used for the

study of SSSCs in either mode of operation, as well as for the study of the UPFC.

In basic terms, a voltage-sourced inverter generates ac voltage from dc voltage. The input dc

voltage may be from the rectified output of an ac power supply, from a stiff dc source etc. The

dc voltage in the voltage-sourced inverter always has one polarity, but the dc current may flow in

either direction. Therefore, power flow can be reversed by the reversal of dc current polarity.

Because of this, the inverter valves have to be bi-directional, and are made up of an asymmetric

turn-off device (such as a GTO), and a parallel diode connected in reverse. When power flows

from the dc side to the ac side, it is regarded as inverter action. On the other hand, when power

flows from the ac side to the dc side, it is regarded as rectifier action. In the case of an

inverter-based FACTS device, where the dc voltage is obtained from a charged capacitor and not a

stiff source, rectifying action is used to charge the capacitor and inverter action to discharge the

capacitor as needed to maintain the required dc voltage.

.2.2.2 Single-Pole Three-Level Inverter Topology

In Fig. 2.1, one phase-leg or "pole" of a three-level inverter is shown. The topology is taken

from [36] as is the nomenclature used in the following descriptions. Each half of the phase leg is

split into two series connected valves (1-1' and lA-I 'A in the top half and 4-4' and 4A-4'A in the

bottom half). The midpoints between the two valves in each half are connected by the clamping

diodes Dj and D4.

As mentioned earlier, the dc current in an inverter-based FACTS device may flow in either

direction, so the phase-legs must be able to handle the bi-directional current flow. The turn-off

devices handle the inverter action, while their anti-parallel diodes handle any instantaneous

rectifier action. Clamping diodes DJ and D4, and turn-off devices lA and 4A carry the current



Chapter 2: THREE-LEVEL MULTI-PULSE INVERTER MODEL 24.

during clamping periods: DJ-lA carries the negative current (current going out to the ac bus)

and D4-4A carries the positive current (current going into the dc source).

+Vd/2

1'A

a
.....---.;_...:.:=--....

4'A

4'

-Vd/2

Fig.2.1: One phase-leg ofa three-level inverter.

2.2.3 Switching Sequence Of The Single-Pole Three-Level Inverter

Fig. 2.2 shows the switching sequence of one phase-leg of this three-level inverter topology for

one cycle of the ac output waveform; Fig. 2.3 shows the output ac voltage of the three-leyel

phase-leg during the same period. The inverter is called three-level because the output has three

possible voltage levels (with respect to point N) i.e. -Vd/2, 0 and +Vd/2. In order to achieve this

three-level output the turn-off devices are switched on and off in the manner described as follows.

Step 1. ON:

OFF:

lA and 4A

I and 4

Together with diodes Dj and D4, lA and 4A clamp the phase voltage Vu to zero volts with respect

to the dc midpoint N regardless of which direction the current is flowing. This period will last for

an angle of y degrees before switching into the next state. Therefore the definition of y is the

"dead" period during which the turn-off devices operate in each quarter cycle and the pole output
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STEP 1 STEP 2 STEP 3

+Vd/2 +Vd/2 +Vd/2

1'

l'A l'A l'A

a Q a Q N a
(vs) (vs) (vs)

4'A 4'A 4'A

4' 4' 4'

-Vd/2 -Vd/2 -Vd/2

STEP 4 STEP 5

+Vd/2 +Vd/2

l'A l'A

Q N a Q a
(vs) (vs)

4'A 4'A

4' 4'

-Vd/2 -Vd/2

Fig.2.2: Illustration of the switching sequence ofone three-level phase-leg for one cycle.

1, 1A

o
o--i...l----~-----;.-.,-'----__._~

+ 0.5 Vdc

- 0.5 Vdc
4,4A

S~p1 S~p5

f Step2 Step3 Step4 f
11'-"'1'------1.'-11----'-__...&.1-11

o y n-y n n+y 2n -y 2n

Fig.2.3: Output ac voltage of three-level phase-leg, VaN.
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voltage is zero (cf. Fig. 2.3). Note that although there are devices in both top and bottom halves

of the leg (lA and 4A) being turned on simultaneously during the dead period of"( degrees, there

is no "shoot through" (no short circuit of the dc voltage through the leg) since devices 1 and 4

remain off.

Step 2. ON:

OFF:

1 and lA

4 and 4A

By turning on both the top half devices I and lA, and turning off both the bottom half devices 4

and 4A, the output voltage Vu is held at +Vd12. This state of the inverter leg is used to produce

non-zero voltage during the positive-half cycle of the ac output voltage of duration (J degrees,

where cr = 1800
- 2"(. (cf. Fig. 2.3.)

Step 3. ON:

OFF:

1Aand 4A

1 and 4

The inverter leg is in the same state as described in Step 1. However this state now lasts for 2"(

degrees (i.e. "( degrees at the end of the positive half-cycle followed by 'Y degrees at the beginning

of the negative half cycle) (cf. Fig. 2.3).

Step 4. ON:

OFF:

4 and 4A

1 and lA

By turning on both the bottom half devices 4 and 4A and turning off both the top half devices 1

and lA the output voltage is held at -VJ2. This state of the inverter is used to produce non-zero

voltage during the negative half cycle of the ac output voltage of duration cr degrees. (cf. Fig. 2.3)

Step 5. ON:

OFF:

lA and 4A

1 and 4

Same state as Step 1 and 3, but now the duration is 'Y degrees, following which the full cycle of the

ac output voltage is complete.

From the above description, it can be seen that in the three-level inverter there is only one turn-on

and one turn-off per device per cycle. The turn-off devices lA and 4A are turned on for 1800

during each cycle, devices 1 and 4 are turned on for cr degrees during each cycle, and diodes D1

and D4 conduct for 2"( degrees each cycle. The angle 'Y is a variable and therefore can be

controlled to any desirable value in order to vary the effective amplitude of the ac output voltage.

The output voltage Vu is made up of cr =1800
- 2"( square waves. At "( =00

, a three-level pole

acts as a two-level pole which switches between the two dc levels i.e. -Vd/2 and +V d/2.
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2.2.4 Time-Domain Simulation Results From PSCADIEMTDC

A simulation model of the basic three-level inverter leg in Fig. 2.1 has been developed in

PSCADIEMTDC. The two capacitors shown in Fig. 2.1 as dc inputs have been replaced by two

identical constant dc voltage sources with amplitudes of +SOkV and -SOkV in the top and bottom

halves of the leg respectively. In later chapters, when the full FACTS device controls around the

inverter are considered, the inverter voltage is provided by dc capacitors as shown in Fig. 2.1.

In practical high-power high-voltage inverters a single so-called "valve" as referred to in the

previous discussions would not comprise of a single GTO or diode, since a single such device

does not have the voltage blocking or current carrying capacity required for such installations.

Rather, each valve is in practice made up of several devices in a series string (to obtain the

necessary voltage rating) and a number of such strings in parallel (to obtain the necessary current

rating).

'Y = 20°

i

- L- e-- '-- - l
I
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Fig.2.4: Simulated output ae voltage waveform vafrom a three-level phase-leg with:

(a) r= 20°; (b) r= 40°, (e) r= 60°
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A firing control scheme for the individual turn-off devices in the inverter leg has been developed

as part of the simulation model. This firing control scheme has, as its inputs, the desired value of

dead angle y and the instantaneous phase angle of the fundamental ac sinusoidal voltage that is

required at the output of the inverter. In a full FACTS device implementation, the instantaneous

angle of the desired ac output voltage is determined by the high-level controls of the FACTS

device. However, in the early work of the thesis, before implementing the FACTS device

controls, the various inverter models have been tested by generating a desired instantaneous phase

angle from a phase locked loop connected to a dummy ac voltage source in the simulation model.

This arrangement, together with a description of the inverter firing controls, is shown in more

detail in Appendix A.2. Throughout the work of this thesis, the frequency of the ac system is set

at 60Hz; this frequency is used for consistency because the SSSC and UPFC models developed in

subsequent chapters are compared to published results from the literature [27,34] for a 60Hz ac

system.

A number of simulations have been carried out using this model of the inverter leg in Fig. 2.1 in

order to test the correctness of the model in PSCADIEMTDC and to illustrate the effect of the

dead angle y on the ac output voltage. Fig. 2.4 shows a time-domain simulation of the output

voltage waveform from the three-level phase-leg with dead-angles y = 20°, 40° and 60°. The

results show that as the angle y is varied, the duration of angle cr changes accordingly. The larger

the dead angle y, the smaller the conduction angle cr, and hence the smaller the average value of

the ac output voltage on each half cycle. Ultimately, the ac output voltage will be zero if the

dead-angle y is increased to 90°, since there will then be no conduction pulse at all.

2.2.5 Frequency-Domain Characteristics Of The Single-Pole Three-Level Inverter

The output ac voltage V a of the three-level inverter leg shown in Fig. 2.3 is a quasi-square wave

which contains a positive sequence fundamental component and all the odd harmonic components

including the zero sequence third, negative sequence fifth, positive sequence seventh etc. [27].

The amplitude of any odd multiple of the fundamental is defined by

(2.1)

where y is the "dead" period during which the turn-off devices operate in each quarter cycle and

the pole output voltage is zero, and n = 2k+1 for k = 0,1,2,3 etc. [27]. Hence the amplitude of

the fundamental voltage is given by
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2
V

J
=-vd cosy

Jr

29.

(2.2)

Equation (2.2) shows that the ac output voltage of the inverter varies with dead angle y, i.e. at y =

0° its maximum value is given by

(2.3)

while the minimum value of zero occurs at y = 90°.

A plot showing the normalized amplitudes of the fundamental and individual harmonic

components as a function of y (calculated using Equation (2.1)) is shown in Fig. 2.5. The

fundamental voltage VI is shown in per unit of V lmax, while the harmonic amplitudes are shown in

per unit of the actual fundamental voltage V I, as the dead period y is varied from 0° to 90°. This

normalization approach is taken from [36]. From Fig. 2.5, it is clear that the fundamental output

Cl)
Q) V1N 1maxCl
lB
0
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U-c
0
E
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::r:
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Angle y (degrees)
70 80 90

Fig.2.5: Fundamental and harmonic voltages for a three-level inverter pole based on theory [27].
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voltage amplitude is 1.0 pu at y =0°, and decreases with increasing dead angle, decreasing to zero

at y = 90°. However the amplitudes of the harmonics increase and decrease according to

Equation (2.1) within the same y range. In summary, y can be used to vary the amplitude of the

fundamental output voltage but the associated harmonic voltages also change with y.

2.3 The 6-Pulse Three-Level Inverter

2.3.1 The Topology And Operation Of The 6-Pulse Three-Level Inverter

High-power multi-pulse inverters are made up of a number of square wave inverters of smaller

rating, each switched at low frequency (usually the line frequency of 50/60 Hz); a high quality of

output ac voltage is then obtained by phase shifting and adding the square wave outputs of each of

the smaller inverters to eliminate or reduce some specific, if not all, harmonics produced, in a

·Va/2

N

(vaN)
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I ..-c::r-+---1
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Fig.2.6: A 6-pulse inverter with three-level poles.
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process known as harmonic cancellation. This enables a high quality sinusoidal output voltage

to be obtained from the multi-pulse inverter as a whole, without the need for high switching

frequencies of the individual power electronic devices.

The following sections within this chapter will look at the harmonic content of three different

multi-pulse inverters, namely 6-pulse, 12-pulse and 24-pulse inverters. One shall see that the

total harmonic distortion (THD) is very much reduced as the pulse number of the inverter

increases from six to twelve, and then to twenty-four.

Fig. 2.6 shows three poles A, Band C, which are connected across the same DC capacitor, and the

pole outputs are connected to a three-phase load with a neutral point N. The poles A, Band C

form a 6-pulse three-level inverter, and are operated so that the pole voltages, VAN, vBN and VCN, are

time shifted from one another by one third of the time period of the pole voltage, i.e. the

fundamental voltage phasors of each pole are 120° apart. Each pole of the inverter has the same

topology as the phase leg described in the previous section. However, the neutral point N of the

three-phase load is not connected to the mid-point of the inverter dc capacitor.

2.3.2 Time-Domain Simulation Results From PSCADIEMTDC

A simulation model of the 6-pulse three-level inverter in Fig. 2.6 has been developed by the

author in PSCADIEMTDC by connecting, in parallel, three of the inverter pole models described

in the previous section. These three single-pole, three-level phase legs are connected in parallel

to the same dc voltage sources described in section 2.2.4. In addition, a low-level firing control

scheme for the individual devices in a three-level 6-pulse inverter has been developed by the

author in PSCAD/EMTDC as part of this simulation model. This firing control scheme has as its

input the desired value of dead angle y and the instantaneous phase angle of the fundamental

three-phase voltage set required at the output of the 6-pulse inverter. Based on these inputs, the

6-pulse firing controls calculate the instantaneous phase angles required for each pole voltage and

hence the fiJ;ing signals for the individual turn-off devices in the 6-pulse inverter. The full details

of the 6-pulse inverter model and its firing controls are shown in Appendix A.3. The inverter ac

outputs are connected to a three-phase pure resistive load with a floating neutral. This

simulation model was used to generate ac output waveforms of the 6-pulse inverter for a range of

values of y.

Fig. 2.7 shows a time-domain simulation of the phase to neutral voltage waveforms obtained from

the 6-pulse inverter model in EMTDC for a dead period ofy= 3.75° with a dc capacitor voltage of
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Fig.2.7: Simulated output voltage waveforms from a three-phase, three-level, 6-pulse inverter for

r=3.75 ~

100 kV The simulation result shows that the 6-pulse phase to neutral voltages are separated by

120° as expected. Furthermore, the simulation result illustrates that, because the neutral on the

ac side of the inverter is not connected to the mid-point (zero volts) of the dc capacitor, the phase

to neutral voltages in each pole exhibit seven distinct voltage levels as opposed to the three levels

present in the phase to zero voltages shown earlier in Fig. 2.3.

Fig. 2.8 shows a time-domain simulation of the instantaneous and RMS voltages of phase a of the

6-pulse inverter in the EMTDC model for three different values of the dead period y = 20°, 40°

and 60°. The RMS value of the inverter output voltage was determined by passing the

instantaneous voltage outputs through an RMS calculation block in the EMTDC program.

Earlier, Fig. 2.4 showed that the effect of changing the dead period y in a single-phase inverter is

to change the amount of time that the phase to zero voltage spends at each of the three voltage

levels. Fig. 2.8 now shows that, in the three-phase inverter, the effect of changing y is to change

the amount of time that the phase to neutral voltage of each phase spends at each of the seven

possible voltage levels. The reason for the presence of seven voltage levels in the three-phase

inverter phase voltages can be explained as follows.
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Fig.2.8: Simulated instantaneous and RMS output voltages from a three-phase, three-level,

6-pulse inverter with: (a) Y= 20°; (b) Y= 40°; (c) Y= 60°.
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The three-phase load is connected to a neutral that is not connected to the midpoint of the inverter

dc voltages i.e. the neutral is not connected to ground. If the neutral were grounded, each

inverter output phase voltage (VAO, VBO and VCO) would have three voltage levels and would be

similar in appearance to the voltages shown in Fig. 2.4. Since the neutral is left floating, the zero

sequence components of each pole current have no return paths to the midpoint of the dc sources,

so they are zero. The zero sequence components of each pole voltage, VNO =(VAO + VBO + VCO) I 3,

appear between the neutral point and the midpoint of the inverter's dc sources. Therefore the

load voltage per phase is in effect the difference between the phase to ground voltage and the zero

sequence voltage component, i.e. VAN = VAO - VNO, VBN = VBO - VNO, and VCN = VCO - VNO [27], giving

rise to the seven voltage levels that appear in the phase to neutral voltages in Fig. 2.8.

By comparing Fig. 2.7 (y= 3.75°) and Fig. 2.8(a) (y= 20°), it can be seen that at the higher y

value, the "on" time spent in both the maximum and minimum of the seven voltage levels has

decreased. When y is increased further to 40°, as shown in Fig. 2.8(b), the number of voltage

levels is still seven but instead of the waveform looking "convex", as it peaks, it is now "concave".

When y is further increased to 60° the output voltage spends time in only four of the available

seven voltage levels and the maximum and minimum values of the output voltage have also

decreased in magnitude when compared to y = 20°. Therefore, the RMS value of the output

voltage decreases from 39.3kV to 32.8kV to 21.6kV, as y increases from 20° to 40° to 60°

respectively.

2.3.3 The Frequency-Domain Characteristics Of The 6-Pulse Three-Level Inverter

As described in the previous section, because the zero sequence components of each pole current

in Fig. 2.6 have no return path to the midpoint of the inverter's dc sources, the zero sequence

components of each pole voltage appear between the neutral point and the midpoint of the dc

capacitor. Therefore, each phase of the load voltage consists of only a fundamental component

and odd harmonic components (n) given by Equations (2.1) and (2.2) where n =6k+l for k =1,2,3

etc. [27].

At Y= 0°, a three-level pole acts as a two-level pole which switches between positive and negative

vDCI2; under these conditions the fundamental as well as all the harmonic components have their

highest amplitudes and the inverter therefore offers the maximum possible dc to ac utilization.

At y> 0°, a three-level pole switches from +vDc/2 to 0 to -vDCI2, which produces improved output

waveform quality at the expense of fundamental voltage reduction. For y> 0°, the fundamental

amplitude decreases monotonically with increasing angle y, such that the dc to ac gain across the
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voltage can be varied by changing the input dc voltage or the angle y, whereas the ac output

voltage of a two-level inverter is strictly a function of the input dc voltage.

A plot showing the nonnalized amplitudes of the fundamental and individual hannonic

components as a function of y for a 6-pulse inverter (calculated using Equation (2.1)) is shown in

Fig. 2.9. The same nonnalization method described in section 2.2.5 is applied here. The

fundamental output voltage amplitude is 1.0 pu at y = 0°, and decreases with increasing dead

angle, decreasing to zero at y = 90°; whereas the nonnalized hannonic voltages rise and fall

throughout the same range of y.

Fig 2.9 shows that at y = 0°, the fundamental as well as all the hannonic components have the

highest possible amplitudes l
. At this angle, a three-level pole acts as a two-level pole that

switches from +vdc/2 to -Vdc12 and offers the maximum possible DC to AC utilization. For

angles y> 0°, the three-level pole is switched between the above-mentioned two states and zero,

and thus produces improved output wavefonn quality but at the expense of reduction in the

fundamental voltage.

Fig. 2.9 illustrates that the per unit amplitude of each of the hannonic components initially

decreases as y is increased from zero. Each hannonic component's per unit amplitude decreases

to zero at a particular value of y then successively increases from zero and decreases back to zero

as y is increased towards 90°. Thus, each particular harmonic component has zero amplitude at a

few specific values of dead angle, as given by the equation

where 11 is the hannonic number [36].

2y= (180° I 11) (2.4)

For example, the seventh harmonic is zero when y= 12.85°,38.55°, and again at 51.5°. After its

first zero, the nth hannonic amplitude rises again, reaching a peak amplitude at a value of y given
by

2y = 2 x (180° I 11) (2.5)

1: Note on normalization method - at first glance the amplitudes of the harmonics might appear to be

highest at r= 90° in Fig. 2.9. However the harmonic amplitudes are expressed here as per unit of the

fundamental magnitude, and the fundamental magnitude decreases with increasing y. Thus as rincreases

the absolute amplitude of the harmonics decreases but their amplitude relative to that of the fundamental

alternately increases and decreases.
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Fig 2.9: Fundamental and harmonic voltages for a 6-pulse three-level inverter based on theory

[27].

Because of the zero amplitude of all harmonic voltages at different specific dead angles, there are

certain angles where the inverter may be operated to have the same response as a higher

pulse-number inverter. For example, in Fig. 2.9, for y between 13° and 18°, both 5th and 7th

harmonics have very small amplitudes, and the inverter almost behaves like a 12-pulse inverter

[36]. However, for operation at 18°, the fundamental voltage drops to 0.95 pu which means 5%

loss of capacity. Hence there is effectively a compromise between a desired reduction in some

specific harmonics and an associated loss in useable output voltage capacity. In many

applications, if allowed, a combination of higher pulse inverter, dc voltage control and use of

three-level phase-legs are considered [36]. It is important to note that with the split de capacitor

topology of Fig. 2.6, it is essential to ensure that the two capacitors are charged to equal voltages:

unequal voltages would result in a generation of even harmonics [36].

The final aspect to consider is the total harmonic distortion (THD) of the 6-pulse three-level

inverter. A measure of the harmonic content can be defined [27] as
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(2.6)

where Vn is the amplitude of the nth harmonic voltage given by Equation (2.1), and

n = 6k ± 1 for k = 1, 2, 3, etc.

A' measure of the total harmonic distortion of the inverter ac voltage is then defined as

(2.7)

where VI is the amplitude of the fundamental voltage given by Equation (2.2).
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Fig 2.10: Amplitude offundamental voltage, harmonic content and total harmonic distortion

(THDv) as a function of rfor the 6-pulse inverter, based on theory [27J.

Based on the theoretical Equations (2.1), (2.2), (2.6) and (2.7), the amplitude of the fundamental

voltage, harmonic content and total harmonic distortion factor of the 6-pulse three-level inverter
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as a function of 'Yare shown in Fig. 2.10. The curves show that at 'Y = 15.35°, the fundamental

amplitude decreases by 3.57% compared to that obtained from a two-level operation of the poles,

i.e. when 'Y =0°. However, at 'Y = 15.35° the harmonic content is reduced to 16% from the value

of 31 %, obtained from a two-level operation of the inverter, resulting in the smallest THDv.

Therefore, angle 15.35° is described as the optimum value of dead angle in the case of the 6-pulse

three-level inverter [27].

2.3.4 Frequency-Domain Characteristics From PSCADIEMTDC Simulation Model

The time domain simulations using the six-pulse inverter model developed for EMTDC were

repeated for a range of values of'Y from 0° to 90° and Fast Fourier Transform (FFT) analysis used
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theory vs. EMTDC simulation results.
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to determine the amplitude of the ac output voltages (fundamental and harmonics) as functions of

y. The results of these analyses on the outputs of the simulation model are compared with the

theoretical behaviour predicted by Equations (2.1), (2.2), (2.6) and (2.7) in Fig. 2.11. Fig. 2.11

shows that the harmonic spectrum of the ac output voltages in the 6-pulse EMTDC inverter model

agrees closely with the theory. Fig. 2.11 also illustrates how the amplitude of the fundamental

component of the 6-pulse, three-level inverter's ac output voltage could be adjusted by means of

the dead period y.

Fig. 2.12 now compares the harmonic content and total harmonic distortion obtained from the

simulation model with that predicted by the theoretical equations for the 6-pulse inverter. The

5
th

, 7
th

, 11
th

, 13
th

, 17
th

and 19th harmonics were used to calculate the harmonic content and total

harmonic distortion in both the theory and the simulation results of Fig. 2.10 and Fig. 2.12. The

1
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o
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Fig 2. J2: Amplitude ofFundamental voltage, Harmonic Content and Total Harmonic Distortion

Factor as afunction of rfor the 6-pulse inverter: theory vs. EMTDC simulation results.
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harmonic distortion present in the simulated inverter voltage waveforms agrees closely with the

theoretical values; as y is increased, the harmonic distortion initially decreases and then increases

for values of y above 15.35°. On the basis of this close agreement and careful checking of time

domain wave shapes, it was concluded that the implementation of the 6-pulse inverter model in

EMTDC was correct.

2.4 The 12-Pulse Three-Level Inverter

As mentioned in the previous section, improved quality ac voltages can be obtained by phase

shifting and adding the quasi-square wave outputs of a number of 6-pulse inverters. This section

describes how the outputs of two 6-pulse inverters are combined, using a phase-shifting magnetic

circuit, to form a 12-pulse inverter.

2.4.1 The Topology And Operation Of The 12-Pulse Three-Level Inverter

Fig 2.13 shows how two 6-pulse inverters, which are operated from the same DC link capacitor,

are connected together to from a 12-pulse inverter. Each of the phase legs AI, B1, Cl, D1, El

and F1 is the same as the pole topology shown earlier in Fig. 2.1; as in the 6-pulse inverter, the

neutral of the three-phase load is not connected to the midpoint of the capacitors. The expanded

view in Fig. 2.13 shows the winding details of the transformers used to combine the output

voltages of the two 6-pulse inverters to generate a 12-pulse harmonic neutralized voltage. The

ABC 6-pulse inverter voltages are fed to a Y-Y transformer and the DEF 6-pulse inverter voltages

are fed to a ~-Y transformer. The secondary windings of each of these transformers are

connected together to form the three-phase output voltages (XYZ) that feed the load. The pole

voltage fundamental phasors of DEF inverter, (VD,], YE,], and VF,l) are 120° apart, as are the pole

voltage fundamental phasors of the ABC inverter (VA,h VB,h and VC,l)' The displacement angle

p, between the three phase voltages of two consecutive 6-pulse inverters in a multi-pulse inverter

arrangement is 2rrJ6m, where m is the total number of 6-pulse inverters used [27]; hence, the

fundamental voltage phasor set of the DEF inverter lags the fundamental voltage phasor set of the

ABC inverter by 30°.
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Fig 2.13: A i2-pulse Harmonic Neutralized inverter Configuration with three-level poles, and a

Magnetic Circuitfor the i2-pulse Inverter [27].

The final phase angles of the fundamental and harmonics in the output voltages are determined by

the phase shifts between individual poles (as determined by the low-level firing controls) and the

phase shift that then occurs when these pole voltages are added magnetically (by the phase

shifting transformer). This transformer is configured in such a way that if an inverter pole

voltage has a relative phase of -p (in this case, _300 or -rrJ6 radians) then the fundamental and all

harmonic components of this voltage get a phase shift of +p in the positive direction irrespective

of their sequence [27]. Table 2.1 shows, for the first twenty-five harmonic components, the

initial and final phase (after the transformer) between the voltages of poles A and D. The output

waveforms contain harmonic components such as the negative sequence 5th
, positive sequence7th

,

negative sequence 11 tb, positive sequence 13th and so on. The method of calculating the final

phase angle is by multiplying the harmonic number by the time shifting angle -p, then adding the

product with the phase shifting angle +p.
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Table 2.1: Phase angles ofa 12-pulse inverter phasors.

42.

POLE A POLED

n initial phase transformer final phase initial phase transformer final phase

phase shift angle phase shift angle

5 -5·(0) 0 0 -5·(-rt/6) +rt/6 1t

7 +7·(0) 0 0 +7·(-rt/6) +rt/6 1t

11 -11·(0) 0 0 -11·(-rt/6) +rt/6 0

13 +13·(0) 0 0 +13·(-rt/6) +rt/6 0

17 -17·(0) 0 0 -17·(-rt/6) +rt/6 1t

19 +19·(0) 0 0 +19·(-rt/6) +rt/6 1t

23 -23·(0) 0 0 -23·(-rt/6) +rt/6 0

25 +25·(0) 0 0 +25·(-7tl6) +rt/6 0

2.4.2 Time-Domain Simulation Results From PSCADfEMTDC

A simulation model of the 12-pulse three-level inverter in Fig. 2.13 has been developed by the

author in PSCADIEMTDC by connecting in parallel two of the 6-pulse inverter models described

in the previous section. The two 6-pulse three-level inverters are connected in parallel to the

same dc voltage sources described in section 2.2.4. For the purposes of the investigations in this

section, the ac output of the 12-pulse inverter was connected to a three-phase pure resistive load

with a floating neutral. A low-level firing control scheme for the individual turn-off devices in a

three-level 12-pulse inverter has also been developed as part of this simulation model. As with

the previous inverter models described, this firing control scheme has, as its inputs, the desired

value of dead angle y and the instantaneous phase angle of the fundamental three-phase ac voltage

set required at the output of the inverter. Based on these inputs, the 12-pulse firing controls

calculate the instantaneous phase angles required for each pole voltage and hence the firing

signals for the individual turn-off devices in each of the six poles of the 12-pulse inverter. The

full details of the 12-pulse inverter model and its firing controls are shown in Appendix AA. In a

similar manner to what was done for the 6-pulse inverter, this simulation model was then used to

investigate the ac output waveforms of the 12-pulse inverter for a range of values of y.

Fig. 2.14 shows a time-domain simulation of the instantaneous and RMS voltages of phase a of

the 12-pulse inverter in the EMTDC model for three different values of the dead period y = 20°,



Chapter 2: THREE-LEVEL MULTI-PULSE INVERTER MODEL 43.

(a) "y = 20°;;-
86

Ql
Cl
.!!!
cs
>
:;
Co
:; -4
0
U -8

0.01 0.02 0.03 0.04 0.05<l:: 0

;;-
6 5

Ql
Cl
<1l

"6 3(
>
(f) 2(
~
a: 11
:;
0-

0.02 0.03 0.04 0.05:; 0 0.01
0

;; (b) y= 400
:: 80
Ql
0
.!!! 40
(5
>
:;
c
:; -4
0
U

-BOO
0.04 0.05

<l:: 0.01 0.02 0.03

;;- 5
6
Ql 4(1---'Cl

.!!! 3(
(5
> 2
(f)

~ 1C~a:
:;

0.01 0.02 0.03 0.04 0.05
0- 0:;
0

;;- (c) 'I = 600
6 8
Q)
0:
~ 4

~~
(5
>
:;
0-
:; -4
0

~ -800 0.01 0.02 0.03 0.04 0.05

;;-
6

~
Ql
Cl
~
(5
>
(f)

~
a:
:5 1

0-
:; 0 0.01 0.02 0.03 0.04 0.050

Time (5)

Fig.2.J4: Simulated output instantaneous and RMS voltagesfrom a three-phase, three-level,

12-pulse inverter with: (a) r= 20°; (b) r= 40°; (e) r= 60°.



Chapter 2: THREE-LEVEL MULTI-PULSE INVERTER MODEL 44.

40° and 60°. The simulation result shows that the phase to neutral voltages across each resistive

load exhibit eleven distinct voltage levels. Earlier, Fig. 2.8 showed that the effect of changing

the dead period y in a 6-pulse inverter is to change the amount of time that the phase to neutral

voltage spends at each of the seven possible voltage levels. Similarly, Fig. 2.14 now shows that,

in the 12-pulse inverter, the effect of changing y is to change the amount of time that the phase to

neutral voltage of each phase spends at each of the eleven possible voltage levels.

Besides the fact that the number of inverter pulses has been increased from six to twelve by

judicious phase shifting of the two 6-pulse inverters, the issue of zero sequence current described

in section 2.3.2 is still accountable for the increased number of voltage levels. In the simulation

results of Fig. 2.14, the three-phase load is connected to a neutral that is not connected to the

midpoint of the dc sources i.e. the neutral is not connected to ground. If the neutral were

grounded, the inverter output voltages (vxo, VyO and vzo) would have seven voltage levels as

shown in the simulation results in Fig. 2.15.
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Fig.2.15: Simulated output voltage waveformsfrom a three-phase, three-level, 12-pulse inverter

for r=20 °with the three-phase load neutral grounded.
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When y is 40°, as shown in Fig. 2.14(b), the number of voltage levels is still eleven as in the

wavefonn shown in Fig. 2.14(a) (when y= 20°) but instead of the wavefonn looking "convex", as

it peaks, it is now "concave". When y is further increased to 60° the output voltages spend time

in only six of the possible eleven levels, and the maximum and minimum amplitudes of the

voltage wavefonn have also decreased when compared to y = 20°. The RMS voltage waveforms

in Fig. 2.14 show that as y increases, the effective value of the fundamental ac output voltage

likewise decreases. The RMS voltage magnitude decreases from 42.7kV to 34.9kV to 22.8kV, as

y increases from 20° to 40° to 60° respectively. Therefore the RMS voltage will be at the highest

when y = 0°. The RMS voltage would be zero if y = 90°, since the conduction period cr would be

0° (cr = 180° - 2y).

2.4.3 The Frequency-Domain Characteristics Of The 12-Pulse Three-Level

Inverter
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Fig. 2.16: Fundamental and harmonic voltages for a 12-pulse three-level inverter based on theory

[27].
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As explained in the previous section, the pole voltages of each of the 6-pulse inverters in a

12-pulse inverter exhibit a 6-pulse harmonic neutralized waveform with components 11. = 6k ± 1

for k =:= 1, 2, 3, etc. However, with reference to Fig. 2.13 and Table 2.1, the harmonic

components (11. = 6k ± 1 for k = 1, 3, 5, etc.) of the DEF inverter are in opposite phase with the

corresponding harmonic components of the ABC inverter, while the harmonic components (11. =6k

± 1 for k = 2, 4, 6, etc.) of the DEF inverter are in phase with the corresponding harmonic

components of the ABC inverter. Therefore, when the outputs from each 6-pulse inverter are

combined by connecting the corresponding phases in serie's, a 12-pulse harmonic neutralized

waveform is obtained. This 12-pulse output voltage exhibits a fundamental component and odd

harmonic components (11.) still given by Equations (2.1) and (2.2), but now with 11. = 12k ± 1 for k

= 1, 2,3, etc. [27].
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Fig. 2.16 shows the normalized fundamental and harmonic voltages for a 12-pulse inverter 

calculated using Equation (2.1). At y = 0°, the fundamental and the harmonic components have 

the highest possible amplitudes. Fig. 2.16 shows that the fundamental amplitude decreases as 

y increases from 0° to 90°, while the per unit amplitudes of 11th, 13th, 23rd
, and 25 th etc. harmonics 

successively increase and decrease according to Equation (2.1), reaching zero at certain angles of 

y, as y is increased towards 90°. 

The theoretical graphs of the harmonic content and total harmonic distortion of the 12-pulse 

three-level inverter, calculated by using Equations (2.1), (2.2), (2.6) and (2.7), are shown in Fig. 

2.17. The curves show that at y= 0° (when the inverter behaves like a two-level device), the 

harmonic content is approximately 13.29%, which shows a significant reduction when compared 

to 31 % at y = 0° from the 6-pulse inverter. The optimum operating value of dead angle for a 

12-pulse inverter is at 8° where the harmonic content is 6.1 % and the fundamental amplitude is 

reduced by about 1 %. Compared to the 6-pulse inverter, the 12-pulse inverter shows a lower 

percentage of harmonic content (6.1 % to 16%) and higher fundamental amplitude (99.03% to 

96.43%) at the optimum angle (8° to 15.35°). 

2.4.4 Frequency-Domain Characteristics From PSCADIEMTDC Simulation Model 

The time domain simulations using the 12-pulse inverter model developed for EMTDC were 

repeated for a range of values of y from 0° to 90° and Fast Fourier Transform (FFT) analysis used 

to determine the amplitude of the ac output voltages (fundamental and harmonics) as functions of 

y. Fig. 2.18 illustrates how the amplitude of the fundamental component of the 12-pulse, 

three-level inverter's ac output voltage could be adjusted by means of the dead period y. Fig. 

2.18 shows that the harmonic spectrum of the ac output voltages in the 12-pulse inverter 

simulation model agrees well with the theory. It also illustrates that the amplitude of the 

fundamental component of the 12-pulse three-level inverter's ac output voltage could be adjusted 

by means of the dead period, y. 

Fig. 2.19 now compares the harmonic content and total harmonic distortion obtained from the 

simulation model for the 12-pulse inverter with that predicted by the theoretical equations. Since 

PSCAD allows only a limited number of harmonic frequencies to be calculated simultaneously, 

only the 11 th, 13t
\ 23rd

, 25 th harmonics were simulated for the calculation of harmonic content and 

total harmonic distortion. The theoretical graph shown in both Fig. 2.17 and Fig. 2.19 also used 

the above-mentioned four harmonics for easy comparison with the simulated results. 
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Fig 2.] 8: Fundamental and harmonic voltages for a ] 2-pulse inverter from EMTDC simulation. 

The harmonic distortion present in the simulated inverter voltage waveforms agrees closely with 

the theoretical values. On the basis of this close agreement and careful checking of time domain 

wave shapes, it was concluded that the implementation of the 12-pulse inverter model in EMTDC 

was correct. 
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2.5 The 24-Pulse Three-Level Inverter 

The presence of 12-pulse harmonic components in the inverter output voltage might not be 

acceptable in many applications [27]. This section therefore considers a 24-pulse harmonic 

neutralized inverter topology that offers higher quality voltage waveforms than the 12-pulse 

topology of the previous section. As in the case of the twelve-pulse inverter, the 24-pulse 

inverter comprises a number of six-pulse inverters connected together, with their outputs being 

added using special transformers; the result is a new ac output voltage waveform that is a closer 

approximation to a sine wave than the twelve-pulse inverter waveforms. 

2.5.1 The Topology And Operation Of The 24-Pulse Three-Level Inverter 
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Fig. 2.20 shows a 24-pulse hannonic neutralized inverter, which compnses four six-pulse 

inverters operated from the same dc capacitor. Through a magnetic circuit (transformers to scale 

and add the pole voltages from the four sub-inverters) the inverter is connected to a three-phase 

load (XYZ) on its ac side. In this 24-pulse inverter, the pole voltage fundamental phasors in each 

six-pulse inverter are 120° apart. 
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inverter, the effect of changing y is to change the amount of time that the phase to neutral voltage 

of each phase spends at each of these twenty-one possible voltage levels. 

As with the 6-pulse and 12-pulse inverter configurations, the number of levels in the ac output 

voltages of the 24-pulse inverter depends on the connection of the load neutral. This is 

illustrated in Fig. 2.22 which shows that the 24-pulse inverter output is reduced to thirteen voltage 

levels when the neutral of the load is connected to the midpoint of the two capacitors. 

Fig 2.21 (b) and (c) show that for the 24-pulse inverter, as with the 6-pulse and 12-pulse inverters, 

an increase in dead angle y results in a decrease in the amplitude of the fundamental output 

voltage. 

The RMS value of the voltage magnitude in Fig. 2.21 decreases from 58kV to 49.7kV to 31.1kV, 

as y increases from 20° to 40° to 60° respectively. However, by comparison with the 6-pulse and 
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Fig.2.22: Simulated output voltage waveforms from a three-phase, three-level, 24-pulse inverter 

for r=20 o with the three-phase load neutral grounded. 
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12-pulse inverter wavefonns shown earlier, it can immediately be seen (simply by observation of 

the time domain wavefonns in Fig. 2.21) that the quality of the near-sinusoidal voltages of the 

24-pulse inverter remains very high even at increased values of y. This is further confirmed in 

the following section. 

2.5.3 The Frequency-Domain Characteristics Of The 24-Pulse Three-Level 

Inverter 

The resultant output voltage of the 24-pulse inverter exhibits a fundamental component and odd 

harmonic components, each of which has an amplitude of 

2 (n1r) Vx n =-vDC cos - cos nr . n1r 24 
(2.8) 
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Fig.2.23: Fundamental and harmonic voltages for a 24-pulse inverter based on theory [27J. 
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where n = 1 and 12k ± 1 for k = 1,2,3, etc. [27] The amplitude of any odd harmonic component 

(n) normalized to the fundamental component is 

VX .n cos(n;r/24)cosnr 

VX ,1 n cos(;r /24) cos r 
(2.9) 

where n = I2k ± 1 for k = 1, 2, 3, etc. [27]. 

Fig. 2.23 shows the fundamental and harmonic voltages as a function of y for the 24-pulse 

three-level inverter based on Equations (2.8) and (2.9). As with the 6-pulse and 12-pulse 

inverters, the fundamental amplitude decreases as y increases from 0° to 90°. The per unit 

amplitude of the harmonic components shown in Fig. 2.23 illustrate that each of these harmonic 

components initially decreases as y increases; each harmonic component's amplitude then reaches 

zero at a specific value of y, and then successively increases from and decreases to zero as y 

approaches 90°. 
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Fig.2.24: Normalized harmonic components of output voltages from a 24-pulse inverter based on 

theory [27]. 
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Fig. 2.24 shows the normalized harmonic content and the total harmonic distortion of the output 

voltages from a 24-pulse harmonic-neutralized inverter as a function of harmonic order (n) as 

calculated using the above Equations (2.6), (2.7), (2.8) and (2.9). Fig. 2.24 shows that at Yoptimum 

= 3.82°, the fundamental amplitude decreases by 0.21 % from that obtained from a two-level 

operation of the poles, and that the harmonic content is reduced from 6.11 % when y = 0°, to 

1.19% at this optimum value of dead angle. At the optimum angle, the 24-pulse inverter has the 

smallest THDv when compared to the 6-pulse and 12-pulse inverters. Fig. 2.24 also confirms 

what was observed in the time domain waveforms of Fig. 2.21: in the case of the 24-pulse inverter 

the total harmonic distortion of the ac output waveform remains very low (below 10%) for values 

of Y as high as 60°. By comparison, the 12-pulse inverter has a total harmonic distortion of 6.1 % 

even at its optimum value of y. 

2.5.4 Frequency-Domain Simulation Results From PSCADIEMTDC 

The time domain simulations using the 24-pulse inverter model developed for EMTDC were 

repeated for a range of values of y from 0° to 90° and Fast Fourier Transform (FFT) analysis used 

to determine the amplitude of the ac output voltages (fundamental and harmonics) as functions of 

y. The results of these analyses on the outputs of the simulation model are compared with the 

theoretical behaviour predicted by Equations (2.8) and (2.9) in Fig. 2.25. Fig. 2.25 shows that 

the harmonic spectrum of the ac output voltages in the 24-pulse EMTDC inverter model agrees 

closely with the theory. Fig. 2.25 also confirms that an increase in Y results in a reduction of 

fundamental amplitude and a change in harmonic content of the output voltages. 

Fig. 2.26 now compares the harmonic content and total harmonic distortion obtained from the 

simulation model with that predicted by the theoretical equations for the 24-pulse inverter. The 

results in Fig. 2.26 confirm that the total harmonic distortion in the 24-pulse inverter is at its 

lowest at Y= 3.82°. Thus if the three-level inverter is to be used with a fixed dc to ac gain, it 

should be operated at this optimum angle to minimise harmonics in the output waveforms. 

Since EMTDC allows only a limited number of harmonic frequencies to be calculated 

simultaneously, only the 11 th
, 13t

\ 23cd and 25th harmonics were used to calculate the harmonic 

content and THDv in the simulation results of Fig. 2.26. The same number of harmonics was 

also used in the theoretical calculation shown in Fig. 2.24 for close comparison with the simulated 

results. The harmonic distortion present in the simulated inverter voltage waveforms agrees 
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Fig.2.2S: Fundamental and harmonic voltages for a 24-pulse inverter: theory vs. EMTDC 

simulated results. 
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closely with the theoretical values; as y is increased, the harmonic distortion initially decreases 

and then increases for values of y above 3.82°. Once again, Fig. 2.26 shows excellent agreement 

between the results obtained from the EMTDC simulation model and the theory of a three-level, 

24-pulse inverter. On the basis of this close agreement and careful checking of time domain 

wave shapes, it was then concluded that the implementation of the 24-pulse inverter model in 

EMTDC was correct. 
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Factor as afunction of rfor a 24-pulseinverter: theory vs. the EMTDC simulation results. 

2.6 Conclusion 

This chapter has investigated three different types of three-level voltage-sourced inverters, namely, 

the 6-pulse, 12-pulse and the 24-pulse three-level inverters. The chapter has described the 

development of detailed simulation models of each of these types of inverters, in the simulation 

package PSCADIEMTDC. The simulation models developed in each case include detailed 

low-level firing controls for the power-electronic devices in the inverter. The 6-pulse and the 

12-pulse inverter models were developed as intermediate steps towards the final goal of a model 

of a 24-pulse three-level inverter, which has sufficiently high quality output voltages for FACTS 

applications. The time-domain and frequency-domain results obtained from · these inverter 

simulation models have been compared against theory and have shown excellent agreement. 
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This chapter has therefore demonstrated that the 24-pulse three-level inverter model that has been 

developed for EMTDC is sufficiently accurate for use in the modelling and analysis of an 

inverter-based FACTS device. The following chapter will describe how this inverter is used to 

implement a model of a stand alone SSSC in the simulation package PSCAD/EMTDC. 
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CHAPTER THREE 

THE 24-PULSE INVERTER BASED SSSC 

3.1 Introduction 

Chapter One described conceptually how a voltage-sourced inverter can be used to construct an 

SSSC, either as part of a larger UPFC or as a single stand-alone device. Chapter Two then 

focused solely on the detailed development and operation of multi-pulse three-level inverters, 

where the 24-pulse inverter was shown to have a high quality, near-sinusoidal output voltage that 

is suitable for the construction of an inverter-based FACTS device. The previous chapter has 

also explained that by varying the dead angle, y, the inverter dc-to-ac gain is varied, and can 

therefore be used to control the inverter ac output voltage. With the dead angle set to zero, the 

inverter acts as a two-level device where the output voltage from each pole switches between the 

positive and negative vDc/2 . 

The aim of this chapter is to develop a detailed model of an SSSC suitable for accurate studies 

into how an SSSC might interact with rest of the transmission system. The approach in this 

thesis is to consider, as far as possible, standard implementations of the SSSC in the analysis. 

For this reason, the previous chapter developed a detailed simulation model of a 24-pulse 

three-level inverter typical of those actually used in transmission FACTS applications. This 

chapter now considers the development of detailed SSSC controls for this 24-pulse inverter. As 

with the inverter model itself, the emphasis here is on implementing standard SSSC controls 

actually used in transmission applications. 

Although the model developed in Chapter Two is of a three-level inverter, the SSSC controls 

developed in the first part of this chapter operate this inverter only in two-level mode: the SSSC 

controller implemented in the first part is taken from [34], in which the inverter considered was a 

two-level device. Then, the second part of this chapter considers the extension of this SSSC 

controller [34] to exploit the full three-level capability of the inverter model developed in Chapter 

Two. The first part of this chapter also focuses on further demonstrating the correctness of the 

inverter model and of the SSSC controls developed for it, presenting simulation results to 

benchmark the performance of the SSSC model developed here against the results presented in 

[34]. 

. \,. 
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3.2 The 24-Pulse Two-Level Inverter Based SSSC

3.2.1 Introduction

61.

As mentioned in Chapter One, an SSSC is a voltage source inverter that injects a near-sinusoidal

voltage, of variable and controllable magnitude in series with the transmission line. This

injected voltage emulates either an inductive or capacitive reactance in series with the

transmission line; by controlling the size of this emulated reactance, the SSSC is then able to

influence the electric power flow in the line.

An SSSC can be operated in different modes, depending on whether or not the device is

stand-alone or part of a UPFC (STATCOM and SSSC combined). In [34], Sen developed a

mathematical model of a stand-alone, 24-pulse, two-level-inverter based SSSC to investigate the

characteristics of such a device. Because the inverter is a two-level device, the dc-to-ac gain

across the inverter is fixed and the magnitude of the ac output voltage is adjusted by controlling

the inverter's dc voltage. On the other hand, Sen et al. developed an UPFC model in [27] where

the SSSC and STATCOM are based on a 24-pulse three-level inverter. In the latter case, since

the dc voltage between the SSSC and the STATCOM is controlled by the STATCOM's controller,

the ac output voltage of the SSSC is varied by varying the dead angle y, and therefore the gain

across the three-level inverter of the SSSc. However, like most of the literature that focuses on

SSSC, references [27] and [34] have not included the actual inverter power electronics when

developing the simulation models. References [55,58,59,60,61], on the other hand, have

described an SSSC model for PSCADIEMTDC based on a 48-pulse inverter; in this case the

simulation model does include the power electronic switches in the inverter, but the inverter

considered is only a two-level device. Han et al. [42] have also developed a detailed power

electronics model of SSSC, however the model is based on a three-level multi-bridge pulse width

modulation inverter. Subsequently, Han et al. [43] developed a multi-bridge inverter-based

SSSC using a three-level switching scheme, but the main focus of that study was to illustrate the

injection of the compensating voltage directly into the transmission line without coupling

transformers.

This section presents a detailed model of an SSSC that has been developed for the simulation

package PSCADIEMTDC. The SSSC controller used in the model is based on the work in [34],

but extends this work in two ways: the SSSC model presented here is based on a three-level

24-pulse inverter topology taken from [27] (as described in Chapter Two) and can therefore be

used in either of the two control modes (stand-alone SSSC or as part of a UPFC); the SSSC model

presented here represents the actual power electronic devices within the SSSC inverter and their
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low-level switching controls. Although the SSse presented here is based on a three-level

inverter, for the purposes of this first part of the chapter, t~e inverter is operated as a two-level

device (i.e. dead angle y =0°).

3.2.2 The SSSC And Transmission System Layout

Fig. 3.1 shows a single-line, diagrammatic representation of an SSSe in an ac transmission

system similar to that studied in [34]; the system structure and parameters used in this chapter are

the same as those in [34] in order to demonstrate the correctness of the SSSe model presented

here. The transmission system in Fig. 3.1 includes a sending-end voltage source v., and a

receiving-end voltage source Vr separated by some transmission angle, as well as inductive

reactances Xs and Xr.

The SSse itself comprises a voltage-sourced inverter and a coupling transformer that is used to

insert the ac output voltage of the inverter in series with the transmission line. The magnitude

and phase of this inserted ac compensating voltage are determined by the high-level SSSe

controls.

sssc

Xs

BUS] V

~
•

T2=
.~

T1

] ~

Fig.3.]: Diagram of the system used to compare the performance of the SSSC against that

predicted in [34].
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In this chapter, the SSSC consists of a three-level, 24-pulse harmonic neutralized voltage source

inverter VSI, a phase-shifting transformer Tl (magnetic adding circuit), a series voltage-injecting

transformer T2, current and voltage sensors, and a compensation controller. The power circuit,

which consists of the 24-pulse three-level inverter and a magnetic adding circuit are described in

Chapter Two. The following section describes in detail the SSSC control scheme used to vary

the ac output voltage that is series injected into the transmission line.

3.2.3 The SSSC Controller

The three control requirements of an SSSC can be described as follows:

1. Angle Control: The compensating voltage vector Vq, injected in senes with the

transmission line by an SSSC must lag the line current vector I by 90° if the SSSC is

operated in the capacitive mode; Vq must lead I by 90° in the inductive mode of operation.

2. MaQJ1itude Control: The magnitude of the compensating voltage vector must be

proportional to the magnitude of the line current vector,

.tr
-J-

V = kIe 2q

where k is the degree of series compensation.

(3.1)

3. DC Voltage Regulator: The dc voltage on the inverter's storage capacitor (i.e. the

inverter's voltage source) must be regulated to the required value by shifting a small

component of the compensating voltage vector in phase with the line current vector in

order to replenish the losses in the inverter. However, this third requirement only applies

to a stand-alone SSSC, where there is no front-end converter or auxiliary source to supply

the dc side of the inverter.

Fig. 3.2 shows the high-level control block diagram of a stand-alone, two-level inverter-based

SSSC developed by Sen [34], where the magnitude of the ac output voltage from the SSSC is

varied by controlling the magnitude of the inverter's dc capacitor voltage. Given the three

control requirements of an SSSC described above, Fig. 3.2 is dissected into three corresponding

sub-sections, namely, angle control, magnitude control and dc voltage regulator. The output of

this high-level controller then provides the input for the gate pattern logic i.e. the low-level
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controls which determine the firing signals for each turn-off device within the inverter. Each of

the three sub-sections of the high-level SSSC controller is described in detail as follows.

Gate
Pattern
Logic

Phase-Locked

I
I
I
I
I

VI I
I Loop Angle Control I I
I I I

I I
I --------------------~------------

I
I

Magnitude Control:
riT-----~------------------------------,

I V *: V * I
X

* I q I _1_ ABS DC Error 1 I
q I I K ( ) l'fi - II I inv m 1 e I

I I I
---1----- ------,---------- I

I I 0 I
I I
I d- I
I l I
: __ __ __ _ _ _ __ _ __ __ __ • 0 + ci DC Voltage
I I Regulator
I -1t I
I I
I 2 I
I I
I ~ I

e~ I
I

Fig.3.2: Control block diagram ofa stand-alone two-level inverter based SSSC [34].

3.2.3.1 Angle Control Of Injected Voltage

The approach taken in [34] to ensure that Vq is inserted at the correct angle relative to I is to

determine the exact angle ai of the transmission line current vector with respect to a

synchronously rotating coordinate frame; the correct angle By for quadrature of the injected

voltage is then obtained by subtracting 90° from the angle of the current vector, i.e. ay =ai - 90°.

In the case of emulating an inductive reactance, the angle By is calculated by adding 90° to the

angle of the current vector, so that ay =ai + 90°.

Phase Locking of the Injected Voltage Vector Vq
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The synchronously rotating coordinate referred to above is established as follows, where the full

theory is described in [22].

Firstly, the instantaneous phase-to-neutral voltages vla> V lb , and vle at the SSSC bus (bus 1 in Fig.

3.1) are measured and converted to per unit. These instantaneous a, b, and c voltages are

converted to their ds and qs components in a stationary d-q coordinate frame usmg the

transformation matrix [C] defined in [22] viz.:

1
1 1-- --

v jds 2 2 v ja

2 ~ ~
V jqs =- 0 - -- V1b (3.2)3 2 2

0 1 1 1 v je

J2 J2 J2

.. .-
[C]

Such that, in long hand, Vlds and Vlqs can be written in the following expressions:

2 1 1
v =-v --v --v

Ids 3 la 3 lb 3 le

and

(3.3)

(3.4)

Equations (3.3) and (3.4) give the stationary d-q axis components of the instantaneous bus voltaae
I:>

VI in terms of its phase-ta-neutral a-b-c components. Assuming

Via + Vib + Vic == 0

such that

(3.5)
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then Equations (3.3) and (3.4) reduce to

Vids = Via

66.

(3.6)

(3.7)

Equations (3.6) and (3.7) gIve the stationary d-q axIS components of VJ in terms of two

phase-neutral voltage measurements (vJa and vJe) at bus 1.

Next, it is desirable to find the components of VJ in a new d-q coordinate frame which

(i.) rotates at exactly the system frequency (i.e. synchronously rotating) and;

(ii.) is positioned such that there is no (zero) component of the voltage vector VJ along its

q-axis.

The objective of finding such a coordinate frame is likewise twofold: firstly, the line current

vector will always appear stationary in such a frame; secondly, the d-axis component of line

current in such a frame is, by definition, the real (active) component of line current whilst the

q-axis component of the line current in such a frame is, by definition, the reactive component of

line current.

The instantaneous a-b-c values of the transmission line variables are transformed into the d and q

coordinates of this synchronously rotating coordinate frame using the time-varying transformation

matrix [CJ] defined in [22] as

27t 27t

Ivi cos(e) cos(8--) cos(8+-) v1Q3 3

0
2

- since) _ since _ 27t) _ since + 27t)=- V 1b (3.8)
3 3 3

0 1 1 1 v1c

.fi J2 J2

- -
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where the instantaneous angle 8 in matrix [Cl] is defined as

e= tan-)(~)
vds

67.

(3.9)

where Vds and vqs are the instantaneous coordinates of the SSSC bus 1 voltage in the stationary d-q

coordinate frame. In practice, in the SSSC controls, the angle 8 is obtained from the output of a

phase locked loop [22] rather than by using Equations (3.6), (3.7) and (3.9), since Vds is zero twice

per ac cycle, resulting in divide by zero errors twice per cycle. Also, the use of a phase locked

loop to determine 8 allows the controller to ride through temporary faults in the transmission

+qs-axis

+q-axis

~
\

\
\

\
\

\
\

\
\

\

Vds

~Wo
""~

"" d .
V "" + -aXIs

1 """"

+ds-axis
(A-axis)

Fig.3.3: Relationship between the stationary (ds, qs) and synchronous (d,q) coordinate frames in

the SSSC controller [22].
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system. The manner in which the phase locked loop (PLL) determines the correct value of efor

the transformation in Equation (3.8) is explained shortly. However, for the time being, if one

assumes that the PLL can drive e to the correct value, then Fig. 3.3 shows the relationship

between ds-qs and d-q coordinate frames.

In Fig. 3.3 the bus 1 voltage vector VI rotates at the synchronous frequency, Wo, and axes ds, qs

are stationary; the components Vlds and Vlqs therefore vary sinusoidally with time. However, in

the case of the d-q frame, the axes rotate at exactly the same frequency Wo as does vector VI (this

is ensured by action of the phase locked loop as will be explained later.) Hence components Vld

and Vl q are dc or "stationary" variables. From Fig. 3.3 and based on simple trigonometry, the

synchronous frame components vId and vIq of vector VI can be written in terms of its stationary

frame components Vlds and Vlq.\· as:

and

Vld =Vlds cos e+ Vl qs sin e

Vlq =Vlqs cos e- Vlds sin e

(3.10)

(3.11)

If the values of vId and Vl q are obtained from the instantaneous a-b-c variables Via' V lb and V le using

Equation (3.8), and e is obtained from Vlds and Vl qs using Equations (3.6), (3.7) and (3.9), then the

transformation matrix [Cl] ensures that the d axis of the synchronous coordinate frame lies

directly along the voltage vector VI, so that VI has no q-axis component in the synchronously

rotating d-q coordinate frame. This observation is used to position the d-q axes using a phase

locked loop within the SSse controls as explained in the following sub-section.

The Phase Locked Loop (PLL)

Equations (3.10) and (3.11) have shown how Vld and Vlq can be obtained from Vlds and Vlqs if the

correct transformation angle e is known at every instant. In practice [22], the angle e in the

SSSe controls is obtained from the output of a phase locked loop. If the angle e output by this

PLL is incorrect, then the components vId and vIq of vector VI in the synchronous coordinate

frame will also be incorrect; in particular the component Vl q will not be zero. Fig. 3.4 illustrates

how this observation is used to synchronize the phase locked loop to ensure the correct value of e
is maintained. In the diagram, the correct value of the transformation angle (by definition the

instantaneous angle between the +ds-axis and the vector VI) is labelled e* whereas the actual

angle output by the PLL is assumed to be some incorrect value e. By using this PLL angle the d

and q-axes are incorrectly located, with the error in their angular position being given by eE =e* -
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8. Fig. 3.4 shows that this error in the positioning of the d- and q-axes results in a non-zero

component of VIq = IVII sin 8E• Therefore, instead of measuring the angle error 8E itself and using

it as the error input to a PLL to advance 8, this error 8E is detected by vq- For small values of

error angle 8E, sin 8E is approximately equal to 8E and hence

(3.12)

Equation (3.12) shows that the non-zero value of vIq obtained is a direct measurement of the error

8
E

in the angle 8 that was used to calculate VId and VIq in the first place (with a scale factor of IVII

between vIq and 8
E
). Fig. 3.4 shows the situation for a positive error 8E but it can just as easily be

seen diagrammatically that Equation (3.12) holds for negative errors in 8 where d-axis is ahead of

vector VI.

+qs-axis

+q-axis

~
'\

\
\

\
\

\
\ .......

L
p

\
\

\
\

\.

e

+ds-axis
(A-axis)

Fig.3.4: Example illustrating the d-axis not correctly aligned with the vector VI.

In summary, if d-axis is ahead of vector VI (i.e. the correct angle 8* is smaller than the actual

angle 8), 8E is negative and VIq is negative; hence the PLL(error) is negative. The PLL(error) then

drives the output of the PLL (i.e. 8 itself) lower until 8 is correct and eE and VIq become zero. On

the other hand, if d-axis is behind vector VI (i.e. the correct angle e* is larger than the actual angle
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e, like the example shown above), et is positive and Vlq is positive; hence the PLL(error) is positive.

The PLL(error) then drives the PLL output angle e higher until e is correct and et and vlq become

zero.

Thus, with any "assumed" starting value for angle e and a phase locked loop driven by whatever

component of Vlq arises, the angle e at the output of the PLL will be driven to the correct value to

hold Vl q = 0 and hence the d-axis synchronous with, and aligned along vector VI.

Line Current I in the d-q Frame

The Angle Control sub-section of the full SSSC control scheme shown in Fig. 3.2 is now shown in

more detail in Fig. 3.5, based on the equations and explanations described above.

[C)

v =PLLerror

1--9---'6

6

t-----+--~ I I I

6

EJ ib ~I atan() 1_6-"'ir.....(.,xI--~..c

v *q

±1t

2

Fig.3.5: An expanded and detailed diagram ofthe Angle Control sub-section from Fig. 3.2.

With the correct value of e obtained from the above-mentioned phase locked loop, this angle and

the same set of transforms is used to calculate the magnitude and the angle of the transmission
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line current vector I in the synchronous d-q frame using the instantaneous measurements of ia and

i c such that

(3.13)

. 1. 2.
1 =--l --I
qs J3 a J3 C

and

id = ids cos a+ iqs sin a

iq=iqs cos a- ids sin a

From id and iq, the magnitude of the transmission line current vector can be calculated:

(3.14)

(3.15)

(3.16)

(3.17)

The angle air of this current vector relative to the synchronously rotating coordinate frame is then

calculated as:

(3.18)

and subsequently the actual angle ai of the line current vector in stationary coordinates, measured

from the position of a space vector that lies along the phase a axis at time t =0:

(3.19)

Now the required angle ay of a voltage vector to be injected in series with the line is obtained such

that this voltage vector will be exactly 90° ahead of or behind the line current vector, i.e.

(3.20)

If 90° is subtracted from ai, the required angle ay of a voltage vector will be 90° behind the line

current vector, i.e.
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which essentially means that the SSSC is emulating a capacitive reactance. Alternatively, if an

inductive reactive voltage drop is desired, then 90° is added to 8i , i.e.

where the positive or the negative sign is decided by which mode (capacitive or inductive) the

SSSC is required to operate in.

3.2.3.2 Amplitude Of The Compensating Voltage

The second requirement of the SSSC controller is such that the amplitude of the ac compensating

voltage Vq* required from the SSSC's inverter is determined by multiplying the magnitude of the

line current vector I (as determined in the previous section) by the compensating reactance

demand Xq* in per unit, i.e.

Vq*=I I I x Xq* (3.23)

The sub-section of the full SSSC controller responsible for calculating the required magnitude of

Vq* is shown in the original control block diagram in Fig. 3.2. The required sign of Vq* is

determined from the sign of the compensating reactance demand, i.e. at the input to the SSSC

controls, Xq* is positive if the SSSC is to emulate a capacitive reactance and negative if the SSSC

is to emulate an inductive reactance.

3.2.3.3 Inverter DC Voltage Regulator

The SSSC controller considered in this chapter assumes a fixed dc-to-ac gain across the inverter,

so the demanded value of ac voltage Vq* in turn determines (after accounting for the inverter's

constant dc-to-ac gain Kinv) the demanded inverter dc voltage Vdc* sent to the input of the voltage

regulator. Even if the demanded value of the ac compensating voltage Vq* did not change over

time, due to the losses within the inverter and the transformers, the inverter dc voltage would

gradually discharge if no energy were drawn from the transmission system, so a voltage regulator

would still be required to main Vdc .
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In order to charge and discharge the inverter dc capacitor as necessary, the voltage regulator must

enable active energy (either positive or negative) to be exchanged with the transmission line.

The regulator does this by moving the phase of the injected voltage Vq slightly away from perfect

quadrature with the line current so that there is a small component of Vq in phase with I, and

hence a small component of active power at the interface between the SSSC and the transmission

line.

An expanded and detailed diagram of the DC Voltage Regulator sub-section of the SSSC

controller in Fig. 3.2 is now shown in Fig. 3.6. In Fig. 3.6 the demanded value Vdc * is compared

to the actual dc voltage Vdc and the error is used to drive a PI controller. The output ~. from this

PI controller determines the angular phase offset applied to the injected ac voltage vq (away from

quadrature). However the sign of the angle ~ required to generate the required active power at

the ac terminals of the SSSC depends on the mode of operation (capacitive or inductive) of the

SSSC (the reason for this is explained shortly). Thus the sign of ~. is altered according to the

sign of Xq * (which is positive for capacitive mode and negative for inductive mode) in order to

yield the correct final phase offset~. This phase offset ~ is added to 8v (the angle of vq required

for exact quadrature) to form the required angle 82 of the ac voltages at the output of the SSSC.

V *--r---.:a~q
_l_ ABS Vnc* E _1_
Kinv () +.

S

t
V nc

Fig.3.6: An Expanded and Detailed Diagram ofDC Voltage Regulator sub-section from Fig. 3.2.
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The reason that the sign of ~. has to be changed from capacitive to inductive mode of SSSe

operation can be explained as follows. Recall that in the control block diagram of Fig. 3.6 the

final phase offset ~ is always added to the phase 8v of vq . Now consider the situation where the

inverter dc voltage is too low (positive error E) such that a positive component of the active power

is required at the ac terminals of the SSSc. Fig. 3.7 illustrates that in capacitive mode of

operation a positive value of ~ would need to be added to the quadrature phase angle of vq

whereas in inductive mode a positive value of ~ would need to be subtracted from the quadrature

phase angle of vq• Hence, for the same positive error E in the dc voltage of the SSse and hence a

positive ~. at the output of the regulator, the actual value of required phase offset ~ to be added to

the phase of vq is positive for capacitive mode and negative for inductive mode. It can be shown

that this correction of the phase offset to be added to the angle of vq also holds for negative values

of voltage regulator error E. This concludes the description of the dc voltage regulator and the

overall high-level SSSe control.

(a)

+
~

I
*I
I
I
1~+90o-~*

~1----l\'---__-... I ~ ffiJ

(b)

........----------1. I

Fig.3.7: Desired position ofSSSC's vector Vq to create positive active power at the ac

terminals: (a) inductive mode;(b) capacitive mode.
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3.3 Two-Level SSSC Simulation Model In PSCADIEMTDC

75.

A detailed simulation model of the two-level-inverter based SSSC described in the previous

section has been developed in the simulation package PSCADIEMTDC. This SSSC simulation

model comprises four main sub-modules:

(i.) the series compensated transmission line and the coupling transformers that are used to

inject the ac compensating voltages from the SSSC onto the line;

(ii.) the 24-pulse three-level inverter together with phase-shifting and adding transformers

developed in Chapter Two (in this particular SSSC implementation the inverter is

operated as a two-level device with y fixed at 0°);

(iii.) the high-level SSSC controls described in the previous section.

(iv.) the low-level inverter firing controls situated between the output of the high-level SSSC

controls and the inverter itself.

Although the high-level SSSC controller in this model is based on that in [34], the SSSC model

here is more detailed than those in [27,34] since all the inverter's power electronics and firing

controls are represented as well as the phase shifting and adding transformers actually present in a

multi-pulse inverter arrangement. This PSCAD/EMTDC model has been used to simulate the

dynamic performance of the SSSC in the same study system that was considered in reference [34].

The predictions of the PSCAD/EMTDC model are then directly compared to those of the EMTP

model used by Sen in [34] (the details of Sen's EMTP code was provided as an appendix in [34]

and this code has been used to reproduce Sen's results in the EMTP program). The parameters

for the transmission line system, transformers, inverter dc-to-ae gain and de link voltages, PI

controller gains etc. are taken from [34] and listed in Appendix B.1. The full details of the SSSC

simulation model with all its components in PSCADIEMTDC are shown in Appendix B.2.

The following section compares some of the SSSC time domain results produced by the

PSCAD/EMTDC model developed in this thesis with the results from the EMTP model in [34].

3.4 Two-Level SSSC Benchmark Results
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The PSCADIEMTDC simulation model of the SSSC described above has been used to recreate

the results presented in [34]. The left hand side of Fig. 3.8 shows the dynamic response of the

SSSC to changes in commanded compensating reactance Xq * as simulated using the EMTP model

of Sen [34], whereas the right hand side of Fig. 3.8 shows the simulated results of the SSSC to the

same changes in Xq* using the detailed PSCADIEMTDC model presented in this chapter. In

each case the sending and receiving end voltages in the transmission line are kept at constant

magnitude and the transmission angle (phase between Vs and Vr) remains fixed. The SSSC is

then used to alter the magnitude of the line current (and hence the active and reactive power

transfer down the line) by changing the commanded compensating reactance (both the size and

nature - inductive or capacitive - of Xq *).

At time t = 0 in Fig. 3.8, Xq* = 0 and the inverter injects zero volts into the line, with its dc

capacitor voltage, VDC, likewise zero; the transmission line is thus operating with no series

reactive compensation. At t = 50ms, the desired reactance Xq* is stepped up to 0.15 pu inductive

(i.e. Xq* = -0.15). Immediately, the line current ia and both the active (Pq) and reactive (Qq)

powers at the receiving end decrease because of the increased net reactance between the sending

and receiving ends of the transmission line. The inverter output voltage, e2a. of phase a leads the

line current, ia, by almost 90°, and therefore mimics the desired inductive characteristic. When

Xq* is increased to 0.3 pu inductive at t = 175ms, the magnitudes of inverter dc voltage and ac

injected voltage increase accordingly. However, the magnitude of the line current, ia, and the

receiving end powers Pq and Qq decrease even more due to the further increase in net inductive

reactance of the line.

At t = 300 ms, the commanded reactance Xq* is step-changed to 0.1 pu capacitive (i.e. Xq* = +0.1).

The net reactance of the line is now lower than its uncompensated value and therefore the line

current, active power and reactive power increase; the inverter output voltage, e2a, of phase a now

lags the line current, ia, by almost 90°. Both the dc voltage and the injected ac voltage

magnitudes decrease with the reduced magnitude of Xq*. When Xq* is increased to 0.15 pu

capacitive at t = 450ms, the inverter dc voltage, the injected ac voltage, line current and the power

flow in the transmission line all increase in magnitude due to this higher degree of compensation.

Fig. 3.9 shows the current ia and the inverter output voltage e2a from time t = 250ms to t = 350ms.

During this time period (specifically at time t =300ms) the commanded reactance is changed from

inductive to capacitive. Fig. 3.9 shows the rapid change in the phase of the compensating

voltage e2a relative to the line current ia: when the commanded reactance is inductive, the inverter
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Fig.3.8: Pelformance ofan SSSC with a 24-Pulse Two-Level Inverter Operating in Inductive and

Capacitive Modes, as modelled in EMTP [34Jand PSCAD/EMTDC: (a) Xq *; (h) ia; (c) VDC;

(d) e2a'



Chapter 3: THE 24-PULSE INVERTER BASED SSSC
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Fig.3.8 (continued): Performance ofan SSSC with a 24-Pulse Two-Level Inverter Operating in

Inductive and Capacitive Modes, as modelled in EMTP [34] and PSCADIEMTDC: (e) Pq; if) Qq.

output voltage, e2a, of phase a leads the line current, ia, by almost 90°. On the other hand, when

the commanded reactance is capacitive, the inverter output voltage, e2a, of phase a lags the line

current, ia, by almost 90°. This illustrates the correctness of the control scheme where it is able

to differentiate between the capacitive and the inductive reactance demand, thus subtract or add

90° to the current vector and therefore output the correct phase.

A close comparison between the results in Fig. 3.8 has shown that the response predicted by Sen's

EMTP model in [34] and that predicted by the detailed PSCADIEMTDC model of this thesis are

virtually identical, thus confirming the correctness of the latter model. Fig. 3.10 illustrates this

close agreement for one particular system variable: the transmission line current ia predicted by

each of the models is plotted on the same axes in Fig. 3.10 for comparison.
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3.5 The 24-Pulse Three-Level Inverter Based SSSC

3.5.1 Introduction

80.

As previously mentioned, an SSSC can be operated either as a stand-alone device or as part of a

UPFC where the SSSC is combined with a STATCOM. Since the SSSC has no control over the

dc link capacitor voltage when operated as a part of the UPFC, a different type of control needs to

be implemented in order for the SSSC to supply the required variable ac output voltage and

function satisfactorily. In addition to a different high-level controller, a three-level inverter is

required in order to achieve this mode of operation. As Chapter Two explained, by varying the

width of each turn-off device's on-pulse, a three-level inverter's dc-to-ac gain is changed and

therefore the output ac voltage amplitude can be controlled independently of the inverter dc

voltage.

Among the papers that have considered variable dc to ac gain converters and modelled the actual

power electronics, some have considered their application to the advanced static VAR

compensator (ASVC) or STATCOM [23,24,25], and some have considered their application to the

SSSC, but along with the method of pulse width modulation [42,43]. Reference [27] by Sen et

al., however, did model a 24-pulse three-level inverter-based SSSC as a part of an UPFC, but did

not represent the actual power electronic switches and the associated low-level switching control

scheme in the simulation model. In addition, although the SSSC model in [27] is for a

three-level inverter, it needs to be adapted to allow operation of the SSSC as a stand alone

three-level device since when an SSSC is part of a UPFC (as in [27]) it is not required to maintain

its own dc voltage - rather, this is done by STATCOM.

This section of the chapter now presents an adaptation of the three-level SSSC model described in

[27] and the two-level SSSC model described in [34] to develop a control scheme for a stand

alone three-level SSSC that can operate with a fixed dc voltage, thus exploiting the full flexibility

of a three-level inverter. Such a control scheme could be of use when operating just the SSSC

module of a full UPFC on its own which is sometimes the case [15,53], although it would also be

possible to operate such an SSSC by reverting to the two-level controls described in the first part

of the chapter. However, as described later in the thesis, the flexibility of the three-level stand

alone SSSC can be exploited for supplementary damping control applications whereas the

two-level SSSC is not as suited to such applications.

When simulating and testing the three-level stand alone SSSC in the remainder of this chapter, the

layout of the SSSC and the transmission system remains the same as that shown in Fig. 3.1. The
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system structure and parameters, with the exception of some aspects of the SSSC high-level

controller are the same as those in [34] in order to demonstrate the correctness of the SSSC model

later in the chapter. The following section describes the modified control scheme for the

three-level stand alone SSSC used to vary the inverter's ac output voltages to meet the

commanded compensating reactance by adjusting the dead angle, y.

3.5.2 Stand-Alone Three-Level SSSC Controller

I
I
I

Phase-Locked :
I Loop Angle Control :

I : : IL--------- ~ J )

I I

I 1

1
1r-----------,------------------------,
1 I

I 1 I
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Fig.3.ll: Control block diagram ofa stand-alone three-level inverter-based SSSc.

Fig. 3.11 shows the high-level control block diagram of the stand-alone three-level inverter-based

SSSC developed for this thesis, where the ac output voltage from the SSSC is varied by

controlling the inverter's dc-to-ac gain. The diagram is once again broken down into three

sub-sections according to the three control requirements of the SSSC. The synchronization of

the SSSC to the bus 1 voltage and the calculation of the desired angle By of the injected voltages

for exact quadrature (the section labelled Angle Control in Fig. 3.11) is the same as in the
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two-level SSSC controller in section 3.2. However, the subsections of the controller responsible

for magnitude control and dc voltage regulation are now modified from those in the two-level

SSSC controller, as explained shortly. As in the two-level SSSC controller, the final output of

the high-level controls is the angle sent to the inverter's low-level firing controls, which determine

the firing signals for each turn-off device within the inverter. The specific implementations of

the magnitude control and dc voltage regulator in the stand-alone three-level SSSC are now

explained in more detail.

3.5.2.1 Magnitude Of The Desired DC Voltage

The first important change to the dc voltage regulator from the two-level SSSC in section 3.2 is

the input to the voltage regulator: in the three-level, stand-alone SSSC the desired value of the dc

voltage is set by the reference input Vdc * which is no longer a function of the desired ac

compensating voltage Vq*. The value of this reference input is determined by the operator and

can be adjusted from time to time to suit the operating conditions in the transmission system.

Despite this change in the way its input is determined, the operation of the regulator itself remains

the same: any error between Vde * and Vdc is passed through the error amplifier (PI controller) to

determine the offset angle ~ to be added or subtracted from the angle of the injected voltages as

needed to charge or discharge Vdc under capacitive or inductive mode.

Although the reference value of the inverter dc voltage in this three-level stand-alone SSSC is

now decoupled from the commanded value of ac compensating voltage Vq* in the controller, its

value cannot be chosen completely independently of Vq *. Recall that for a given dc voltage there

is a maximum ac output voltage in a three-level inverter. The magnitude of the ac compensating

voltage Vq* required at the output of the inverter will vary depending on the range of desired

magnitude of reactance Xq* and the magnitude of the current I flowing in the transmission line.

Therefore for a given value of Xq* the dc voltage needs to be sufficient to supply the required Vq*
at the largest value of line current envisaged. In practice, there is a maximum rating of Vdc

(based on the two physical dc capacitors used in the inverter) and of Vq * (based on the rating of

the injecting transformers). Therefore, there would be a maximum value of Vdc that the

controller can ask for based on the actual ratings of the equipment used in practice (for both types

of stand-alone SSSC: two-level and three-level.)

Recall also (as discussed in Chapter Two) that at low values of ac compensating voltage (relative

to the dc voltage), the dead angle 'Y is closer to 90° and the amplitudes of harmonics increase.

Hence as ac conditions in the line change, the value of Vdc* may have to be increased in order to
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accommodate larger commanded values of Vq * or decreased to improve the harmonic

performance at lower commanded values of Vq *. Once Vdc * is so set, Vq * can then vary

independently of the inverter dc voltage provided the angle y remains in the range 0° ~ y::; 90°.

In the stand-alone three-level SSSC, it is therefore crucial that the operator has some idea about

the desired range of compensating reactance and the transmission line current in order to

appropriately select the necessary magnitude of dc capacitor voltage within the inverter.

3.5.2.2 Magnitude Control

With respect to the desired ac compensating voltage Vq *, the control objectives in the three-level

SSSC are the same as in the two-level SSSC described in section 3.2, and hence Vq * is calculated

in the same way i.e. I Vq *1 = I I I x Xq *. However, now that the magnitude of the SSSC output

voltage is varied using the dead-angle of the inverter, an extra stage in the magnitude controls is

required to determined the correct value of y based on the desired value of Vq* and the actual

value of the inverter's dc voltage (as determined by the set point Vdc *).

The relationship between the magnitude of the compensating voltage vector and the dead angle, y,

for a 24-pulse three-level inverter is defined [27] as

Vq = ~ V DC COs(~)COS 'Y
7t 24

(3.24)

Since the desired output is the dead angle, by changing the subject of the formula, Equation (3.24)

becomes

'Y = COS-I (3.25)

Therefore, depending on the desired inverter ac voltage output (i.e. the commanded value of V
q

*)

and the actual value of Vdc , the controller will determine the correct value of y based on Equation

(3.25). This calculation of y from Vq * and Vdc using Equation (3.25) is shown as the Dead Ano-le
o

Calculator block in Fig. 3.11, although the value of Vdc used in the calculation is not shown

explicitly in Fig. 3.11.
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In the two-level SSSC controller described in section 3.2, the final angle sent to the low-level

firing controls is 8v + ~ = 82• This angle 82 is the phase angle of the system-frequency ac

voltages that will appear at the output of the inverter; this phase angle 82 of the system-frequency

ac voltages is also an output of the stand-alone three-level SSSC as shown in Fig. 3.11. However,

in the three-level SSSC the required dead angle y for the inverter is an additional output to the

low-level firing controls. (In the SSSC controls of section 3.2, y is not an output of the SSSC

controller since the SSSC controls are intended for a two-level inverter in which there is no

capability for dead angle control.)

Dead-Angle Calculator
r----------------------------------,
I I

Vq'*cos(~)~1 ~ I ~ + lacosOI i ~y
I IL ~ __ J

Fig. 3. 12: An Expanded and Detailed Diagram ofDead Angle Calculator sub-block from Fig.

3.11.

3.6 Benchmark Results For The Stand-alone Three-Level SSSC In
PSCADIEMTDC

A detailed simulation model of the stand-alone three-level SSSC has been developed in the

simulation package PSCADIEMTDC, including the detailed model of the three-level inverter

itself that was described in Chapter Two.

In this section, in order to ensure the correctness of the PSCADIEMTDC model, the performance

of the stand-alone three-level SSSC for dynamic changes in Xq* is benchmarked against the

performance of the two-level SSSC in EMTP for the same changes in Xq*, where the same system

and Xq* values are used as those considered in section 3.2. The dc capacitor voltage is chosen to

be 60kV for this particular study, which is sufficient for the maximum compensating voltage

required when the size of the capacitive reactance Xq* is 0.15 pu (the maximum value of Xq*
considered in this study).
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The left hand side of Fig. 3.13 shows the dynamic response of the two-level SSSC to changes in

commanded compensating reactance Xq * as simulated using the EMTP model of Sen [34],

whereas the right hand side of Fig. 3.13 shows the simulated results of the stand-alone three-level

SSSC to the same changes in Xq* using the detailed PSCADIEMTDC model presented in this

chapter. As in section 3.2, in each case the sending and receiving end voltages in the

transmission line are kept at constant magnitude and the transmission angle (phase between V,· and

Vr ) remains fixed. The SSSC is then used to alter the magnitude of the line current by changing

both the size and nature of the commanded compensating reactance.

At time t = 0 in Fig. 3.13, Xq* = 0 and the inverter injects zero volts into the line, with its dc

capacitor voltage, VDC, likewise zero in the case of the two-level SSSC considered by Sen

(left-hand side of Fig. 3.13(c)). On the other hand, the dc voltage is set at 60kV (0.53 pu) for the

y-controlled SSSC shown on the right-hand side of Fig. 3.13(c) throughout the entire analysis.

Because of this non-zero dc voltage, the dead angle y is adjusted to 90° (i.e. zero on-pulse for the

turn-off devices in the inverter), in order to achieve zero ac output voltage in the case of the

y-controlled SSSC when Xq* = O. The transmission line is thus initially operating with no series

reactive compensation in the case of both SSSC models in Fig. 3.13. (Fig. 3.14 shows the value

of y in the three-level SSSC at each stage during the transient response shown in Fig. 3.13.)

At t = 50ms, the desired reactance Xq* is stepped up to 0.15 pu inductive (i.e. Xq* = -0.15).

Immediately, the line current ia and both the active (Pq) and reactive (Qq) powers at the receiving

end decrease because of the increase in net reactance between the sending and receiving ends of

the transmission line. The inverter output voltage, eza , of phase a leads the line current, ia> by

almost 90°, and therefore mimics the desired inductive characteristic. When Xq* is increased to

0.3 pu inductive at t = 175ms, the magnitudes of inverter dc voltage and ac injected voltage

increase accordingly in the case of the two-level SSSC. For the three-level SSSC, y decreases

from 65.2° to approximately 48.5° thus increasing the width of the on-pulse of each turn-off

device and therefore increasing the fundamental magnitude of the compensating voltage.

At t = 300 ms, the commanded reactance Xq* is step-changed to 0.1 pu capacitive (i.e. Xq* = +0.1).

Due to this step change from a negative to a positive value, Xq* momentarily passes through zero

which results in y shooting up to almost 90° then settling to approximately 59°. The net

reactance of the line is now lower than its uncompensated value and therefore the line current,

active power and reactive power increase; the inverter output voltage, eZa> of phase a now lags the

line current, ia> by almost 90°. The injected ac voltage magnitude decreases with the reduced

magnitude of Xq*. When Xq* is increased to 0.15 pu capacitive at t =450ms, the injected ac
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Fig. 3. J5: The line current, ia: two-level SSSC in EMTP [34J vs. three-level SSSC in

PSCADIEMTDC.

voltage, line current and the power flow in the transmission line all increase in magnitude due to

this higher degree of compensation.

In the simulation results shown in Fig. 3.13, both forms of compensator (three-level and two-level

SSSC) are commanded to provide the same dynamically-varying compensating reactance to the

~ame transmission system. Thus, despite the differences in internal control approach in the two

SSSCs, the ac performance in the line should be the same in each case. One transmission

variable, the line current ia, is chosen to demonstrate this. Fig. 3.15 shows this same variable

from the three-level SSSC case and the two-level SSSC case plotted on the same axes. Fig. 3.15

confirms that the steady state and dynamic performance of the ac line variables is virtually

identical as the two forms of SSSC compensation are used to vary the effective reactance of the

line.
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Recall that in the case of the two-level SSSC, there is no change in the dead angle of the inverter,

so the variable magnitude of ac compensating voltage is achieved by varying the dc voltage of the

inverter. However, in the case of the three-level SSSC, the inverter dc voltage Vdc is fixed at

60kV (0.53 pu) and the dead angle y is varied to change the magnitude of the ac compensating

voltages. This section has thus confirmed that despite this difference in control approach, the

three-level stand-alone SSSC developed in this chapter is able to provide the same dynamic

variation of compensating reactance Xq as the stand-alone two-level SSSC of Sen, but with a fixed

de voltage.

3.7 The Effect Of Small Changes In Inverter DC Voltage On The
Performance Of The Three-Level SSSC

3.7.1 Introduction

The previous section demonstrated the method of varying the ac output compensating voltage in

the three-level SSSC without changing its dc capacitor voltage. When this type of SSSC is

operated as a stand-alone device, the output compensating voltage is essentially controlled by

varying the angle y, and the dc capacitor voltage is regulated to stay at some desired value. As

discussed previously, in practice, it may be necessary to adjust the set point of Vdc by means of the

input Vdc * to suit different transmission line conditions. When such adjustments are made, the

compensating voltages injected into the transmission line must temporarily move away from

near-quadrature with the line currents in order to allow the exchange of active power with the line

needed to charge or discharge the inverter's de capacitor as required. However, during such

changes to the set point on the dc side of the SSSC there should be minimum disruption to the ae

compensation of the line.

This section therefore now considers only the three-level SSSC but examines the effect on the

transmission line when compensation is kept fixed (i.e. fixed Xq *) but changes are made in the set

point of the dc voltage regulator.

3.7.2 Time Domain Response Following Step Changes In Vdc* (Xq* =0.15 pu) •

First Case Study: Values Of y Out Of Range
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The aim of this study is to show the time domain response from the dead angle calculator of the

SSSC when the set point of the inverter's dc capacitor voltage is stepped down to a value that is

too low to be able to support the ac voltage magnitude Vq associated with the required reactance

(i.e. Xq*) demand. In practice, set point changes are unlikely to be made in a step fashion but

rather by gradual ramping of the input from one set point to another. However, step changes are

used in this study to observe the worst-case transient response. This study once again considers

the three-level SSSC in the same transmission system considered by Sen in [34].

Fig. 3.16 shows the response of the three-level SSSC to such step changes; three system

variables are shown, namely the desired dc voltage Vdc *, the actual measured dc voltage Vdc and

the inverter dead angle y. At time t =0 ms, the required compensating reactance Xq* is 0.15 pu

capacitive (i.e. Xq* =+0.15pu), the dc voltage is set at 60kV (0.53 pu) and y is controlled to stay at

23.5° by the dead angle calculator. At t =50ms, the desired dc voltage Vdc* is stepped down to

48kV (0.426 pu) i.e. a 20% decrease from the original dc value of 60kY. The voltage regulator

rapidly reduces Vdc to try and meet the new commanded value, and in order to maintain the

required magnitude of ac compensating voltage at this reduced value of inverter dc voltage, the

dead angle calculator reduces the value of y. However, because the magnitude of ac

compensating voltage Vq required is greater than can be supported by the inverter at this new

value of Vdc, the angle y reaches the lowest possible value (y = 0°) at which time the angle y and

inverter dc voltage enter a limit cycle. An expanded view of y from 50ms to 150ms is shown in

Fig. 3.16 (d) where the dead angle calculator within the controller outputs undefined values of y

(i.e. the value within the arc-cosine in Equation (3.25) is larger than 1). The actual dc voltage is

also affected as a result of such fluctuation as shown in Fig. 3.16 (b).

From t = 150ms to t = 250ms, Vdc * is stepped back from an invalid operating point (where the

system was in a limit cycle) to the original valid operating point where the system was originally

at steady state i.e. Vdc * =60kY. Despite the fact that the system was in a limit cycle, when it is

stepped back to a valid Vdc * it does recover (even after y momentarily goes into the limit

immediately after this step change of Vdc *), although the system does take a long time to settle to

a steady value of y. When Vdc is stepped up further to 72kV (0.639 pu) at t = 250 ms, i.e. a 20%

increase from the initial dc value, the dead angle calculator increases the value of y to 39S to

maintain the required Vq *. This shows that this particular increased dc voltage level also lies

within the range of the dead angle calculator.

This study has shown that in the three-level SSSC, when the dc capacitor voltage set point value

determined by the voltage regulator is not large enough, the output from the dead angle calculator
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may be briefly undefined during a transient or, in a worse case scenario, the inverter de voltage

may not even be sufficient to supply the required ac compensating voltage during steady state. It

is therefore essential for the operator to adjust the desired dc voltage to a suitable level to ensure

acceptable operation of the three-level sssc. The study has also shown that the system

recovers satisfactorily by increasing the dc voltage after the dead angle 'Yenters a limit cycle for

this particular case study. It is also noted that the actual dc voltage is properly regulated to

follow closely the desired dc voltage, except during the limit cycle.

The next subsection considers the performance of the three-level SSSC and the response of the

transmission system with the same required compensating reactance of Xq * =0.15pu capacitive,

but with the desired dc voltage magnitudes Vdc * increased with respect to the ones chosen in this

particular study to avoid the problem of limit cycle.

3.7.3 Time Domain Response Following Step Changes In Vdc* (Xq* = 0.15 pu) 

Second Case Study: Values Of y Within Range

This subsection once again considers the time domain response of the SSSC and the transmission

line when subjected to deliberate changes in the desired dc voltage Vdc *. The changes in Vdc * are

of the same percentage magnitude as in the previous section, but the initial magnitude of the dc

voltage, and each subsequent magnitude of Vdc , is increased by 18kY. (This overall increase in

Vdc of 30% is done to ensure that the dc voltage values all lie within the dead angle calculator

limits throughout the transient investigation.) Fig. 3.17 shows the response of the three-level

SSSC and the transmission system following these changes in the amplitude of the inverter dc

voltage.

As in the previous section, when time t =0 ms, in Fig. 3.17, the required compensating reactance

Xq* is 0.15 pu capacitive (i.e. Xq* = +0.15pu), but now the dc voltage is set at 78kV (0.692 pu)

and 'Y is controlled to stay at 44.2° by the dead angle calculator. At t = 50ms, the desired dc

voltage Vdc* is stepped down to 66kV (0.586 pu). The dead angle 'Y decreases and settles to

around 33° to maintain the required fundamental magnitude of the ac compensating voltage Vq*
injected into the line. This decrease in 'Y corresponds to an increase in the width of the on-pulse

of each turn-off device, which causes a change in the shape of the ac compensating voltage

waveform, e2a' The decrease in Vdc*, on the other hand, decreases the peak amplitude of the ac

compensating voltage waveform, e2a, as shown in Fig. 3.17(d). However, the combination of

reduced peak and increased width of on-pulse of the ac waveform ensures that its fundamental

magnitude remains constant at steady state as required. The line current ia and both the active
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(Pq) and reactive (Qq) powers are almost unchanged despite some small fluctuations immediately

after the step change in Vdc*. This confirms that the required steady-state compensation

provided by the three-level SSSC is unaffected by the change in the value of Vdc ' At t = 150ms,

Vdc * is stepped back up to 78kV and y returns to 44.2° in steady state.

When Vdc* is stepped up further to 90kV (O.798pu) at t = 250ms, y increases to 51.7°. This

increase in the desired dc voltage increases the peak amplitude of the ac compensating voltage e2a'
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Fig.3.l7: Time domain response of the three-level SSSC and the transmission system following

step changes in Vdc*: (a) Vdc *; (b) Vdc; (c) r
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The resulting increase in y means a decrease in the width of the on-pulse of each turn-off device,

and therefore a change in the shape of e2a as shown in Fig. 3.17(d). The line current ia and both

the active (Pq) and reactive (Qq) powers still remain unchanged during steady state, confirming

once again that the steady-state compensation is unaffected by the change in Vdc .

It is noted that during each change of Vdc *, there are transient periods before variables settle to

their steady state values. As previously explained, this is due to the exchange of active power at

the interface between the SSSC and the transmission line, in order to charge or discharge the

inverter dc capacitor to the new desired voltage levels. However, during steady state these

changes in the dc voltage do not change the variables on the ac side of the SSSC i.e. the ac

characteristics of the transmission line remain unaffected by Vdc, provided that the chosen set

point Vdc * is within the range of dead angle calculator. Therefore, within limit, the dc voltage

may be controlled to vary the dead angle yand therefore adjust the total harmonic distortion (THD)

to appropriate levels. The topic of varying dc voltage in regards to THD is to be investigated in

the next section.

3.8 The Effect Of Small Changes In Inverter DC Voltage On The Total
Harmonic Distortion (THD) Of The Three-Level SSSC

3.8.1 Introduction

The prevIOUS section has demonstrated that with a decrease in dc capacitor voltage in the

three-level SSSC, y decreases accordingly. In Chapter Two, under Section 2.5 describing the

performance of a 24-pulse three-level inverter, it was shown that the THD of the ac output

waveform remains below 10% for values of y between 0° and 60°. Although the 24-pulse

three-level inverter offers this considerably low THD for a wide range of y values, depending on

the amplitudes of the required line reactance Xq* and the transmission line current, y may be

forced into the region above 60°. It is then desirable to lower Vdc * to bring down the value of y,

and hence the THD.

3.8.2 Time Domain Response Following Step Changes In Vdc * (Xq*=0.9 pu)

This subsection now once again considers the time domain response of the SSSC to deliberate

step changes in the desired dc voltage Vdc *. However, the focus of this study is to show the
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effect on the total hannonic distortion of manipulating the de voltage with constant required

reactance. Fig. 3.18 shows the response of the three-level SSSC by means of two system

variables, the de voltage Vdc and the dead angle y; the graph ofTHD is plotted in Fig. 3.18 Cc).

For the purpose of referencing, Fig. 3.19 shows the theoretical THD curve and the THD results

from the simulation.
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When t = 0 ms, the de voltage is set at 78kV (0.69 pu) and for the purpose of this study, Xq*
remains fixed at 0.09 pu capacitive i.e. Xq* =+0.09 pu. Under such conditions, the dead angle y

is at 70.08° and the THD is 0.153 pu as shown in Fig. 3.18 (c). When Vdc* is decreased to 66kV

(0.585 pu) at t = lOOms, y decreases to about 66.2° at steady state and therefore the THD

decreases to 0.09 pu (i.e. the THD is less than 10%). At t = 200ms, Vdc* is decreased further

down to 54kV (0.479 pu) i.e. another 12kV drop. The dead angle y reduces to 60.2° during

steady state and the corresponding THD decreases to 0.0625 pu. At t = 300 ms, Vdc * is again

decreased by another 12kV to 42kV (0.372 pu). The dead angle y is now reduced to 50° and

even though the THD now rises to 0.068 pu, it still remains below 10%. These calculated values

of THD during the simulation correspond to the theory as shown in Fig. 3.19.

This study has shown that by intentionally changing the dc voltage, the THD of the ac

compensating voltages in the three-level SSSC may be lowered, thereby allowing a "cleaner"

voltage to be injected into the transmission line. Depending on different transmission line

operating conditions, the dc voltage of the y-controlled SSse may be programmed or manually

changed to adjust the dead angle in order to decrease the amount of harmonics injected on to the

transmission line.



Chapter 3: THE 24-PULSE INVERTER BASED SSSC

3.9 Conclusion

98.

Detailed models of both a two-level and a three-level static synchronous series compensator have

been developed in the simulation package PSCADIEMTDC. In the case of the two-level SSSC

model, the ac output voltage is controlled solely by varying the inverter dc voltage by means of a

voltage regulator in the high-level controller. In the case of the three-level SSSC model, the

output voltage is controlled by varying the dead angle y and the dc voltage is also made adjustable.

In both cases, the inverter's power electronics and associated transformers are represented in

detail using the model described in Chapter Two.

The results from the two-level SSSC model developed in PSCADIEMTDC have been shown to

be virtually identical to those simulated in EMTP by Sen [34], and therefore confirm the

correctness of the more detailed SSSC model developed in PSCADIEMTDC. When this SSSC

was simulated under conditions of constant dc voltage and variable y (and therefore variable

dc-to-ac gain across the inverter), the results showed the ac performance of the compensator to be

almost identical to that of the two-level SSSC simulated in EMTP by Sen [34], and therefore

validate the accuracy of the SSSC model developed in PSCADIEMTDC.

Various studies were conducted to investigate the behaviour of the three-level SSSC when

experiencing changes or disturbances in the dc capacitor voltage. In order to show the effect of

the real limits within the dead angle calculator in the three-level SSSC, the first study

investigated a case where the desired dc voltage of the inverter is lowered to a level where it is

insufficient to support the necessary ac compensating voltage to be injected into the line. It was

shown that the dead angle calculator then outputs undefined values of y. In the second study, the

magnitude of dc voltages used was chosen to lie within the bounds of the dead angle calculator.

It was then shown that, provided the bounds of y are not exceeded, when the magnitude of the

inverter dc voltage is changed, the SSSC controller automatically adjusts the dead angle y to

continue providing the correct emulated reactance at steady state. Also, with each variation in

the de voltage, there is a momentary exchange of active power between the three-level SSSC and

the transmission line immediately after the step changes in desired dc voltage Vdc *; otherwise, the

ac side of the SSSC experiences no noticeable change during steady state. Finally, the third

study also demonstrated the flexibility of the three-level SSSC: by adjusting the desired dc

voltage appropriately, the total harmonic content of the injected compensating voltages can be

maintained at acceptable levels as operating conditions in the transmission line change.

The benchmarked results of the two-level SSSC and the three-level SSSC models presented in

this chapter have been shown to be correct and therefore the PSCADIEMTDC models of these
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devices can be used to analyse their characteristics and performance in other applications later in

the thesis. The following chapter first describes the development of a STATCOM simulation

model, again using the same 24-pulse, three-level inverter topology of Chapter Two, followed by

the combination of this STATCOM model with the SSSC model described in this chapter to form

a larger UPFC model.
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CHAPTER FOUR

THE 24-PULSE STATCOM AND UPFC

4.1 Introduction

100.

The previous chapter described the detailed development of two SSSC models based on the

24-pulse, three-level voltage-sourced inverters developed in Chapter Two, each with their own set

of high level controls. The first SSSC model presented had the inverter gain fixed (with the dead

angle fixed at y = 00) and the output ac voltage was controlled by adjusting the dc capacitor

voltage. The second SSSC exploited the full functionality of the three-level inverter by changing

the gain across the inverter (by varying the dead angle, y) in order to control the output ac voltage.

This chapter now extends the modelling study to the two other inverter-based FACTS devices and

is therefore divided into two major sections:

1. Static Synchronous Compensator (STATCOM)

The Static Synchronous Compensator (STATCOM) was often referred to as the Static

Condenser (STATCON) [11,17,47] or Advanced Static VAR Compensator (ASVC)

[22,23,24,25] before the FACTS Working Group standardized the terms and definitions [9]

used in the field of FACTS technology in 1997. The STATCOM is a shunt device that

provides reactive compensation to the transmission line by injecting almost sinusoidal current

of variable magnitude at the point of connection.

2. Unified Power Flow Controller (UPFC)

The concept of the Unified Power Flow Controller (UPFC) was first introduced in the early

1990s with maj or contribution by Dr Gyugyi [17,26,30]. Since then, the UPFC has been

hailed as "the most versatile and complex power electronic equipment that has emerged for

the control and optimization of power flow in electrical power transmission systems" [14].

When the STATCOM and the SSSC are operated independently of one another, they are

restricted to work only in the reactive power domain because these devices do not generally

have external sources of power, nor do they exchange active power with the ac transmission

system, except to replenish their internal losses. However, when the STATCOM and SSSC

are connected via a common dc capacitor to form a UPFC, the device is now able to operate
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in the real power domain. This is due to the fact that the dc link capacitor voltage is

regulated by the STATCOM which allows the SSSC to inject ac voltages in series with the

line at any angle with respect to the line current i.e. the exchanged power at the SSSC's ac

terminals can be both real and reactive. The total real power absorbed by the UPFC is equal

to the losses in the STATCOM and SSSC inverters and associated transformers.

Most modelling studies of inverter-based FACTS devices have taken a simplified approach, where

the actual power electronics and associated firing controls are not represented; examples of this

mathematical modelling approach in STATCOM and UPFC studies include references [22,38] and

[14,27,31,32,47-54,73] respectively. Although [27] likewise ignores the actual inverter power

electronics, the discontinuous nature of the inverter's ac output waveforms are represented in

detail. Other modelling studies have, however, represented the detailed power electronics:

references [23,24,25] all developed STATCOM models based on multi-level inverters but

incorporated PWM, FFM (Fundamental Frequency Modulation) or SHEM (Selective Harmonic

Elimination Modulation) switching techniques; reference [62] developed a detailed STATCOM

simulation model but assumed a two-level inverter; reference [63] developed a detailed UPFC

model but it is based on three-level, 12-pulse inverters.

By developing detailed models of these inverter-based FACTS devices, accurate studies on their

interactions with the rest of the electrical network may be carried out. Therefore, in this chapter,

the detailed model of a 24-pulse, three-level inverter developed in Chapter Two will again be used

as the basis for developing both STATCOM and UPFC simulation models. Although the

three-level inverter will be employed in the model of the STATCOM, the inverter will however be

used as a two-level device by setting the dead angle y = 00, since the output ac voltage of a

STATCOM is normally adjusted by varying its dc capacitor voltage. In the case of the SSSC

functioning as a part of a larger UPFC, it will exploit the inverter's full three-level capability.

This is necessary because, as explained previously, the SSSC can not adjust its output ac voltage

by varying the dc capacitor voltage within a UPFC, as this common dc voltage is now controlled

by the STATCOM.

This chapter presents detailed models of a STATCOM and a UPFC that have been developed for

the simulation package PSCADIEMTDC. The focus of the chapter is on implementing standard

STATCOM and UPFC controls actually used in transmission-level applications. Both the

STATCOM and UPFC high level controllers implemented in this chapter are taken from reference

[27] and therefore the EMTP simulation results from [27] will be used for the purpose of

benchmarldng. The STATCOM and UPFC models developed here are an extension of the work
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III [27] by presenting the actual power electronic devices within the STATCOM and UPFC

inverters and their low-level firing controls.

4.2 The 24-Pulse Two-Level STATCOM

4.2.1 Introduction

The primary function of a STATCOM is to control the amplitude of the transmission line's ac

voltage at the point of connection [26], by providing controllable shunt reactive compensation to

the transmission system. The STATCOM itself comprises a voltage-sourced inverter, a magnetic

adding circuit and a coupling transformer that is used to supply or absorb the ac current in shunt

with the transmission line. The reactive current flowing in and out of the STATCOM is

determined by the difference in amplitude between the transmission line voltage and that of the

voltage-sourced inverter, coupled via the transformer's leakage reactance. As long as the

inverter output voltage is kept in phase with the line voltage, this current will always be in

quadrature with the system voltage because of the reactive coupling [24]. The magnitude and

the direction of this shunt current are dependent on the inverter's ac output voltage: when the

inverter's output voltage is higher than the transmission line voltage, shunt current is injected into

the line and reactive power is generated by the STATCOM, i.e. the STATCOM operates in

capacitive mode; when the inverter's output voltage is lower than the transmission line voltage,

shunt current flows into the STATCOM and reactive power is absorbed by the STATCOM, i.e. the

STATCOM operates in inductive mode. Since the inverter's output voltage amplitude is

controlled by adjusting the dc capacitor voltage, active power must temporarily be exchanged at

the STATCOM terminals to either charge or discharge the de capacitor in order to adjust the

reactive output of the STATCOM.

Fig. 4.1 shows a single-line, diagrammatic representation of a STATCOM in an ac transmission

system similar to that studied in [27]; the system structure and parameters used in this chapter are

the same as those in [27] in order to demonstrate the correctness of the STATCOM model

presented here. The transmission system in Fig. 4.1 includes a sending-end voltage source Vs

and a receiving-end voltage source Vr separated by some transmission angle, as well as inductive

reactances Xs and Xr.
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Fig.4.1: Diagram of the system used to compare the performance of the detailed STATCOM

model against that predicted in [27].

In this thesis, the STATCOM consists of a three-level, 24-pulse harmonic neutralized voltage

source inverter VSIl, a phase-shifting lransformer Tl (magnetic adding circuit), a coupling

transformer T2, current and voltage sensors, and a compensation controller. The power circuit,

which consists of the 24-pulse three-level inverter and a magnetic adding circuit are described in

Chapter Two. The following section describes in detail the STATCOM control scheme used to

vary the ac output current that is injected in shunt with the transmission line.

4.2.2 The STATCOM Controller

The two control requirements of a STATCOM can be described as follows:

1. Phase Control: In order to ensure that the shunt current flowing in and out of the

STATCOM is always in quadrature with the line voltage via the reactive coupling, the

inverter's output ac voltage is required to be in phase with the system voltage.
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2. Magnitude Control: The magnitude of the quadrature current injected by the STATCOM is

a function of the inverter's output ac voltage which is dependent on the dc capacitor

voltage. The charging and discharging of the dc capacitor requires exchange of active

power between the transmission line and STATCOM. This active power exchange is

made possible by slightly shifting the angle of the inverter ac voltages so that they are no

longer perfectly in phase with those of the transmission line. The sign of this phase shift

between the inverter and transmission line voltages determines whether the dc capacitor

voltage charges up or discharges.

Fig. 4.2 shows the high-level control block diagram of a stand-alone, two-level inverter-based

STATCOM developed by Sen [27], where the magnitude of the ac output voltage from the

inverter is varied by controlling the magnitude of the inverter's dc capacitor voltage. Given the

two control requirements of the STATCOM described above, Fig. 4.2 is made up of two

corresponding sub-sections, namely, phase control and magnitude control. The output of this

high-level controller then provides the input for the gate pattern logic i.e. the low-level controls

which determine the firing signals for each switching device within the inverter. Each of the two

sub-sections of the high-level SSSC controller is described as follows.
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Fig.4.2: Control block diagram ofa stand-alone two-level inverter based STATCOM [27].
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4.2.2.1 Phase Control 

The phase control of the inverter's output ac voltage is achieved by means of a phase locked loop, 

whose principle of operation was explained in detail in Chapter Three (section 3.2.3.1) and will 

'thus only be briefly described here. The instantaneous phase-to-neutral voltages VIa and VIe at 

the STATCOM terminals are measured and converted into their ds and qs components in a 

stationary two-axis coordinate frame using the transformation matrix [C]. These ds and qs 

components are then transformed into the d and q axis coordinates of a synchronously rotating 

coordinate frame using the time-varying transformation matrix [Cl]. The voltage Vq is used as 

the error signal to the phase locked loop. By maintaining Vq = 0, the phase locked loop ensures 

that its output angle e is synchronized to the phase of the transmission line voltage VIa' Hence, in 

the STATCOM, the steady-state angle of the phase a inverter voltage is equal to this phase-locked 

angle e so as to ensure that the STATCOM's ac voltages are in phase with the transmission line ac 

voltages. This form of synchronization also ensures that the transmission line ac voltage vector 

lies exactly along the d-axis of the synchronously rotating coordinate frame. 

The Phase Control sub-section of the full STATCOM control scheme shown in Fig. 4.2 is now 

shown in more detail in Fig. 4.3, based on the explanations described above. 

[C] [Cl] 

v =PLLerror 

+ 

\----.1 KPLLP~ 
Fig.4.3: An expanded diagram of the Phase Control sub-sectionfrom Fig. 4.2. 

4.2.2.2 Magnitude Control 

e 

As described above, the magnitude of the STATCOM's ac output voltage, and hence the reactive 

power it generates or absorbs is controlled by adjusting the magnitude of the inverter's de voltage. 

The transfer of active power into the STATCOM to change its de voltage is achieved by , 
temporarily adding an offset phase angle ex to the steady state angle e of the STATCOM's ac 

output voltages. The particular control loops used to adjust the magnitude of the STATCOM's 

dc (and hence ac) voltages via this angle ~ depend on the mode of operation of the STAfCOM. 
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For example, the STATCOM can be configured to regulate the magnitude of the transmission line 

voltage directly, or simply to provide a set-point value of reactive current injection into the 

transmission line. This latter mode of operation of the STATCOM is considered here, and the 

associated magnitude control loops shown in Fig. 4.4. The operation of this magnitude control is 

outlined below. 

The coordinate transforms [C] and [Cl] discussed earlier are used to convert the measured shunt 

currents ia and ic at the ac output of the STATCOM into currents id and iq in the synchronously 

rotating dq coordinate frame. Because the d axis of this coordinate frame is phase-locked to, and 

aligned with, the transmission line voltage vector, the q axis STATCOM current in this coordinate 

frame is, by definition, the reactive current at the output of the STATCOM. Fig. 4.4 shows that 

this measured q-axis (reactive) current output ilq from the STATCOM is compared to a reference 

input Jlq *, which represents the desired reactive current injection from the STATCOM, with a 

negative sign of Jlq * representing output of reactive power from the STATCOM (STATCOM in 

capacitive mode); the error between Jlq * and ilq is used to drive a PI controller whose output is the 

temporary phase offset a to be added to the instantaneous angle e to form the required angle e I of 

the STATCOM's ac output voltages. 

Ic] 

ia~ 

[Cl] 

e 
' (fromPLL) 

a 

e 

Fig 4.4: An Expanded and Detailed Diagram of Magnitude Control sub-section from Fig. 4.2. 

Consider the situation when the magnitude of the capacitive reactive current ilq output at the 

STATCOM terminals is less than the magnitude of capacitive current commanded at the controller 

input Jlq *, (i.e. Jlq * is more negative than ilq) such that the error C/ in the PI controller is negative. 

In this case the PI controller creates a negative offset angle a, retarding the phase of the 

STATCOM ac voltages relative to the transmission line voltages, thus admitting positive real 



Chapter 4: THE 24-PULSE STATCOM AND UPFC 107.

power into the STATCOM to charge up its dc voltage. As the dc voltage charges up, the

STATCOM's ac voltages increase in magnitude relative to the transmission line voltages, thus

increasing the size of the capacitive reactive current output from the STATCOM towards the

reference value I lq *. When the STATCOM ac voltages reach the correct amplitude (relative to

the line voltages) to generate the commanded value of reactive current I lq *, the error El and phase

offset a return to zero and the STATCOM ac voltages return to being in phase with the

transmission line voltages.

Similarly, if the magnitude of the capacitive reactive current ilq is larger than the commanded

value I lq * (i.e. I lq * is less negative than ilq), the resulting positive error El in the PI controller adds

a positive phase offset a to the STATCOM ac voltages, advancing them relative to the line ac

voltages, resulting in negative real power into the STATCOM (i.e. flow of real power out of the

STATCOM to discharge its dc voltage). As the ac voltages of the STATCOM decrease in

magnitude relative to the line voltages the reactive current output from the STATCOM decreases

back towards the reference value I lq *.

4.2.3 STATCOM Simulation Model In PSCADIEMTDC

A detailed simulation model of the two-level inverter based STATCOM described in the previous

section has been developed in the simulation package PSCAD/EMTDC. This STATCOM

simulation model comprises four main sub-modules:

(i.) the transmission line and the coupling transformers that are used to allow current to

flow in or out of STATCOM;

(ii.) the 24-pulse three-level inverter together with phase-shifting and adding transformers

developed in Chapter Two (in the STATCOM application the inverter is operated as a

two-level device with y fixed at 0°);

(iii.) the high-level STATCOM controls described in the previous section.

(iv.) the low-level inverter firing controls situated between the output of the high-level

STATCOM controls and the inverter itself.

Although the high-level STATCOM controller in this model is based on that in [27], the

STATCOM model here is more detailed than [27] since all the inverter's power electronics and
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firing controls are represented as well as the phase shifting and adding transformers actually

present in a multi-pulse inverter arrangement. This PSCADIEMTDC model has been used to

simulate the dynamic performance of the STATCOM in the same study system that was

considered in reference [27]. The predictions of the PSCADIEMTDC model are then directly

compared to those of the EMTP model used by Sen in [27] (the details of Sen's EMTP code was

provided as an appendix in [27] and this code has been used to reproduce Sen's results using the

EMTP program). The parameters for the study system are taken from [27] and listed in

Appendix D.l. The full details of the STATCOM simulation model with all its components in

PSCADIEMTDC are shown in Appendix D.2.

The following section compares some of the STATCOM time domain results produced by the

PSCADIEMTDC simulation model developed in this thesis with the results from the EMTP

model in [27].

4.2.4 Two-Level STATCOM Benchmark Results

The left hand side of Fig. 4.5(a) to (g) shows the dynamic response of the STATCOM to changes

in commanded quadrature current f lq * as simulated using the EMTP model of Sen [27], whereas

the right hand side of Fig. 4.5(a) to (g) shows the simulated results of the STATCOM to the same

changes in f lq * using the detailed PSCADIEMTDC model presented in this chapter. Fig. 4.5(h)

shows the simulated results of the inverter voltage, ela. the line voltage, Vla, and the phase a shunt

current, flu, from the PSCADIEMTDC simulation study in more detail.

In each case the sending and receiving end voltages in the transmission line are kept at constant

magnitude and the transmission angle (phase between Vs and Vr) remains fixed. The STATCOM

is then used to vary the magnitude of the bus 1 voltage (c.f. Fig. 4.1) by changing the commanded

quadrature component of the inverter current f lq *.

From the time t = 0 to t = SOms in Fig. 4.5, switch S1 remains open so that the STATCOM is

disconnected from the transmission system. With the dc capacitor pre-charged, the inverter's

output voltage is controlled to be in phase with the system voltage. At t = 50ms, S1 closes and

the commanded quadrature current is set to f lq * =O. Zero reactive current from the STATCOM

requires the magnitudes of the inverter voltage, elu, and the system voltage, Vla. to be the same, as

shown in Fig. 4.5(h). At t =125ms, the desired quadrature current f lq * is stepped from zero to 1

pu capacitive (i.e. f lq * = -1). Fig. 4.5(g) and (c) show that at t = 125ms the angle a is

temporarily made negative in order to retard the STATCOM voltage relati~e to the transmission
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Fig.4.5: Peiformance ofa STATCOM with a 24-pulse two-level inverter operating in inductive

and capacitive modes, as modelled in EMTP [27J and PSCAD/EMTDC: (a) [Iq *; (h) [Iq; (c) VDC;

(d) eJa.
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Fig.4.5 (continued): Performance ofa STATCOM with a 24-pulse two-level inverter operating in

inductive and capacitive modes, as modelled in EMTP [27J and PSCADIEMTDC: (e) Vla;

if) [la; (g) a; and (h) ela , Vla , and IlaJrom the PSCADIEMTDC simulation only.
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line voltage so as to charge up the dc voltage. Fig. 4.5(h) shows that as a result of the increase in

VDC at t = 125ms, the STATCOM ac voltage ela is now larger in magnitude than the line voltage

VIa and the STATCOM ac current ila lags the STATCOM ac voltage ela by 90°, confirming the

capacitive nature of the output in response to the negative value of [Iq *. When [Iq * is stepped to

1 pu inductive (i.e. [Iq* = +1) at t = 175ms, the dc capacitor voltage, VDC, decreases so that the

inverter voltage, ela , is now lower than the system voltage, VIa' In this inductive mode, the

STATCOM ac current i la now leads the STATCOM ac voltage ela by 90°. At t = 250 ms, the

commanded quadrature current [Iq* is stepped back to 1 pu capacitive (i.e. [Iq *=-1).

A close comparison between the results in Fig. 4.5 has shown that the response predicted by Sen's

EMTP model in [27] and that predicted by the detailed PSCADIEMTDC model of this thesis are

virtually identical, thus confirming the correctness of the latter model. Fig. 4.6 illustrates this

close agreement for one particular system variable: the transmission line voltage VIa at bus I

predicted by each of the models during a step change in STATCOM operating conditions is

plotted on the same axes in Fig. 4.6 for comparison.
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Fig.4.6: The line voltage, VIa: EMTP [27] vs. PSCADIEMTDC.
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4.3 The UPFC

4.3.1 Introduction

112.

A Unified Power Flow Controller is a combination of two inverter-based FACTS devices, namely

a STATCOM and an SSSC, sharing a common dc link capacitor such that the arrangement is

essentially an AC to AC power converter whose input and output variables can be independently

controlled [26]. With such a set-up, the SSSC part of the UPFC can operate in various modes,

including voltage injection mode, phase shifter emulation mode, line impedance emulation mode

and automatic power flow control mode. Essentially, the SSSC can inject a voltage into the

transmission line that is two-dimensional in nature, i.e. the voltage vector can be adjusted to be at

any angle with respect to the line current so that all three transmission line parameters influencing

power flow (voltage, impedance and phase angle) can be controlled. In the automatic power

flow control mode, for example, the injected voltage can be controlled to maintain a desired active

and reactive power flow in the transmission system [14]. The fundamental function of the

STATCOM, when part of the UPFC, is to regulate the dc capacitor voltage depending on the

active power requirement from the SSSC, so that the net active power absorbed by the UPFC is

equal to the sum of the inverter and transformer losses. However, should it be required, the

STATCOM is also able to control the voltage magnitude at its connection point in the

transmission line by exchanging reactive current with the line.

The SSSC itself comprises a voltage-sourced inverter and a coupling transformer that is used to

insert the ac output voltage of the inverter in series with the transmission line. The magnitude

and phase of this inserted ac compensating voltage are determined by the high-level SSSC

controls. The STATCOM comprises a voltage-sourced inverter, a magnetic adding circuit and a

coupling transformer that is used to supply or absorb the ac current in shunt with the transmission

line. Since the two voltage-sourced inverters are linked by a de capacitor whose voltage is solely

controlled by the STATCOM, the magnitude of the ac output voltage from SSSC is adjusted by

varying the gain across its three-level inverter; this is done through changing the dead angle y.

Fig. 4.7 shows a single-line, diagrammatic representation of a UPFC in an ac transmission system

similar to that studied in [27]; the system structure and parameters used in this chapter are the

same as those in [27] in order to demonstrate the correctness of the UPFC model presented here.

The transmission system in Fig. 4.7 includes a sending-end voltage source Vs and a receiving-end

voltage source Vr separated by some transmission angle, as well as inductive reactances Xs and Xr.
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In this section, the STATCOM part of the UPFC consists of a three-level, 24-pulse harmonic

neutralized voltage source inverter VSIl, a phase-shifting transformer Tl (magnetic adding

circuit), a coupling transformer T2, current and voltage sensors, and a compensation controller.

The SSSC part of the UPFC consists of a three-level, 24-pulse harmonic neutralized voltage

source inverter VSI2, a phase-shifting transformer T3 (magnetic adding circuit), a series

voltage-injecting transformer T4, current and voltage sensors, and a compensation controller.

The power circuits, which consist of the 24-pulse three-level inverters and magnetic adding

circuits are described in Chapter Two. The following section describes in detail the particular

control scheme used for the SSSC when it forms part of a UPFC.

UPFC
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Fig.4.7: Diagram of the system used to compare the performance of the UPFC against that

predicted in [27].
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4.3.2 The UPFC Controller

114.

When a STATCOM is operating as a part of a larger UPFC, the high level STATCOM controls

remain exactly the same as those for a stand-alone STATCOM, as described in section 4.2.2.

However, as stated earlier, the high-level controls for a stand-alone SSSC must be modified when

the SSSC forms part of a UPFC. When an SSSC operates as a stand-alone device additional

control is required to regulate the dc capacitor voltage. This control requirement is no longer

necessary for the SSSC when it forms part of a UPFC, since the dc capacitor voltage is now

controlled by the STATCOM.

Fig. 4.8 shows the high-level control block diagram of a three-level inverter-based SSSC that

forms part of a UPFC, as developed by Sen [27], where the magnitude of the ac output voltage

from the inverter is varied by controlling the gain across the inverter. Although the SSSC may

be operated in various modes as described earlier, it is operated in the voltage injection mode in

[27], which allows the series injected voltage vector to be at any magnitude and phase

commanded by the reference inputs [14]. The high level control therefore differs from that in

the stand-alone SSSC, described in Chapter Three, where the device was designed to operate in

the line impedance emulation mode, such that the injected voltage vector is restricted to be in

quadrature with the line current.

Since the SSSC as a part of a UPFC is operated in the voltage injection mode in [27], there are

two reference inputs to the high-level controls, namely the desired magnitude and phase of the

series injected voltage. These reference inputs to the SSSC are defined as ~ (phase of the

SSSC's ac voltage relative to the transmission line voltage vector Vj) and Vdq* (magnitude of the

SSSC's injected ac voltage in per unit). Consequently, the two control requirements of an SSSC

in this mode of operation can be described as follows:

1. Phase Control: In order to apply any phase shift ~ to the series injected voltage, the

system phase angle needs to be first tracked and locked by the SSSC control.

2. Ma!!Ilitude Control: The magnitude of the series injected voltage is determined by varying

the gain across the inverter i.e. changing the dead angle y.

Given the two control requirements of an SSSC described above, Fig. 4.8 is once again dissected

into two corresponding sub-sections, namely, phase control and magnitude control. The output

of this high-level controller then provides the input for the gate pattern logic i.e. the low-level

controls which determine the firing signals for each switching device within the inverter. Each

of the two sub-sections of the high-level SSSC controller is described as follows.
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Fig.4.8: Control block diagram ofthree-level inverter based SSSC as a part ofa UPFC [27J.

4.3.2.1 Phase Control

A phase locked loop is employed to ensure that the series injected voltage vector is in

synchronism with the transmission line voltages, and can be adjusted in phase relative to these

voltages. The mechanism behind the phase locked loop will not be repeated here as it was

explained in detail in Chapter Three and briefly reviewed in section 4.2.2.1 of this chapter. The

commanded relative phase angle, ~, at the input to the SSSC controls is simply added onto the

instantaneous phase angle 8 at the output of the phase locked loop to give the final angle 82 of the

SSSC's injected ac voltage vector. Fig. 4.9 shows a more detailed version of the phase control

sub-section of the full SSSC control scheme shown in Fig. 4.8. In practice, the phase angle 8 is

obtained from the same phase locked loop used for the STATCOM controls, that is the SSSC and

STATCOM controls are synchronised to the same transmission line voltage using a single phase

locked loop.
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Fig.4.9: An expanded diagram of the Phase Control sub-sectionfram Fig. 4.8.

4.3.2.2 Magnitude Control

With respect to the desired ac compensating voltage Vdq *, the magnitude control in the SSSC as a

part of the UPFC is similar to the stand-alone three-level SSSC described in section 3.5.2.2 of

Chapter Three. The only difference in the implementation is that the desired ac compensating

voltage, Vdq *, is an independent input to the control system in the UPFC, whereas the desired

compensating voltage Vq* in the stand-alone SSSC is a function of the desired compensating

reactance to be emulated. Apart from that, the magnitude of the SSSC output voltage is still

varied using the dead-angle of the inverter, so the magnitude control is required to determine the

correct value of y based on the desired value of Vdq * and the actual value of the inverter's dc

voltage (as determined by the STATCOM).

The relationship between the magnitude of the compensating voltage vector and the dead angle, y,

for a 24-pulse three-level inverter is defined [27] as

Vdq =~vDC cos(l!- )cos r
Jr 24

(4.1)

Since the desired output is the dead angle, by changing the subject of the formula, Equation (4.1)

becomes

r= cos-1 (4.2)
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Therefore, depending on the desired inverter ac voltage output (i.e. i:he commanded value of Vdq *)

and the actual value of Vdc, the controller will determine the correct value of y based on Equation

(4.2). This calculation of y from Vdq* and Vdc using Equation (4.2) is shown as the Dead Angle

Calculator block in Fig. 4.10. The dead angle y, is then directly output to the low level firing

controls of the SSSC's inverter.

Dead-Angle Calculator
----------------------------------,

: I

I~ "- 1 I

Vdq*-tL0-- cos (;4) ~I ~ I·EJ--I acos () I i •y

~-----------------------t----------~
V DC

Fig.4.JO: An expanded and detailed diagram ofthe dead angle calculator sub-blockfrom Fig. 4.8.

4.3.3 UPFC Simulation Model In PSCADIEMTDC

A detailed simulation model of the three-level inverter based UPFC described in the previous

section has been developed in the simulation package PSCADIEMTDC. This UPFC simulation

model comprises seven main sub-modules:

(i.) the transmission line and the coupling transformers that allow the exchange of voltages

and currents with the UPFC;

(ii.) the 24-pulse three-level inverter together with phase-shifting and adding transformers

developed in Chapter Two for the SSSC implementation;

(iii.) the 24-pulse three-level inverter together with phase-shifting and adding transformers

for the STATCOM implementation where the inverter is operated as a two-level device

with y fixed at 0°;

(iv.) the high-level SSSC controls described in the previous section;

(v.) the high-level STATCOM controls described in section 4.2.2;
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(vi.) the low-level inverter firing controls situated between the output of the high-level SSSC

controls and the SSSC inverter;

(vii.) the low-level inverter firing controls situated between the output of the high-level

STATCOM controls and the STATCOM inverter.

Although the high-level UPFC controller in this model is based on that in [27], the UPFC model

here is more detailed than [27] since all the inverter's power electronics and firing controls are

represented as well as the phase shifting and adding transformers actually present in a multi-pulse

inverter arrangement. This PSCADIEMTDC model has been used to simulate the dynamic

performance of the UPFC in the same study system that was considered in reference [27]. The

predictions of the PSCADIEMTDC model are then directly compared to those of the EMTP

model used by Sen in [27]. The parameters for the study system are once again taken from [27],

and are listed in Appendix E.l. The full details of the UPFC simulation model with all its

components in PSCADIEMTDC are shown in Appendix E.2. However, Table 4.1 shows the

actual ratings of the main plant in this UPFC of [27], which are taken from those of an actual

UPFC installation [15].

Table 4.1: UPFC main component ratings [15J

Component Ratings

Series Inverter ± 160MVA IVac l=O.16pu

Shunt Inverter ± 160MVA

Individual GTOs 4000A 4500V

Transmission System Voltage 138kV rrns line-ta-line

4.3.4 UPFC Benchmark Results

The left hand side of Fig. 4.11 shows the dynamic response of the UPFC to changes in

commanded series injection voltage Vdq * and relative angle ~, as simulated using the EMTP

model of Sen [27], whereas the right hand side of Fig. 4.11 shows the simulated results of the

UPFC to the same changes using the detailed PSCADIEMTDC model presented in this chapter.

Fig. 4.12 (a) shows the simulated results of STATCOM inverter's voltage, eia, phase a of the line

voltage, Via, and the phase a shunt current, lia, in EMTDC; Fig. 4.12 (b) shows the simulated

results of SSSC inverter output voltage, e2a, phase a of the voltage across the series coupling

transformer reactance, V12a> and the phase a line current, la' in EMTDC
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FigA.JI: Peiformanee ofa UPFC with a 24-pulse three-level inverter, as modelled in EMTP [27J
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Fig.4. JJ (continued): Performance ofa UPFC with a 24-pulse three-level inverter, as modelled in
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In each case the sending and receiving end voltages in the transmission line are kept at constant

magnitude and the transmission angle (phase between Vs and Vr) remains fixed. The UPFC is

then used to vary the active and reactive power flow in the line by changing the commanded

series injection voltage Vdq * and relative angle~. The commanded quadrature shunt current, I1q *,

remains zero throughout this study; in other words, the STATCOM is not injecting or absorbing

reactive current from the line.

From the time t =0 to t =50ms in Fig. 4.11, switch SI remains open so that the STATCOM is

disconnected from the transmission system; switch S2 is closed but the SSSC does not inject any

voltage; due to the inductance of the transformer T4, reactive power is exchanged at the point of

connection; the dc capacitor is pre-charged before t =O.

At t =50ms, SI closes and the commanded quadrature current is set to I 1q* = O. As a result of

this command, the magnitudes of the STATCOM inverter voltage, eIa, and the system voltage, VIa,

are same, as shown in Fig. 4.12(a). This is achieved, as shown in Fig. 4.5, by allowing active

power to be transferred between the STATCOM and the line and as a result the dc capacitor

voltage, VDC, settles into a new steady state value.

At t = lOOms, the desired series injection voltage Vdq* is set to 0.2 pu and the commanded relative

angle is set to ~ =120° leading. The dc capacitor voltage settles to a new magnitude keeping the

STATCOM output voltage, eIa, the same magnitude as the line voltage, VIa' This new set of

reference inputs causes the series injection voltage, e2a> to lead the line current, la, by an angle <j>,

as shown in Fig. 4.12(b) meaning that the injected voltage vector is in the inductive domain.

The reactive power, QJNV, at the point of SSSC connection remains positive as shown in Fig.

4. 11 (f). Furthermore, because the angle <j> is larger than 90°, the SSSC is also emulating a

negative resistance, requiring active power to be injected in series with the line, such that PJNV is

now negative as shown in Fig. 4.11(e), and the source of this active power flow is from bus 1,

through the STATCOM. This is evident in Fig. 4.12(a) which shows that the STATCOM output

voltage, ela, is almost 180° out of phase with the shunt current, IIa, so that active power may be

absorbed at the STATCOM terminals. Fig. 4.11(c) shows that the active power, P" at the

receiving end of the line decreases. Fig. 4.11 (d) shows that the reactive power, Q" that flows to

the receiving end of the line is now inductive.

With the injected voltage magnitude Vdq * kept constant at 0.2 pu, the desired relative angle ~ is

now stepped down to 60° at t = 200ms. The series injected voltage, e2a> still leads the line

current, la> at this new operating point, which means that the injecting voltage vector remains in

the inductive domain. The reactive power, QJNV, at the point of SSSC connection stays positive
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as shown in Fig. 4. 11 (f). However, the angle <l> is now smaller than 90°, which means that the

SSSC is emulating a positive resistance. This requires active power to be absorbed from the line

by the SSSC such that, P/NV is now positive as shown in Fig. 4.11(e), and this real power flows to

bus 1 via the STATCOM. This can be seen in Fig. 4.12(a) which shows that the STATCOM

output voltage, e/a , is now in phase with the shunt current, I/a , so that active power is released

from the UPFC. This new ~ setting further decreases the real power, Pr, transferred down to the

receiving end of the line as shown in Fig. 4.11(c), and the reactive power, Q" that flows to the

receiving end of the line is now capacitive.

At t =300 ms, the relative angle ~ is maintained at 60° while the injected voltage magnitude Vdq*
is stepped up to 0.4 pu. The effect of this new setting is that the series injected voltage, e2a. now

lags the line current, la' as shown in Fig. 4.l2(b), which suggests that SSSC is partially emulating

a capacitive reactance. The reactive power, Q/NV, at the point of SSSC connection is now

negative as shown in Fig. 4. 11 (f). With the angle <l> still smaller than 90°, the SSSC is still

emulating a positive resistance and therefore absorbs active power from the line. P/NV has

increased due to the increase in the injected voltage magnitude. Fig. 4.12(a) also shows that

more shunt current, I/a , is flowing out to the line. With this new Vdq* setting the direction of the

active power flow in the transmission line itself now reverses as shown in Fig. 4.11 (c), while the

reactive power, Q" remains capacitive.

A close comparison between the results in Fig. 4.11 has shown that the response predicted by

Sen's EMTP model in [27] and that predicted by the detailed PSCADIEMTDC model developed

this thesis are virtually identical, thus confirming the correctness of the latter model. Fig. 4.13

illustrates this close agreement for one particular system variable: the transmission line voltage

V/a at bus 1 predicted by each of the models is plotted on the same axes in Fig. 4.13 for

comparison.

4.4 Conclusion

A detailed model of both a stand-alone, two-level static synchronous compensator and a

three-level unified power flow controller have been developed in the simulation package

PSCADIEMTDC. In the two-level STATCOM model, the inverter output voltage is controlled

by varying the inverter dc voltage. The desired shunt current that flows between the STATCOM

and the transmission line will determine the inverter's output voltage magnitude in relation to the

line voltage. This will in turn influence the reactive power being exchanged at the point of
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connection. In the three-level inverter based UPFC model, the STATCOM is operated as a

two-level device (with y = 0°) and has the sole control over the dc link capacitor voltage. The

SSSC as a part of the UPFC is then allowed to inject a voltage that is a two-dimensional vector

quantity [14); in other words, it is able to not only influence the reactive power in the line but also

the active power depending on the mode of operation. The magnitude of this series injection

voltage is controlled by varying the dead angle y, thus varying the inverter gain. In both

simulation models, the inverter's power electronics and associated transformers are represented in

detail using the model described in Chapter Two.

The results from the stand-alone STATCOM model and the UPFC model developed in

PSCADIEMTDC have been shown to be virtually identical to those simulated in EMTP by Sen

[27], and therefore confirm the correctness of the more detailed STATCOM and UPFC models

developed in PSCADIEMTDC.

Since the benchmarked results of the stand-alone STATCOM and the UPFC models presented in

this chapter have been shown to be correct, the PSCADIEMTDC models of these devices can be

used to analyse their characteristics and interactions with other plant in the power system in future

work. The following chapter will describe the development of SSSC, STATCOM and UPFC

simulation models using a simplified, continuous-time model of the inverter.
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CHAPTER FIVE

CONTINUOUS-TIME MODEL OF INVERTER-BASED

FACTS DEVICES FOR PSCADIEMTDC

5.1 Introduction

Chapter Three and Chapter Four described the detailed modelling of three inverter based FACTS

devices, namely, the SSSC, STATCOM and UPFC, based on the 24-pulse, three-level

voltage-sourced inverters developed in Chapter Two in the simulation package PSCADIEMTDC.

The 24-pulse, three-level inverter model developed includes actual power electronics and

associated low-level firing controls, and it has been shown to output high quality, near-sinusoidal

voltages suitable for high-power FACTS applications.

Although in some cases it is necessary to use highly detailed models as in [78] to predict

interactions between the SSSC and the rest of the system, these models are nevertheless

cumbersome and require a large amount of simulation time. A simplified, continuous-time

model of a voltage-sourced inverter has therefore been developed to allow simulation studies on

FACTS devices to be carried out more rapidly. One of the attractions of this modelling approach

is that it will allow for more rapid analysis and debugging of high-level control schemes that are

present in these inverter-based FACTS devices, at least in the initial development phase. In

addition, for detailed analysis of issues like SSR, this continuous-time representation of the

inverter allows the FACTS device model to be linearised about a particular steady state operating

point so that eigenvalue analysis can be done. In the case of some FACTS device studies, it may

even be possible to avoid using detailed inverter models without suffering too much loss in

accuracy.

This chapter therefore presents a simplified, continuous-time model of a voltage-sourced inverter

that has been developed for the simulation package PSCADIEMTDC. This simplified inverter

model is then used for the development of SSSC, STATCOM and UPFC models. In a similar

manner to Chapter Three and Chapter Four, the high level controls for the SSSC are taken from

reference [34], and the high level controls for the STATCOM and UPFC are taken from reference

[27]. For the purpose of benchmarking, the SSSC, STATCOM and UPFC models based on the
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simplified inverter representation described in this chapter will be compared to those based on the

detailed multi-level inverter models presented in Chapter Three and Chapter Four.

5.2 Continuous-Time Model of Voltage-Sourced Inverter

The basic building block of an inverter-based FACTS device is the voltage-sourced inverter

shown schematically in Fig. 5.1.

r 8

Fig. 5.1: Voltage-soureed inverter.

In transmission FACTS devices such as the SSSC, STATCOM and UPFC, the inverter itself is

typically a multi-pulse square wave inverter. The inverter converts a dc voltage, V
dc

, at its input

to instantaneous three-phase voltages, Vu> Vb and Vc at its output; the instantaneous angle of the

three-phase voltage set is determined by the control input e to the inverter. In addition,

depending on the type of FACTS device, the inverter may be a two-level device (i.e. fixed

dc-to-ac voltage gain) or a three-level device (variable dc-to-ac voltage gain). In the case of a

three-level inverter, there is a further control input, namely the dead angle, y, that is used to adjust

the dc-to-ac inverter gain. When the dead angle y = 0°, the three-level inverter resembles a

two-level inverter.
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For the purpose of consistency, the simplified inverter model considered in this chapter is also a

three-level, 24-pulse device for which the gain K/NV between the dc input voltage and the

fundamental component of the ac output voltage is a function of y given by [27] as

K/NV = IVabcl =~COS(!!-)Cos r
Vdc Jr 24

(5.1)

In Chapter Two, a model was developed in PSCADIEMTDC of a three-level, 24-pulse

voltage-sourced inverter with the power electronic switches and low-level firing controls of the

inverter represented in detail. However, this model of the inverter can be greatly simplified by

neglecting the non-fundamental frequency components in the ac output voltages and assuming

that the inverter is an ideal dc to ac voltage gain, K/Nv, with K/NV being a function of the control

input y as shown in equation (5.1). With this approach it is possible to neglect all the power

electronic devices in the inverter as well as their low-level firing control circuits, thus greatly

reducing the computational burden in the simulation.

However, if the actual power-electronic circuit connecting the ac and dc sides of the inverter is

neglected, it is necessary to describe the energy transfer process across the inverter by means of

an equivalent model.

When considering the ac side of the inverter, as mentioned, the inverter outputs instantaneous

voltages Va, Vb and Vc that are determined by the control inputs y and e, the dc voltage Vdc at its

input, and the gain K/Nv. Thus, in the continuous-time equivalent model, the output ac voltage

equations of the inverter are given by

V a = K INV *Vdc * sin e

va = K 1NV *Vdc *Sin(e _2;)
va = K 1NV *Vdc *Sin(e+ 2;)

(5.2)

(5.3)

(5.4)

On the dc side of the inverter, the dc voltage Vdc may (depending on the application) be supplied

from a charged capacitor, a battery, or from the dc voltage of another inverter. In any case, it is

necessary to model the charging and discharging characteristics on the dc side of the inverter. At

any instant in time, the instantaneous active power Pi at the ac terminals of the inverter is given by
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where i
a

, i
b

and i
e

are the instantaneous currents flowing in the three ac output phases of the

inverter.

Assuming the inverter to be an ideal, lossless device, this active power Pi (either positive or

negative) must be supplied instantaneously from the energy storage device providing the input

voltage V
de

to the inverter. In the continuous-time equivalent model of the inverter, this energy

transfer from the dc side of the inverter is represented as a current injection I de into the dc

terminals of the inverter. At each instant in time this current injection I de is calculated as

I = ~
de V

de

where Vde is the instantaneous voltage at the dc terminals of the inverter.

(5.6)

The next section will now describe the implementation of this continuous-time inverter model in

the simulation package PSCADIEMTDC by using the equations for the 24-pulse, three-level

inverter shown in this section.

5.3 Continuous-Time Inverter Model In PSCADIEMTDC

This thesis, in its entirety, has developed all its inverter-based FACTS device models in the

simulation package PSCADIEMTDC. The PSCADIEMTDC software program was originally

developed for studying HYDC systems. However, over the years many models and capabilities

have been added and at present PSCADIEMTDC is now a versatile tool to study AC as well as

DC power systems problems [56]. PSCADIEMTDC comprises two modules: the EMTDC

computing engine itself and the PSCAD design environment in which the power system to be

simulated is constructed graphically from a block diagram library of pre-coded components and

models; the parameters of each model are entered by the user in the PSCAD environment via

dialogue boxes that are associated with each component's block diagram.

PSCADIEMTDC, however, also offers the facility for users to design their own customized

components in the form of user-defined models written in FORTRAN code. Introducing a new,

user-defined model to the program requires three main development steps.
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1. Designing a PSCAD functional block diagram representation, together with the necessary

parameter dialogue boxes, for the new model; these will then appear in the block diagram

component library;

2. Carrying out the necessary programming within PSCAD to allow interfacing of the new

component's functional block diagram to the model itself in the EMTDC computing

engme;

3. Programming the necessary equations of the model in a subroutine that will be called by

the EMTDC computing engine at each time step during a simulation.

Within a user-defined component in PSCAD, it is possible to define programmable current and

voltage sources to supply the electrical output terminals of the model, with the equations for these

current and voltage sources then written in FORTRAN code. It is also possible to define, as

inputs to the user-defined model, either control variables or electrical measurements (voltages and

currents) from an external network. Similarly, the user-defined models are able to supply the

external circuit with control variables and electrical measurements as outputs if so desired.

The user-defined continuous-time inverter model of a three-level, 24-pulse voltage sourced

inverter is defined to have eight electrical terminals and two control input terminals as shown

schematically in Fig. 5.2.

At the dc electrical terminals the voltage Vdc applied to the inverter is measured as an input to the

model while at the AC terminals the currents ia, hand ic in the inverter's three-phases are also

measured as inputs. Finally, the variables y and e, from a high-level inverter controller are

imported as control inputs to the user-defined model.

The facility that allows users to design their own customized components in PSCADIEMTDC, as

previously mentioned, is a program within PSCADIEMTDC called the Component Wizard [80].

The continuous-time inverter model described in the previous section has been developed as a

user-defined model in PSCADIEMTDC by using this program. The Component Wizard aided in

creating a continuous-time inverter functional block whose property is divided into three main

sections, namely, the Graphics, Parameter and SectionsNode sections. The Graphics section

allows the user to create the visual graphics of the new component; a simplified inverter

functional block similar to that in Fig. 5.2 is created in this section. The Parameter section

allows the user to enter any required parameters related to the functionality of the component.

This particular section is left blank as it is not a design requirement for the simplified inverter

model. The SectionsNode section holds all the necessary code for the designed component that

to be calculated by the EMTDC simulation engine at each time step. The code for current
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injection, I dc , which is responsible for representing the charging and discharging characteristics of

the dc capacitor, is placed in this particular section (i.e. equations (5.5) and (5.6)). The necessary

parameters and variables are then passed in between the SectionsNode section and a separate

subroutine that contains the code for the ac voltage sources (based on the equations (5.1), (5.2),

(5.3), and (5.4)). The subroutine is then called by the EMTDC computing engine for simulation.

At each simulation step, these equations (coded in FORTRAN) are solved and used to calculate

the correct electrical values of the inverter model, namely, Vu, Vb and Vc and Idc ' Finally, the

user-defined voltage and current sources in the inverter model are updated with these calculated

values of Vu, Vb and Vc and I dc and these are passed to the main EMTDC solution of whatever

external electrical network is connected to the user-defined inverter model (on both its dc and ac

sides).

t
r 0

+ +

Fig. 5.2: Schematic representation of the continuous-time inverter model developed in

PSCADIEMTDC.

The full details of the design of the continuous-time inverter model with all its components and

embedded code in PSCADIEMTDC are shown in Appendix El.

The following section compares some of the SSSC, STATCOM and UPFC time domain results

produced by the simplified PSCADIEMTDC model developed in this chapter with the results

from the detailed models in Chapter Three and Chapter Four. Appendix E2 then also presents a

more detailed performance study of the SSSC, using the simplified model, to determine if the

SSSC's characteristics at subsynchronous frequencies are retained in the simplified model.
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5.4 Continuous-Time Inverter-Based FACTS Devices: Benchmark
Results

For the purpose of showing the correctness of the continuous-time inverter model, it was used to

construct SSSC, STATCOM and UPFC simulation models; the results generated using these

simplified FACTS device models were then compared to the results obtained from similar studies

obtained using the detailed inverter model already shown in Chapter Three and Chapter Four.

The high-level control of these inverter-based FACTS devices and system layout was in each case

the same for the simplified model studies as those described in the previous two chapters. In the

case of the simplified SSSC model, only the two-level SSSC controls will be considered in this

section.

5.4.1 SSSC

Fig. 5.3 shows a comparison of the dynamic performance of an SSSC obtained using the

simplified inverter model of this chapter and the detailed inverter model of Chapter Three. The

simulation study is similar to that shown in Figs. 3.9 and 3.10 of Chapter Three.

Figs. 5.3(a) and (b) show the dynamic response of the SSSC output ac voltage, e2a. and the phase

a line current, ia, respectively. The SSSC is initially operating at steady state with Xq * =0.3 pu

inductive, which has resulted in e2a leading ia by almost 90°. At t = 300ms, the commanded

reactance Xq* is adjusted to O.lpu capacitive, such that the inverter output voltage, e2a, now lags

the line current, ia, by almost 90°; since the total line reactance is now lower than the

uncompensated value, the current increases in magnitude as expected.

In Fig. 5.3(a) the ac output voltage of the detailed SSSC model shows a 24-pulse quasi harmonic

neutralized waveform obtained from combining output voltages of four 6-pulse inverters by

means of a magnetic adding circuit. This stair-cased waveform exhibits voltages of fundamental

and odd harmonic components. By contrast, the simplified SSSC model outputs the voltage of

only the fundamental component. However, Fig. 5.3(a) nevertheless shows that this fundamental

component of the SSSC voltage corresponds closely to the output voltage of the detailed SSSC

model both at steady state and under dynamic conditions.

Fig. 5.3(b) shows the behaviour of the transmission line current predicted using the two SSSC

models: the two currents are virtually identical, further confirming the correctness of the

simplified SSSC model.
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Fig. 5.3: Peiformance ofboth the detailed and simplified SSSC models operating in Inductive and

Capacitive modes as simulated in PSCADIEMTDC: (a) e2a; (b) ia-

5.4.2 STATCOM

Fig. 5.4(a) shows a comparison of the dynamic performance of a STATCOM obtained using the

simplified inverter model of this chapter and the detailed inverter model of Chapter Four. The

simulation study is similar to that shown in Fig. 4.5(h) of Chapter Four.

Fig. 5.4(a) shows the dynamic response of the simplified STATCOM output ac voltage, ela> the

line voltage, Via, and the phase a shunt current, Ilu, simulated in PSCAD/EMTDC. Before time t

= 175ms, the commanded quadrature component of the inverter current, Ilq *, is 1 pu capacitive

and this has resulted in the magnitude of the STATCOM output voltage, ela exceeding that of the

line voltage, Via. At t = 175ms, the commanded quadrature current, Ilq *, is adjusted to 1 pu

inductive, so that the inverter output voltage, ela> is now lower than the system voltage, Via

Fig. 5.4(b) shows the behaviour of the transmission line voltage at the point of STATCOM
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connection predicted using the two STATCOM models: the two voltages are virtually identical,

further confirming the correctness of the simplified STACOM model.

(a) e 1S' V1S and 'lS: Simplified STATCOM
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Fig. 5.4: (aJ Performance of simplified STATCOM model operating in Inductive and Capacitive

modes as simulated in PSCADIEMTDC: ela! Vla and Ila.

(bJPerformance of line voltage, Vlw in both the detailed and simplified STATCOM models

operating in Inductive and Capacitive modes.

5.4.3 UPFC

Fig. 5.5 shows a comparison of the dynamic performance of a UPFC obtained using the simplified

inverter model of this chapter and the detailed inverter model of Chapter Four. The simulation

study is similar to that shown in Fig. 4.12 of Chapter Four.

Before time t = 200ms, the commanded series injection voltage Vdq* is set to 0.2 pu and the

commanded relative angle is set to ~ = 120° leading. The STATCOM output voltage, ela' is at

the same magnitude as the line voltage, Vla . This set of reference inputs causes the series
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injection voltage, e2a, to lead the line current, fa' by an angle <1>, shown in Fig. 5.5(b), meaning that

the injected voltage vector is in the inductive domain. Also, because the angle <1> is larger than

90°, the SSSC is emulating a negative resistance. The active power is injected in series with the

line by delivering real power from the STATCOM terminals through the dc link capacitor.

Because of this, the STATCOM output voltage, ela , is almost 180° out of phase with the shunt

current, f la , so that active power may be absorbed at the STATCOM terminals.

At t = 200ms, the injected voltage magnitude V<Iq * is kept constant at 0.2 pu, but the commanded

relative angle ~ is now stepped down to 60°. The magnitude of the STATCOM output voltage,

ela, remains the same as the line voltage, VIa' The series injection voltage, e2w is still leading the

line current, fa' which means that the injected voltage vector remains in the inductive domain.

However, the angle <1> is now smaller than 90°, which means that the SSSC is emulating a positive

resistance. This requires active power to be absorbed from the line by the SSSC, and this real

power flows to the point of STATCOM connection. This is evident in Fig. 5.5(a) which shows

that the STATCOM output voltage, ela, is now in phase with the shunt current, fla .

(a) B le, VIe and lIe: Simplified UPFC

'c
=>
Ci>a..

-1

0.14 0.16 0.18 0.2 0.22 0.24 0.26

(b) B2e, V12e and le: Simplified UPFC

B2e

'c
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-1

0.14 0.16 0.18 0.2 0.22 0.24 0.26
Time (5)

Fig. 5.5: Peiformance of simplified UPFC model operating in Voltage Injection mode as

simulated in PSCADIEMTDC: (a) ela, VIa and Ila; (b) e2a, VJ2a and la.
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(a) VIe: Detailed UPFC vs. Simplified UPFC
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Fig. 5.6: Performance of hoth the detailed and simplified UPFC models operating in Voltage

Injection mode as simulated in PSCADIEMTDC: (a) V1a; (h) la'

Fig. 5.6 presents a close-up view of part of the same dynamic response test shown in Fig. 5.5,

generated for the purpose of close comparison between the detailed UPFC model and the

simplified continuous-time UPFC model presented in this section. Fig. 5.6(a) and (b) show the

behaviour of the transmission line voltage, V1a, at the point of STATCOM connection and the line

current, la' respectively. The predicted results using the two UPFC models have been shown to

be virtually identical, further confirming the correctness of the simplified UPFC model.

5.5 Conclusion

This chapter has presented a continuous-time model of a voltage-source inverter developed for the

simulation package PSCADIEMTDC. This simplified inverter model is aimed to output a

continuous-time waveform that exhibits only the fundamental frequency component of the actual

inverter voltages. The magnitude of this output voltage is based on the measured dc capacitor
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voltage and the required dead angle y. This chapter has also described the process used to design

such an inverter model in PSCADIEMTDC.

This continuous-time inverter model was then used to develop simplified SSSC, STATCOM and

UPFC models, the results of which have been shown to be very similar to those obtained from the

detailed models in Chapter Three and Chapter Four, and therefore validate the accuracy of these

simplified inverter-based FACTS models. Simplified, continuous-time models of FACTS

devices such as those presented in this chapter can also be linearised and used for eigenvalue

analysis. However, the main focus of the investigations in this thesis has been to develop

detailed models of FACTS devices based on the actual power-electronic topologies typically used

in practice in high-powered FACTS applications. Thus, when conducting the analyses in the rest

of the thesis, the full detailed FACTS device models are used. However, the continuous-time

models presented and benchmarked in this chapter could form the basis on which to develop

linearised models of the FACTS devices for future eigenvalue studies.

There are two aspects to the study of inverter-based FACTS devices in this thesis, namely

mathematical modelling and performance analysis of these devices. Chapter Two described the

design of a detailed 24-pulse, three-level inverter model which includes the actual representation

of power electronics and associated low-level firing controls. Chapter Three described the

modelling of a two-level and three-level SSSC based on the voltage-sourced inverter model

developed in Chapter Two. Chapter Four similarly described the development of detailed

simulation models of two other inverter-based FACTS devices, namely, the STATCOM and UPFC.

Finally, Chapter Five has presented the development of a continuous-time inverter model used to

derive simplified SSSC, STATCOM and UPFC models: the end of this chapter therefore

concludes the mathematical modelling aspects of the thesis.

The next chapter marks the beginning of the performance analysis of inverter-based FACTS

devices in the thesis, and specifically considers the frequency-domain impedance characteristics

of a transmission line compensated with a two-level SSSC, and examines the possibility of this

form of compensation giving rise to harmful resonances.
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CHAPTER SIX

RESONANT CHARACTERISTICS OF THE ELECTRICAL

COMPENSATION PROVIDED BY A TWO-LEVEL SSSC

6.1 Introduction

Chapter Three of this thesis described the development of two detailed SSSC models, each

incorporating the same 24-pulse three-level inverter, but with different control schemes. In the

first part of Chapter Three, the gain across the inverter is fixed (by setting y =0°) and the output

ac compensating voltage is varied by adjusting the inverter dc voltage; in the second part, the dc

voltage is kept fixed at some desired value and the output ac voltage is varied by changing the

dead angle y and therefore the inverter gain. Both SSSC models have been benchmarked against

known results from the literature. Chapter Three then demonstrated that with the three-level

SSSC, the inverter dc voltage might be adjusted by the operator to vary the dead angle y, and

therefore minimize the total harmonic content that is injected into the transmission system.

Although the two SSSC models have been shown to perform correctly under various steady state

operating conditions at the transmission line frequency of 60Hz, the characteristics of the SSSC's

compensating reactance have not yet been considered at other frequencies. The

frequency-domain characteristics of the SSSC are of interest due to concern for whether or not an

SSSC has the potential to excite subsynchronous resonance (SSR). It is commonly known that

when a conventional dielectric capacitor is used to compensate an RL transmission line to reduce

its series reactance, the transmission line becomes a resonant RLC network. An SSSC, on the

other hand, replaces a physical capacitor by injecting ac voltages that emulate the behaviour of

capacitive reactance in series with the line. The answer to whether or not this, too, constitutes a

resonant RLC network requires a detailed examination of the electrical impedance characteristics

of the compensator in the frequency domain.

This chapter therefore investigates the resonant characteristics of the compensation provided by

the two-level SSSC developed in Chapter Three. These investigations include examining the

impedance versus frequency characteristics of a transmission line compensated with the SSSC for

different ohmic reactance settings of the SSSC, and comparing these with the characteristics of
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conventionally compensated lines. The investigations also include an examination of the

performance of the SSSC in a benchmark system for the study of SSR [72]. It is hoped that

these studies can provide a clearer understanding of the behaviour of the SSSC as an equivalent

impedance element in the transmission line, and therefore identify the possible risk of SSR.

6.2 Subsynchronous Resonance (SSR)

6.2.1 Introduction

When series capacitance is inserted into a transmission line to increase the power transfer

capability, it forms a resonant circuit with the line resistance and inductance which resonates at its

natural electrical frequency after a change in system variables. Under such conditions, the

interaction between a turbine-generator and a series compensated transmission line may lead to a

form of dynamic instability called subsynchronous resonance (SSR) [18]. SSR has been

formally defined by the IEEE Subsynchronous Resonance Working Group [81] as

"... encompassing the oscillatory attributes of electrical and mechanical variables associated with

turbine-generators when coupled to a series capacitor compensated transmission system... ".

In the presence of SSR the turbine shafts are subjected to large amplitude torque oscillations.

These torque oscillations not only have the potential to cause shaft fatigue and shorten the life of

the turbine, they can also cause shaft failure as illustrated by two famous incidents at Mohave

Power Station in Nevada, U.S.A. [82]. It is therefore important to understand the effect that an

SSSC will have on the transmission system before actual implementation of such a device, even

though no physical capacitors are placed in series with the transmission line.

6.2.2 Mechanisms Of SSR

As previously described, when a conventional capacitor is used to compensate an RL transmission

line to reduce its series reactance, the transmission line becomes a resonant RLC network. The

line therefore exhibits a resonant minimum in its impedance at a natural frequency !er given as

1
(6.1)
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where

fo
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X = 1
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is the synchronous frequency of the system;

is the inductive reactance of the line at the system frequency; and

is the capacitive reactance inserted in series with the line at the system frequency.
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Fig.6.1: Conventional RLC line impedance elements as afunction offrequency [18].

Fig. 6.1 shows the total magnitude of the RLC line impedance as a function of frequency.

Because the inductive reactance XL increases and capacitive reactance Xc decreases with

increasing frequency, there is always one impedance minimum and this minimum value occurs at

the natural frequency of oscillation fer (as shown in Equation (6.1)), where the inductive and

capacitive reactances are equal and cancel each other out (XTOTAL =XL - Xc =0) leaving a small

resistance in the transmission line to limit the resonant frequency current flow. In practice, the

X
compensation ratio _C_ is always less than unity, therefore the resonant frequency, which is

XL

dependent on the level of compensation of the line inductance, is lower than the system frequency

fo, i.e·fer is subsynchronous [18].
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There are two mechanisms through which SSR can manifest itself, namely, the induction

generator effect and torsional interaction. The induction generator effect is predominantly an

electrical resonance, which occurs when the compensation ratio is high and the effective system

resistance is too low at the natural frequency fen resulting in the flow of subsynchronous current

becoming self-sustaining. The second mechanism, torsional interaction, is a form of

self-excitation that occurs due to the interaction between the electrical system and mechanical

dynamics of a turbine-generator. This particular mechanism can only occur in a generator with a

multi-inertia shaft. In such a turbine-generator system, the turbine stages are connected by

torsionally flexible shafts so that there are a number of natural torsional oscillatory modes. Each

of these torsional modes has a distinct mechanical natural frequency of oscillation fn. When the

series compensated transmission line possesses an electrical resonance.!en it results In aIr-gap

fluxes in the generator at complementary frequencies of fo ± fer. The electrical and mechanical

systems will interact when the subsynchronous complementary frequency fo - !er is close to one of

the mechanical resonant modes. This interaction can result in oscillations that become

self-excited and the subsynchronous currents are large. In the case where the damping of

torsional modes in a turbine-generator is exceptionally low, a phenomenon called shaft torque

amplification may occur. This further effect of SSR is capable of producing shaft torques of

much larger amplitudes following a system disturbance than those developed in uncompensated

transmission lines.

In both mechanisms, the existence of physical capacitors is instrumental in introducing an

electrical resonance in the transmission line and hence causing SSR. The question remains

whether an inverter-based series compensator like the SSSC is able to cause a similar electrical

resonance in transmission line. The following subsection reviews the literature concerning this

matter.

6.2.3 Literature Review

This section now presents a review of the technical literature and examines the issue of whether or

not the inverter-based series compensator is also a candidate for causing electrical resonance in

the transmission line and therefore SSR.

Since the solid-state, inverter-based series capacitive compensator was first introduced by Gyugyi

[13] to replace conventional capacitors by injecting a controllable synchronous ac voltage in

series with the transmission line, various papers [16,26] have stated that these series compensators

are immune to network resonances because no physical capacitors are placed on to the
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transmission line. It was claimed that since the inverter-based series compensator injects the

required quadrature voltage into the line only at the system frequency, it therefore exhibits a

theoretically zero impedance at all other frequencies. Hence, with proper implementation, it

cannot cause subsynchronous resonance because of the absence of the transmission line

impedance minimum. Subsequently, Gyugyi mentioned in [17] that the "series compensation by

a synchronous voltage source that can be restricted to the fundamental frequency is superior to

that obtained with series capacitive compensation in that it is, with proper implementation,

unable to produce undesired electrical resonances with the transmission network, and for this

reason it cannot cause subsynchronous resonance." Later on, Gyugyi et al. [21] reiterated that

the SSSC's claimed immunity to classical network resonances is one of its advantages. However,

no impedance characteristics of the inverter-based series compensator compensated transmission

line or any relevant results were presented to validate the above statement.

References [35,83] by Ooi et al. proposed a method of controlling a single inverter to act as an

advanced series compensator but the magnitude of compensating reactance injected into the line

could not be controlled. Ooi et al. [35,83] considered the potential of transmission line

resonance and proposed the inclusion of a notch filter feedback circuit to the series compensator

so that it, as an active filter, removes all low order frequencies in the transmission line. However,

again, no frequency domain analysis on the transmission line impedance was shown in both

papers and therefore such a solution to the problem of SSR has still not been fully evaluated.

While Sen did not include any resonance related topic III his two papers [27,34] on the

development of the two-level SSSC and UPFC respectively, Ghosh [55] on the other hand, stated

that with these FACTS series compensators "the system operates satisfactorily without any SSR

for balanced and unbalanced faults." Despite the unanimous agreement in such claims, little

detailed analysis of the resonant characteristics of the inverter-based series compensator has been

presented in each case.

Nevertheless, it has been demonstrated [18,20,33] by analysis of transmission line impedance in

the frequency domain that an inverter-based series compensator causes a similar resonant

impedance effect to that caused by conventional series compensating capacitors, and therefore

"has the potential to cause SSR". However, the subsynchronous frequency at which the resonant

minimum occurs in the impedance of the SSSC-compensation is different from that compensated

by the conventional capacitors. Reference [33] also stated that even though the inverter-based

series compensator can potentially excite SSR, it is "inherently more SSR stable than conventional

series compensating capacitors."
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Reference [77] by the author described a frequency-domain impedance characteristic study on the

two-level SSSC when used to compensate a transmission system based on that in [34]. The

conclusion drawn in [77] in regards to SSR is in agreement with [18,33]: the SSSC was shown to

cause a resonant minimum in the transmission line impedance similar to that caused by

conventional series compensating capacitors, and is therefore "prone to subsynchronous

"resonance.

The above review shows not a disagreement in the field of SSR, but rather a development in the

closer understanding of one aspect of the behaviour of the inverter-based series compensators.

The following section furthers the analysis on a two-level SSSC in the frequency domain to

investigate the resonant characteristics of such a device when placed in series with the

transmission line of a benchmark SSR study system.

6.3 The Impedance Versus Frequency Characteristics Of The SSSC In
The Transmission Line Of The IEEE First Benchmark Model

6.3.1 Introduction

Since the IEEE First Benchmark Model [72] was first developed in 1977, it has been used for

comparison in computational results for various simulation programs. The simplicity and the

accuracy of the simulation model itself also invites researchers to perform tests and analysis on

the transmission line resonances and the machine shaft dynamics. It was therefore decided to

take advantage of the benchmark model to study the resonant characteristics of an SSSC. The

electrical network of the First Benchmark Model is shown in Fig. 6.2: the sending-end of the

transmission line consists of a multi-inertia synchronous generator, and the receiving-end is

connected to an infinite bus behind system reactance Xr • The transmission line itself includes

line resistance RL, inductive reactance XL, and a compensating capacitive reactance Xc. A

temporary three-phase fault to ground with fault reactance XF is applied immediately after the

series compensation.

The aim of this section is to analyse the impedance versus frequency characteristics of the

transmission line itself in the IEEE First Benchmark Model compensated with the two-level SSSc.

In order to do so, the IEEE First Benchmark Model that is already present as an example case in

the simulation package PSCADIEMTDC is modified for this particular study. Because the focus

of this part of the investigation is to identify the resonant impedance minimum of the

compensated transmission line (either by the conventional capacitors or the SSSC), the
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synchronous machine at the sending-end of the line is initially replaced with a grounded

three-phase ac source with the same voltage amplitude and frequency. This simplified version of

the full benchmark model is used to analyse the different resonant responses in the frequency

domain of conventional capacitor compensation and inverter-based SSSC compensation. The

detailed PSCAD/EMTDC simulation models employed in this section are shown in Appendix G.2.

Generator 6~
XL XcRL

~
Po
PF Infmite

Bus
Unity

Voltage XF

Fig.6.2: IEEE First Benchmark networkfor subsynchronous resonance study [72].

6.3.2 Simulated Frequency Response Test Methodology

The simulated frequency response test described in this section is adapted from [18,33]. The

reason such an approach is required is that, when the series compensation is provided by a

complex power-electronic device such as the SSSC, it is no longer possible to predict the

frequency response using linear circuit theory analysis as would be the case when using

conventional capacitors. The main steps that were taken in order to investigate the resonant

characteristics of the line compensated with the SSSC are described below:

(1) A small subsynchronous voltage source Vss abc of 5% of the sending-end voltage

amplitude is inserted into each phase at the sending end of the transmission line as shown in

Fig. 6.3. The frequency of the subsynchronous voltage Vss abc is set to some

subsynchronous value illss (i.e. illss < COo) at which the impedance characteristics of the line

are to be determined.

(2) With the combination of synchronous and subsynchronous forcing voltages, the

steady-sate response of the transmission line variables was obtained from the time-domain

simulation of the system shown in Fig. 6.3.
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Fig.6.3: Diagram ofthe simulatedfrequency response tests as peiformed on the transmission line

of the IEEE Benchmark Model transmission line containing a detailed model of the SSSC in

PSCADIEMTDC.

(3) A 1024-point, Fast Fourier Transform (FFT) analysis is then carried out on the time

domain results to extract the magnitude and phase relationship between the phase a voltage

Vu at the sending-end of the line and the phase a current iu in the line to determine the

impedance Zline at the preset subsynchronous frequency CDss of the voltage V ss abc·

(4) By repeating the procedure from (1) to (3) for a range of values of subsynchronous

frequency the net impedance of the line as a function of frequency was obtained over the

rest of the frequency domain.

Same steps are taken to investigate the resonant characteristics of the line compensated with the

conventional capacitors, but with the SS,SC replaced with capacitors in Fig. 6.3.

6.3.3 Conventional Capacitor Compensation Versus SSSC Compensation

In order to obtain confidence that the above-described frequency response test is the correct

procedure to investigate the resonant impedance characteristics, these steps are followed for

numerous values of subsynchronous frequencies between 0 Hz and 60 Hz in order to obtain the

phase a impedance characteristics for the conventional capacitor compensated IEEE First

Benchmark Model transmission line. The results of this simulation analysis at the IEEE First

Benchmark Model default compensating reactance of Xc = 0.3707 pu are shown in Fig. 6.4.
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These simulated results are then compared to the theoretical impedance curve calculated based on

Equation (6.1). Fig. 6.4 shows that the frequency-domain impedance predicted by the

PSCADIEMTDC simulation agrees closely with the theory, thus confirming the correctness of the

test method. This testing method can therefore also be employed to investigate the resonant

impedance characteristics of the line when compensated with the SSSC.
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Fig.6.4: Magnitude and phase of the total impedance Z of the conventional capacitor

compensated IEEE First Benchmark Model transmission line at Xc =0.3707 pu, as obtained from

simulatedfrequency response tests and from theoretical calculation.

As mentioned previously, the aim of this section is to illustrate the similarities and differences in

resonant characteristics between the conventional capacitor compensated and SSSC compensated

transmission line. Therefore the phase a resonant impedance characteristics in the frequency

domain for the transmission line compensated by the conventional capacitor are again shown in

Fig. 6.5(a) (these results are duplicates of Fig. 6.4), but now the impedance results for the

transmission line compensated by the SSSC are also shown for at the same compensation ratio

shown in Fig. 6.5(b).
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As shown in Fig. 6.5, it is clear that both the conventional capacitor compensated and SSSC

compensated transmission lines exhibit a resonant minimum and zero phase in their impedances,

but at different resonant frequencies, fer. From the PSCADIEMTDC simulation results, the line

compensated with the conventional capacitor resonates at 39.9 Hz whereas the line compensated

with the SSSC resonates at a lower frequency of 30.5 Hz. Although both types of series

compensation have a similar effect, the SSSC compensation does not follow the same theoretical

equation for the resonant frequency (i.e. Equation (6.1» as the conventional capacitor

compensation.

Despite the difference in resonant frequency, Fig. 6.5 illustrates that for both types of series

compensation, the capacitive reactance provided by the compensator is greater than the inductive

reactance of the line at frequencies below the resonant frequency and therefore the transmission

(a) (b)
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Fig.6.5: (a) Magnitude and phase ofthe total impedance Z ofthe conventional capacitor

compensated IEEE First Benchmark Model transmission line at Xc = 0.3707 pu, as obtainedfram

simulatedfrequency response tests; (b) total impedance Z ofthe same transmission line

compensated by the SSSC at Xq' =0.3707 pu.
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line is net capacitive: the voltage lags the current by 900 and the impedance phase angle is

between 00 and -900
• The phase for the SSSC compensated line, however, stays at around -550

and does not reach as low as -900 like the conventional capacitor line. Similarly, for both forms

of compensation, at frequencies above the resonant frequency, the transmission line inductive

reactance exceeds the capacitive reactance of the compensator and the line is net inductive: the

voltage leads the current and the impedance phase angle is between 00 and +900
• At their

respective resonant frequencies, however, the capacitive reactance provided by either type of

compensation exactly cancels the line inductive reactance such that the net line impedance is

purely resistive and exhibits a resonant minimum in both cases.

This frequency response of the SSSC compensated transmission line in the First Benchmark

Model is consistent with the findings of [18,33,77]. Subsequent to these findings, other

researchers have also verified the same findings using analytical techniques [20], further

validating both the results and the use of the simulated frequency response techniques employed

here. Like the conventional RLC line, the SSSC compensated transmission line has a resonant

minimum because it acts as a capacitive reactance over the entire frequency domain and not only

at the synchronous frequency of the transmission system. Therefore, it has the potential to excite

subsynchronous resonance.

6.3.4 •SSSC Compensation For Different Values Of Compensating Reactance Xq

This subsection now examines the net impedance of the SSSC compensated transmission line as a

function of frequency for a range of different values of commanded compensating reactance Xq".

The purpose of this study is to identify the trend of the resonant impedance characteristic of the

transmission line compensated by the SSSC when Xq • is varied. The same frequency response test

procedure described in subsection 6.3.2 is followed in this investigation as in the previous

subsection.

Fig. 6.6 shows the graphs of the frequency-domain impedance characteristics of the SSSC

compensated transmission line for values of commanded capacitive compensating reactance Xq"

of 0.178 pu, 0.275 pu and 0.3707 pu (Figs. 6.6(a), 6.6(b) and 6.6(c) respectively), as well as a

commanded inductive reactance of 0.178 pu (Fig. 6.6(d».

As in the previous section, Fig 6.6 shows that for each different value of compensating reactance

provided by the SSSC, the line exhibits a resonant minimum in its impedance at a subsynchronous

frequency, and the impedance at this frequency is small and purely resistive. It can also be seen
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Fig.6.6: Magnitude and phase of the total impedance Z of the SSSC compensated IEEE First

Benchmark Model transmission line at (a) Xc = 0.178 pu; (b) Xc =0.275 pu,' (c) Xc = 0.3707 pu;

(d) XL = 0.178 pu, as obtainedfrom simulatedfrequency response tests.
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on those three plots that consider capacitive values of Xq ' (Figs. 6.6(a), 6.6(b) and 6.6(c)) that the

natural frequency fer increases with the increase in the commanded capacitive compensating

reactance Xq '. The phase of the total transmission line impedance shifts from -900 to +90 0 as the

frequency of the subsynchronous forcing voltage increases. This indicates that the impedance of

the line ranges from being predominantly capacitive to purely resistive at the resonant frequency

where the phase crosses zero degrees, to being predominantly inductive as the frequency increases

abovefe,'

The results in Fig. 6.6(d) show that when the SSSe is used to provide an inductive reactance in

series with the line, there is no resonant minimum in the line impedance. Instead, both the

magnitude and the phase of the line impedance increase with the increase in frequency of the

subsynchronous forcing voltage, with the phase remaining close to +900 and never reaching zero

degrees. This behaviour is consistent with the frequency domain characteristics of an RL line.

The results presented in this section have confirmed the findings in [18,33], that the SSse causes

a resonant impedance effect similar to that caused by conventional capacitors. These results

have also shown that the resonant frequency of the SSSe compensated line increases as the

commanded value of capacitive compensating reactance increases. Therefore when the SSSe is

used to provide a certain amount of capacitive compensation in a transmission line sourced by a

multi-inertia synchronous machine, there is a risk that the resulting electrical resonant frequency

may by chance interact with one of the turbine's mechanical natural modes and cause SSR. The

following section investigates precisely that, where the SSSe is put into the original IEEE First

Benchmark Model in place of the conventional capacitors.

6,4 The IEEE First Benchmark Model: Conventional Capacitor
Compensation Versus SSSC Compensation

6.4.1 Introduction

The previous section has investigated the resonant characteristics of a transmission line

compensated with an SSse and has shown that the SSSe causes a similar resonant effect to that

caused by conventional capacitors. This section now examines the effect this electrical

resonance caused by the SSSe has on a multi-inertia synchronous machine, once again by making

use of the IEEE First Benchmark Model. The turbine-shaft system modelled in the First

Benchmark Model consists of six turbine-generator stages and the associated interconnecting
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torsional shafts. This detailed mechanical model of the shaft of the multi-inertia turbine has five

natural torsional oscillatory modes, and associated with each of these oscillatory modes is a

distinct mechanical natural frequency, fn> each of which is shown in Table 6.1. As seen in the

previous section, the SSSC will cause an electrical resonance in the line whose frequency fer

depends on the magnitude of compensation. As explained previously, an electrical resonance in

the line results in a component of air gap flux at a subsynchronous complimentary frequency fo 

fer. If this complementary frequency coincides with one of mechanical natural frequencies of the

shaft shown in the table, then there is a risk of torsional interaction and SSR.

Table 6.1: Turbo-generator shaft modes in the IEEE First Benchmark Model

Modes Mode Frequency,fn

Mode 1 15.71 Hz

Mode 2 20.005 Hz

Mode 3 25.55 Hz

Mode 4 32.285 Hz

ModeS 47.46 Hz

The aim of this study is to investigate the resonant interactions between the transmission line and

the machine shaft dynamics. In order to do so, the subsynchronous ac sources are removed, and

the three-phase ac source used in the previous study to examine the resonant characteristics of the

SSSC in the IEEE First Benchmark Model transmission line is replaced with the original

synchronous machine model and turbine shaft model used in the First Benchmark Model for the

study of subsynchronous resonance [72]. The detailed simulation model used in this study is

shown in Appendix 0.3. The following subsection presents some predicted results of the

interactions between the electrical and the mechanical system when the transmission line is

compensated either with the SSSC or conventional capacitors at different compensation levels.

6.4.2 Time Domain Simulation Results From PSCADIEMTDC

The prevIous study has shown that the SSSC and the conventional capacitor compensated

transmission line both exhibit resonant impedance minima, but at different natural frequencies.

Moreover, the resonant frequency is dependent on the level of compensation, as it increases with

the increase in the commanded compensating capacitive reactance Xq*. This study therefore
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considers the same three values of compensating capacitive reactance used in the previous section,

which are 0.178 pu, 0.275 pu, and 0.3707 pu, to show the possible interaction between their

respective natural frequencies and the mechanical shaft modes. At each value of compensation,

the results of both SSSC and conventional capacitor compensation are shown for the purpose of

comparison. Based on [72], each case considered shows four selected system variables from the

PSCADIEMTDC simulation, namely, the phase a machine current, the electrical torque, the

LPA-LPB turbine shaft torque and the GEN-EXC shaft torque.

In the case of both the conventional capacitor compensated and SSSC compensated transmission

lines, the system is initially operating at steady state; a three-phase fault of duration 0.075 seconds

is then applied at the receiving end of the line at time t =0.1 seconds as shown in Fig. 5.2. The

fault duration of 0.075 seconds represents the time for a circuit breaker to interrupt the fault; the

particular value of 0.075 seconds is that used in [72]. The results are shown as follows.

Xq* = 0.178 pu

At the commanded capacitive reactance of 0.178 pu, the SSSC and the conventional capacitor

cause different natural frequencies, fer. The value of fer at this value of Xq ' for each form of

compensation has been predicted in the previous section. These predicted values of fen

together with the associated subsynchronous complimentary frequency, are shown below:

Conventional Capacitor:

SSSC:

fer =27.715 Hz

fer =12.8 Hz

fo - fer =32.285 Hz

fo - fer =47.2 Hz

With reference to Table 6.1, it can be seen that the complimentary frequency of the conventional

capacitor matches the Mode 4 mechanical frequency of 32.285 Hz, whereas the complimentary

frequency of the SSSC comes very close to the Mode 5 mechanical frequency of 47.46 Hz.

Fig 6.7(a) and Fig 6.8(a) show graphs of the phase a machine current for conventional capacitor

compensation and SSSC compensation respectively. After the three-phase fault has been

applied at 0.1 s, machine currents for both forms of compensation increase in amplitude then

begin to decrease back to steady state after the fault has been cleared. Whereas the SSSC

compensated machine current settles quickly to steady state and is predominantly 60 Hz, it is

obvious that the capacitor compensated machine current is less damped and contains more than

just the system frequency.
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Fig. 6. 7: Machine response curves for the conventional capacitor compensated transmission

system at Xq ' = O. J78 pu in the IEEE First Benchmark Mode!.

Figs. 6.7(b), (c) and (d) show that in the case of the conventionally compensated system,

following the disturbance the electrical torque, LPA-LPB and GEN-EXC shaft torques all

exhibit large negatively damped oscillations. In the case of the LPA-LPB shaft torque, these

oscillations are predominantly at the frequency of Mode 4 (32.3Hz), while in the case of the

GEN-EXC shaft torque the oscillations comprise both the Mode 4 and Mode 5 frequencies

(mixture of 32.3Hz and 47.5Hz).

On the other hand, electrical torque of the SSSC compensated system, shown in Fig. 6.8(b),

exhibits relatively small oscillations immediately after the disturbance, but these are well

damped and rapidly return to steady state. In Fig. 6.8(c) and (d), the LPA-LPB and GEN-EXC

shaft torques clearly show no destabilization of the system by the SSSC at this value of

compensation, despite the electrical system being closely tuned to the frequency of Mode 5.
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Fig.6.8: Machine response curves for the SSSC compensated transmission system at Xq* = 0.178

pu in the IEEE First Benchmark Model.

Xq* = 0.275 pu

At the capacitive reactance value of 0.275 pu, the value offer for each form of compensation has

been predicted in the previous section. These predicted values of fen together with the

associated subsynchronous complimentary frequency, are shown below:

Conventional Capacitor:

SSSC:

fer = 34.45 Hz

!er =19.76 Hz

fo - fer =25.55 Hz

fo - fer =40.24 Hz

With reference to Table 6.1, the complimentary frequency of the system compensated with

conventional capacitors matches the Mode 3 mechanical frequency of 25.55 Hz, whereas the

complimentary frequency of system compensated with the SSSC is half way between Mode 4

and Mode 5.
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Fig 6.9(a) and Fig 6.1O(a) show graphs of the phase a machine current for conventional

capacitor compensation and SSSC compensation respectively. After the fault has been applied

at 0.1 s, machine currents for both forms of compensation once again increase in amplitude then

begin to decrease after the fault has been cleared. Whereas the SSSC compensated machine

current settles more quickly to steady state, it is clear that in the case of both forms of

compensation the line currents contain more than just the system frequency.

The electrical torque shown in Fig 6.9(b) shows large sustained oscillations in the capacitor

compensated system with a frequency of 26Hz, which is the Mode 3 frequency. The

oscillations in electrical torque of the SSSC compensated system, shown in Fig. 6.1 O(b), are

more damped and occur at a frequency of 40Hz, which is the predicted complimentary

frequency of the SSSC compensation.

(b) Electrical Torque (Cap Comp)

~;
(c) LPA-LPB Torque (Cap Comp)

(d) GEN-EXC Torque (Cap Comp)

(
o 0.5 1 1.5 2 2.5

Time (5)

Fig.6.9: Machine response curves for the conventional capacitor compensated tran.smission

system at Xq' =0.275 pu in the IEEE First Benchmark Model.
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Fig.6.10: Machine response curves for the SSSC compensated transmission system at

Xq ' = 0.275 pu in the IEEE First Benchmark Model.

Figs. 6.9(c) and (d) show that in the case of the conventionally compensated system, following

the disturbance the LPA-LPB and GEN-EXC shaft torques both exhibit negatively damped

oscillations. These growing oscillations confirm the instability of Mode 3 for this value of

conventional compensation. Figs. 6.1O(c) and (d) show that in the case of the SSSC

compensation there are oscillations at the frequency of both Mode 4 (32.2Hz) and Mode 5

(47.5Hz) in the LPA-LPB and GEN-EXC shaft torques respectively. From the results of Fig

6.1O(c) in particular, it is clear that the SSSC is causing strong torsional interaction with Modes

4 and 5 of the shaft and that the system is close to instability (i.e. mechanical failure) as a result.

Even without mechanical instability, the large poorly damped torques are undesirable as they

would contribute to shaft fatigue and reduction in life of the equipment.

Overall, the torque oscillations in the conventionally compensated system are larger than in the

case of the SSSC compensated system. Thus, the SSSC form of compensation gives rise to

significantly less destabilization at this value of compensation, and this destabilization

manifests itself in a distinct torsional mode from that of conventional series compensation.

Conventional compensation results in a predominantly Mode 3 oscillations, while SSSC
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compensation results in a combination of Mode 4 and Mode 5 oscillations. This phenomenon

of exciting two modes at once is well known [82] and is due to the fact that one of the modes is

highly susceptible to torsional interactions.

Xq' = 0.3707 pu

At the capacitive reactance value of 0.3707 pu, the value of fer for each form of compensation

has been predicted in the previous section. These predicted values of fen together with the

associated subsynchronous complimentary frequency, are shown below:

Conventional Capacitor:

SSSC:

fer =39.994 Hz

fer =30.5 Hz

fo - fer = 20.006 Hz

fo - fer = 29.5 Hz

This particular commanded compensating capaCItIve reactance of 0.3707 pu is the value

selected for the time domain subsynchronous resonance study published in the IEEE First

Benchmark Model [72]. This compensation level is specifically chosen (for conventional

compensation) to have a resonant frequency at 39.994Hz and therefore excites the second

torsional frequency of 20.006Hz. With reference to Table 6.1, the resonant frequency of the

SSSC at this value of compensating reactance is at 30.5Hz and therefore the complimentary

frequency in the case of SSSC compensation is between Mode 3 and Mode 4, but closer to the

latter mode at 29.5Hz.

Fig 6.11(a) and Fig 6.l2(a) show graphs of the phase a machine current for conventional

capacitor compensation and SSSC compensation respectively. After the three-phase fault has

been applied, machine currents for both forms of compensation increase in amplitude then begin

to decrease after the fault has been cleared. However, the peak-ta-peak amplitude of machine

current for the capacitor compensated system is noticeably higher than the previous two sets of

studies with different compensating reactances Xq·, but similar to the previous two studies in

that it contains more than the system frequency. On the other hand, the SSSC compensated

machine current settles quickly to steady state and is predominantly 60Hz.

The electrical torque shown in Fig 6.11 (b) shows large sustained oscillations in the capacitor

compensated system, again noticeably higher in amplitude than the previous two studies. The

electrical torque of the SSSC compensated system, shown in Fig. 6.l2(b), also exhibits fairly

large oscillations compared to the previous two values of compensation, but these are well

damped and rapidly return to steady state.
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Fig. 6. 11 : Machine response curves for the conventional capacitor compensated transmission

system at Xq* =0.3707 pu in the IEEE First Benchmark Model.

Figs. 6.11(c) and (d) show that in the case of conventionally compensated system, the LPA-LPB

and GEN-EXC shaft torques both exhibit large negatively damped oscillations following the

disturbance. The oscillations in both of these shaft torques are predominantly at the frequency

of Mode 2 (20Hz) as predicted. These shaft torque amplitudes are much larger than the

previous study, especially the LPA-LPB torque. The amplitude of the oscillations of the

GEN-EXC torque shown in Fig. 6.11(d) increases with time and therefore suggests instability in

Mode 2 at this value of conventional capacitor compensation.

In the case of SSSC compensated system, Fig. 6.12(c) shows that there are oscillations at the

frequency of Mode 4 (32Hz) in the LPA-LPB shaft torque, whereas Fig. 6.12(d) shows a

frequency of 20Hz, which suggests a small excitation of Mode 2. This shows that with this

particular SSSC compensation, a combination of modes is excited. However, in the case of

SSSC compensation, the oscillations persist for several cycles but they are not as large and are

not as negatively damped as in the case of conventional capacitor compensation. Nevertheless,

the oscillations of the LPA-LPB shaft torque show clearly that torsional interaction is taking

place.
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These results confirm that at the same value of synchronous frequency compensating reactance,

the SSSC and conventional series capacitor interact with the mechanical shaft of the turbine at

quite distinct subsynchronous frequencies.

(a) Machine Current (SSSC Comp)

-4 L .L- ...L- ...L- -L.- ---'

~:~'m"rT~"'(SSSccomp) : d

~:
(d) GEN-EXC Torque (SSSC Comp)

~~
-4

o 0.5 1 1.5 2 2.5
Time (5)

Fig. 6. 12: Machine response curves for the SSSC compensated transmission system at Xq • =
0.3707 pu in the IEEE First Benchmark Model.

The above investigation has presented three sets of SSR studies of SSSC and conventional

capacitor compensated transmission lines with different commanded capacitive compensation

reactance values. It is observed that since resonance occurs at different frequencies for the SSSC

and conventional capacitors at the same compensation level, one form of compensation may

excite a specific mechanical shaft mode while the other can excite another mode, a combination

of modes or miss out on all modes. Although close tuning of the subsynchronous electrical

complementary frequency is a necessary condition for destabilization of a torsional mode, it is not

on its own a sufficient condition: certain torsional modes of a turbine shaft are less susceptible to

torsional interaction and destabilization by electrical resonances than other modes because of

torsional properties other than their mode frequency [84]. In the case of this study system, there

is no instability in Mode 5 for SSSC compensation of Xq* = O.I78pu despite the electrical
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resonance caused by the SSSC, since this resonance coincides with a torsional mode that is not

susceptible to torsional interaction. Therefore, instead of showing only one operating condition

for the SSR studies in order to rule out the possibility of SSR (as shown in [55]), it is crucial to

check a range of compensation values. Also, even at values of compensation where the SSSC

does not cause large persistent oscillations, the shaft torque oscillations can still be poorly damped

and therefore of concern. Hence, these results show that this form of compensation can cause

torsional interaction, even if it may destabilize torsional modes to a lesser degree than

conventional capacitors. This finding is in agreement with conclusions drawn in reference [33].

6.S Conclusion

This chapter began by introducing the two different mechanisms that cause subsynchronous

resonance, then presented a review of the field of inverter-based series compensators and SSR.

It has commonly been claimed, that these inverter-based series compensators do not cause SSR

because their compensating voltages can be restricted to the fundamental frequency.

Subsequently [18,33], it has been shown otherwise by examining the electrical impedance

characteristics of an inverter-based series compensator in the frequency domain.

This chapter extends the prevIOUS work by exarrumng the impedance versus frequency

characteristics of a transmission line compensated with a two-level SSSC using the detailed model

developed in Chapter Three. The chapter has also considered the compensation characteristics

of a two-level SSSC in the IEEE First Benchmark Model for the study of SSR, once again using

the detailed model of the SSSC developed in Chapter Three. Similar to the findings in [18,33]

the SSSC was found to cause a resonant minimum in the line impedance at a subsynchronous

natural frequency, at which frequency the line impedance is purely resistive: i.e. the SSSC acts as

a capacitive reactance not only at the fundamental frequency but over the entire frequency

spectrum. It was therefore concluded that the SSSC is likely to cause SSR in susceptible

neighbouring generators. Furthermore, it has been shown that for the same compensating

capacitive reactance, the resonant frequency of the SSSC is somewhat lower than that of

conventional capacitors. It was also then demonstrated that with the increase in the

compensating capacitive reactance, the resonant frequency caused by the SSSC increases.

The detailed examination of the two-level SSSC in the IEEE First Benchmark Model confirmed

the above conclusions. The results showed that this form of compensation can result in no

destabilization, or significantly reduced destabilization of the torsional modes of a particular
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system when compared directly with the same degree of conventional senes capacitor

compensation. However, it also showed that, in a similar manner to the conventional capacitor

compensation, the electrical resonant frequency caused by the SSSC may excite one or more

mechanical torsional modes. This interaction may result in large, poorly-damped, or even

self-excited oscillations. With insufficient damping of the torsional modes, shaft torque

amplification may occur which will give rise to large turbine-generator shaft torques.

Despite the advantages SSSC has over conventional capacitor compensation, (e.g. fast control and

response, the ability to emulate both inductive and capacitive reactances, and the ability to damp

power oscillations by coordinated modulation of compensating reactance etc.) it nevertheless also

has the potential to excite SSR. Close attention should therefore be paid when using such

devices so to avoid undesired resonances.

The investigations conducted in this chapter have considered a range of values of compensation

Xq • provided by the SSSC, but at each such value considered, the SSSC's commanded

compensating reactance was kept constant during the time frame of the study. The following

chapter now considers whether supplementary modulation of the SSSC's compensating reactance

can be used to mitigate the resonances it causes when introduced in a transmission line.
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CHAPTER SEVEN

SUPPLEMENTARY DAMPING CONTROLLER FOR AN

SSSC-COMPENSATED TRANSMISSION LINE

7.1 Introduction

By carrying out frequency scanning tests on the detailed two-level SSSC compensated

transmission line model developed in Chapter Three, the previous chapter showed that the SSSC

exhibits a resonant minimum in the line impedance at a subsynchronous frequency. This is

therefore a serious concern when an SSSC is used in a real electrical network as it has the

potential threat of exciting SSR. Chapter Six also demonstrated that although the destabilization

of torsional modes for SSSC compensation may not always be as severe as with conventional

series capacitor compensation, SSR could still result should there be insufficient damping in the

system.

Jowder and Ooi have proposed [65] an SSSC fitted with supplementary controls to damp out

subsynchronous oscillations caused by other conventional compensating capacitors in the

transmission system. However, although the simulation results presented in [65] confirm that the

proposed modulated reactance control of the SSSC was able to stabilize SSR in the studied system,

the model of the SSSC used in [65] did not include the detailed power electronics and low-level

firing controls of the SSSC's inverter. Although the SSSC in [65] is described as three-level, it is

represented in the mathematical model as a dynamically-variable ideal voltage source.

Furthermore, although the torsional properties of the studied turbine generator were represented in

detail in [65], the study system itself was not a benchmark system because of the particular focus

of that work [65]. Finally, the system studied in [65] considered only one value of compensation

provided by the SSSC, as it was used as an SSR damper rather than a variable compensator.

Other research [64] has shown that the dynamically-adjustable series compensation provided by

an SSSC can, in practice, be used to add significant damping to the electromechanical oscillations

of a nearby generator in the power system. However, the scheme in [64] was designed to add

damping to a relatively low-frequency inertial swing mode of the generator, whereas the torsional

oscillations associated with SSR can be significantly higher in frequency, and can even be quite
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close to the system frequency itself in some instances. Furthermore, while the findings in [64]

were confirmed by laboratory measurements, the SSSe in that study employed a pulse-width

modulated inverter; in practice, a transnUssion-voltage SSSe would typically use multi-level,

multi-pulse square wave inverter technology.

Due to the fact that the output ac voltage from the inverter needs to respond rapidly to the

modulated reactance control described in the above applications, the two-level SSSe is not

considered for this aspect of the work. The reason being is that the output ac voltage from the

two-level SSSe is varied by changing the inverter's dc capacitor voltage, and the relatively slow

charging and discharging time of the capacitor is therefore not suited for this type of damping

control. The three-level SSSe is ideal for such application as the amplitude of its output ac

voltage is independent of the inverter's dc capacitor voltage, and is changed by varying the

inverter's dc-to-ac gain within the high-level SSse controls.

This chapter now considers whether the supplementary damping control scheme proposed in [65]

can still provide acceptable damping of SSR when the SSSe and its inverter are represented in

detail, that is with the SSSC's high-level controls, low-level firing controls and its full 24-pulse,

three-level voltage source inverter topology represented in the system study. Furthermore, this

work further extends that of [65] by considering the performance of the proposed damping control

system in a benchmark study system [72], and for a range of values of compensation provided by

the SSSc.

Before designing the supplementary damping controller, it is necessary to first examine the

resonant characteristics of the three-level SSSe. The following section investigates the

performance of the three-level SSSe in the IEEE First Benchmark system [72].

7.2 Resonant Characteristics Of Three-Level SSSC

The study conducted in the previous chapter examined the resonant interactions between the

transnUssion line and the generator shaft dynanUcs in the IEEE First Benchmark Model when the

line was compensated with a two-level SSSe. In this section, the same investigation will be

carried out on a three-level SSSe compensated transnUssion line, once again, using the IEEE First

Benchmark Model. For the purpose of convenient referencing, the five torsional modes of the

multi-inertia turbine and their associated mechanical natural frequencies, fn, are again shown in

Table 7.1.
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This study once again considers the same three values of compensating capacitive reactance, Xq*,

used in the previous chapter, which are 0.178 pu, 0.275 pu, and 0.3707 pu, in order to investigate

a range of operating points.

Table 7.1: Turbo-generator shaft modes in the IEEE First Benchmark Model

Mode Mode Frequency, fn

Mode 1 15.71 Hz

Mode 2 20.005 Hz

Mode 3 25.55 Hz

Mode 4 32.285 Hz

ModeS 47.46 Hz

As in the studies of Chapter 6, the system is initially operating at steady state; a three-phase fault

of duration 0.075 seconds is then applied at the receiving-end of the transmission line at t =0.1

seconds. The results of four system variables from the PSCADIEMTDC simulation, namely,

generator speed, the electrical torque, the LPA-LPB turbine shaft torque and the GEN-EXC shaft

torque are shown as follows.

Xq* = 0.178 pu

In the previous chapter, at a commanded capacitive reactance of Xq* = 0.178 pu, the resonant

frequency, fen in the transmission line caused by the two-level SSSC is 12.8 Hz and the

associated subsynchronous complementary frequency, fo - fen is 47.2 Hz. With reference to

Table 7.1, the complementary frequency of 47.2 Hz is very close to the Mode 5 mechanical

natural frequency of 47.46 Hz.

Fig 7.1 shows the simulated results of the three-level SSSC-compensated line to the short circuit

disturbance at Xq * = 0.178 pu. The results shown in Fig. 7.1 indicate no noticeable

destabilization of the system compensated by the three-level SSSC at this value of

compensation. With the exception of the electrical torque, shown in Fig. 7.1 Cb), the

mechanical system variables exhibit torsional oscillations after the three-phase fault has been

cleared, but these are not negatively damped and they are of small amplitude.
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(a) Generator Speed

(b) Electrical Torque
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Fig. 7.1: Simulated response of the IEEE First Benchmark Mode! to a short circuit fault for the

three-level SSSC compensated transmission system at Xq* = 0.178 pu.

Xq* = 0.275 pu

As predicted in the previous chapter, the resonant frequency, fen in the transmission line caused

by an SSSC at a commanded capacitive reactance of Xq* = 0.275 pu is 19.76 Hz, and the

associated subsynchronous complementary frequency, fo - fen is 40.24 Hz. With reference to

Table 7.1, the complementary frequency of the system at this value of compensation is half way

between the mechanical natural frequencies of Mode 4 and Mode 5.

Fig 7.2 shows the simulated results of the three-level SSSC-compensated line to the short circuit

disturbance at Xq* =0.275 pu. The results in Fig. 7.2 show that at this value of compensation

the torsional oscillations in the mechanical system variables are now of concern: although the

oscillations are not noticeably negatively damped, they are larger in amplitude than is the case

in Fig. 7.1 and are sustained; such oscillations would in all likelihood reduce the life of the

turbine shaft if allowed to persist in this manner. A close analysis of these oscillations (not
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shown here) has shown the presence of both the Mode 1 (15.71 Hz) and Mode 4 (32.3 Hz)

mechanical natural frequencies.

(a) Generator Speed
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5_ ! I J

(b) Electrical Torque

~ -:
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(
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o 0.5 1 1.5 2 2.5
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Fig.7.2: Simulated response of the IEEE First Benchmark Model to a short circuitfaultfor the

three-level SSSC compensated transmission system at Xq* =0.275 pu.

Xq* = 0.3707 pu

As predicted in the previous chapter, the resonant frequency, fen in the transmission line caused

by an SSSC at a commanded capacitive reactance of Xq* = 0.3707 pu is 30.5 Hz and the

associated subsynchronous complementary frequency, fo - fen is 29.5 Hz. With reference to

Table 7.1, the complementary frequency of the system at this value of compensation lies in

between the mechanical natural frequencies of Mode 3 and Mode 4, but is closer to that of

Mode 4.

Fig 7.3 shows the simulated results of the three-level SSSC-compensated line to the short circuit

disturbance at Xq* =0.3707 pu. The results in Fig. 7.3 show that at this value of compensation
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the system is clearly experIencmg negatively damped torsional oscillations. A careful

frequency-domain analysis of these results (not shown here) has shown that the mechanical

system oscillations are once again multi-modal in character, comprising oscillations at both the

Mode 1 and Mode 4 frequencies, but that the Mode 4 frequency is predominant. Thus, at a

value of Xq ' =0.3707 pu the three-level SSSC results in significant destabilization of the Mode

4 torsional mode as well as provoking noticeable oscillations in Mode 1.

(a) Generator Speed

~_:r;zs;~
(b) Electrical Torque

~t~:===: : 1

~_:~~
~O:===~===:J

-0.5
o 0.5 1 1.5 2 2.5

Time (s)

Fig.7.3: Simulated response of the IEEE First Benchmark Model to a short circuitfaultfor the

three-level SSSC compensated transmission system at Xq ' =0.3707 pu.

The previous three simulation studies have considered the responses of the three-level SSSC

compensated transmission system following a three-phase fault, with different commanded

compensating capacitive reactance values. The results are in agreement with the conclusions

drawn in Chapter Six:

1. Due to the different susceptibility of the torsional modes of a turbine shaft to torsional

interaction, it is possible that the close tuning of the subsynchronous electrical
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complementary frequency to that of a particular mechanical mode may not, in fact, affect

that mode but instead interact with the other modes.

2. Although at some compensation levels the SSSe does not cause instability in the

electro-mechanical system, it is evident that it still excites shaft torque oscillations. While

this is true in some cases, at other compensation levels, the SSse clearly causes large

negatively damped oscillations following a disturbance. Therefore, in the SSR study, it

is paramount to examine the resonant characteristics of a compensating device by

investigating a range of compensation values.

In the previous three studies it has been shown that, at all of the compensating reactance values

considered, the Mode 4 frequency of 32.3 Hz is present in the response of the mechanical system

variables following a disturbance, and that it is often the dominant frequency. It is therefore

sensible to try and damp out the response of this highly susceptible mode in order to provide

stability to the electro-mechanical system. The following section will describe the design of a

supplementary controller for the three-level SSSe to damp out Mode 4's torsional oscillations.

7.3 Supplementary Damping Controller

It has been shown in the previous chapter that when an SSSe is used to provide a fixed degree of

series compensation to a transmission line (i.e. constant Xq) there is a subsynchronous resonant

minimum in the line impedance similar in characteristic to that caused by conventional dielectric

series capacitor compensation, and that for this reason an SSSe can give -rise to SSR. If a

generator feeding such a transmission system has a multi-inertia turbine shaft, subsynchronous

frequency components will be present in the generator voltages due to torsional oscillations of its

shaft, and these in turn will give rise to subsynchronous components of transmission line current.

If these subsynchronous components of transmission line current coincide with the frequency of a

resonant minimum in the line impedance, they can result in large components of air gap torque in

the generator which may be phased to sustain the original torsional oscillations, resulting in

unstable SSR. Since the SSSe has the capability to dynamically control its own ac output

voltages, the possibility exists that its output voltages could be controlled in a supplementary

fashion (i.e. over and above the normal SSSe controls) to counter the flow of subsynchronous

frequency currents in the line.
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7.3.1 Design Philosophy

One proposed method [65] to carry out supplementary damping control is shown in Fig. 7.4 where

the supplementary controller is similar in structure to a power system stabilizer (PSS). In the

implementation in this thesis of the idea proposed in [65], the input to the supplementary SSSC

controller is the generator rotor's speed deviation, Llcv, which is passed through two lead

compensators and a gain block to form an output LlX'q which modulates the commanded

compensating reactance of the SSSC around some set point Xqo.

r---------j
\ :
I~~I
I ------;;r~ I

I Xq =X qQ +~~ i
I ,l.... J

I i
I ~~va i,l

\
' 24-PULSE I

INVERlER

-I I
I !
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Fig.7.4: Three-level SSSC with supplementary damping controls in the IEEE First Benchmark

Model transmission system.

The approach used in this thesis to design the SSSC's supplementary controls is similar to that

used in PSS design: the intention is to modulate LlX'q in such a way as to produce a positive

component of damping torque in the air gap of the generator in order to dissipate the energy of

any torsional oscillations caused by interaction between the generator and resonances in the line

impedance. In other words, if the generator rotor's speed oscillates at some subsynchronous

frequency due to torsional motion, the damping controller should command a modulation LlX'q in

the SSSC's compensating reactance in such a way as to produce a component of torque deviation

LITe in the air gap of the generator that is in phase with the original subsynchronous oscillation in

speed (such a torque deviation is then, by definition, a pure damping torque at that frequency).
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7.3.2 Design Procedure

Having established the resonant characteristics of the SSSC-compensated benchmark system

without any supplementary damping controls in section 7.2, it was concluded that the torsional

mode that is most significantly affected by torsional interaction with the SSSC, at all values of

Xq*, is Mode 4, although the severity of instability in this mode increases at higher compensation

levels. A study was then conducted to determine if sufficient damping could be added to the

Mode 4 oscillations via supplementary damping control using the SSSC. This section now

focuses on the design of such a damping controller for the specific value of SSSC compensating

capacitive reactance of Xq * =0.3707 pu, which corresponds to the worst-case instability in Mode 4

in the analyses of the previous section.

In order to implement the SSSC supplementary damping control based on the approach described

above, three basic design steps, using the full PSCADIEMTDC system simulation model, were

employed:

1. First, a small-amplitude sinusoidal test modulation signal at the torsional frequency of interest

(in this case, the Mode 4 frequency of 32.285 Hz) was injected at the input LiXq to the SSSC

as shown in Fig. 7.5. The phase lag between this LiXq signal and the resulting oscillations

LJTe in generator electrical torque were then measured. During this part of the test the inertia

constant of the generator in the IEEE First Benchmark Model was temporarily set to a very

large value in order to prevent the steady-state oscillations in the electrical torque from

influencing the speed and rotor angle of the generator - this artificial decoupling technique is

the same as that often used when measuring the phase response of a generator for power

system stabilizer design purposes.

2. After the open-loop phase lag between the controller input LiXq and electrical torque LJTe had

thus been measured at the frequency of interest, a suitable compensator was then designed to

provide phase lead to counteract this phase lag (in other words, the values of time constants TJ

to T4 in the supplementary damping controller of Fig. 7.4 were so designed). The details of

the lead compensator design method are described in Appendix H.

3. Finally, the closed-loop supplementary damping control scheme shown in Fig. 7.4 was then

implemented using this lead compensator design on the IEEE First Benchmark Model for the

design value of SSSC compensation of Xq* = 0.3707, and its performance evaluated for a

range of values of damping controller gain KSSR•
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Fig.7.5: The first step of the SSSC supplementary damping controller design where a

small-amplitude sinusoidal test modulation signal is injected into the input of LiXq-

7.3.3 Performance Of SSR Damping Control

With the SSSe supplementary damping controller having been designed to damp out Mode 4

oscillations, this section now compares the SSR characteristics of the SSSe, with and without

supplementary damping controls, and for different gains of this damping controller.

Fig. 7.6 shows the SSR characteristics of the First Benchmark Model when the SSse is providing

a set-point value of compensation XqO =0.3707pu, but compares the situation when there are no

supplementary controls (KSSR = 0) to that when the supplementary controls are activated with a

gain KSSR =0.1. As has already been seen in Fig. 7.3, the SSSe compensated system is unstable

with no supplementary controls. However, Fig. 7.6 now shows that with the damping controls

added, the Mode 4 torsional oscillations in the mechanical shaft and electrical torque are clearly

more positively damped. Furthermore, the oscillations in the generator speed deviation,

LPA-LPB and GEN-EXe torques, shown in Fig. 7.6(b) (e) and (f) respectively, now clearly

contain predominately the Mode 1 frequency of 15.71 Hz with significantly less influence from

the Mode 4 frequency. Fig. 7.6(a) also illustrates how this has been achieved: the commanded

value of Xq' at the input to the SSSC is modulated in sympathy with the oscillations in the
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Fig. 7.6: Performance of the SSSC compensated IEEE Benchmark Model transmission system

with no damping control and with damping control and KSSR =0.1,. XqO =0.3707 pu.
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Fig. 7.7: Peiformance of the SSSC compensated IEEE Benchmark Model transmission system

with no damping control and with damping control and KSSR =0.15; Xqo =0.3707 pu.
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generator's speed deviation; the resulting modulation in the inverter's dead angle y is also shown

in Fig. 7.6 (c).

Although there is a clear stabilizing influence from the damping controller evident in Fig. 7.6, the

torsional oscillations still persist for several seconds after the disturbance even with the damping

controller activated. Fig. 7.7 therefore considers whether further improvement in the damping of

the torsional oscillations can be obtained by increasing the supplementary controller's gain KSSR '

Fig. 7.7 now shows the SSR characteristics for XqO = 0.3707pu but compares the fixed SSSe

compensation (KSSR = 0) to modulated compensation with KSSR = 0.15. The results show that

there is in fact further reduction in the amplitude of the Mode 1 (15 Hz) shaft torsional oscillations

at the increased value of gain (c.f. Fig. 7.6); however, this comes at the expense of larger

excursions in the compensating reactance and generator electrical torque during, and after the

application of the fault in the transmission line. Also, there appears to be a less-damped higher

frequency mode present in the speed deviation signal in Fig. 7.7 that is not as evident in Fig. 7.6.

Thus, while in principle it is possible to add significant damping to the torsional oscillations using

the SSSC's supplementary controller, careful consideration would be required to apply

appropriate limits to the magnitude of LlXq commanded at the output of such controls.

7.4 Performance Of The Damping Controller At Different Values Of Xq

The previous section considered the performance of a supplementary controller that was designed

to damp out Mode 4 torsional oscillations at a specific value of SSse compensation of Xq* =
0.3707. It was shown that with proper supplementary damping control using the controller

structure proposed in [65], the three-level SSSC can successfully damp a single torsional mode in

a benchmark study system using a realistic representation of the SSSC's inverter.

This section investigates whether or not the same supplementary controller designed for the

specific value of SSSe compensating reactance of Xq* = 0.3707 can still be employed to provide

damping to the system when the SSSC's compensating reactance is changed to values different

from that at which the damping controller was designed. This is an important consideration,

since the whole point of an SSSe is to provide compensating reactance whose value can be

adjusted; although [65] considered different degrees of compensation, this was achieved by

studying a combination of different values of conventional series compensation with a single

value of SSSe compensation.
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It was shown in section 7.2 that for lower values of compensation, such as Xq* = 0.178 pu, the

damping of the torsional modes in the study system was not of concern. Thus, in the following

studies, the values of compensation chosen for further study are Xq* = 0.245 pu, Xq* = 0.315 pu

and X
q
* = 0.385 pu; these values span the range of compensating reactances for which torsional

oscillations were shown to be a concern in Fig. 7.2 and Fig. 7.3 earlier.

As in the previous simulation studies, the response of the system at each of these values of Xq* to a

three-phase fault of duration 0.075 seconds was considered. The responses of four system

variables from the PSCADIEMTDC simulation, namely, generator speed, the electrical torque, the

LPA-LPB turbine shaft torque and the GEN-EXC shaft torque with no damping controller, and

with damping control and gain KSSR = 0.1 are shown in each study.

This section now compares the SSR characteristics of the SSSC form of compensation with and

without supplementary damping controls, and for different values of compensating reactance,

when the supplementary controller has been designed to damp out Mode 4 oscillations at a

specific value of Xq* = 0.3707 pu. (Note: when examining the variables in the following plots,

the oscillations may appear to exhibit higher amplitudes than in previous plots; however, this is

simply because the scales on the plots have been adjusted from those used previously in the

chapter.)

Fig. 7.8 shows the SSR characteristics of the First Benchmark Model when the SSSC is providing

compensation of Xq* = 0.245 pu. Fig. 7.8 also compares the situation when there are no

supplementary controls (KSSR = 0) to that when the supplementary controls are activated with a

gain of KSSR = 0.1. It is clear that the system does not exhibit negative damping even when the

supplementary damping controls are disabled. However, with the supplementary damping

controls enabled, there are noticeable (but not pronounced) improvements in the damping of all

four system variables.

In Fig. 7.9, when the SSSC is providing a compensating reactance of Xq* = 0.315 pu, there is a

gradual increase in the amplitudes of the oscillations in all the variables when there is no

supplementary damping control; this is particularly evident in the generator speed and LPA-LPB

torque, as shown in Fig. 7.9 (a) and (c). Once again, with the supplementary damping controls

activated, the damping of all the system variables is noticeably improved, to the extent that the

system is no longer negatively damped at this value of Xq with supplementary damping control.

When the SSSC is providing a compensating reactance of Xq* =0.385 pu, with no supplementary

controls, it is obvious that the system is extremely negatively damped from the post-fault response
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Fig. 7.8: Performance of the SSSC compensated IEEE Benchmark Model transmission system at

Xqo = 0.245 pu with no supplementary damping control and with damping control and gain

KSSR =0.1.

shown in Fig. 7.10. However, when the supplementary control is activated at this value of Xq·,

all system variables are once again positively damped and the stability is restored. It should be

noted that in Fig. 7.10 (and in some of the other results shown in this chapter) the amplitudes of

the generator electrical torques during, and immediately after the fault are significant when the

SSSC's supplementary damping controls are activated. However, it should also be noted that in

this time period the controller is responding to large excursions in the system variables which it

should not, ideally, be trying to influence. Ideally, a small signal damping controller such as this

should have its output limited in some manner to prevent such impact on the system during

large-signal transients, whilst still allowing it to positively influence the small signal behaviour of

the system once the large-signal response is over.

The above investigation has presented three sets of SSR studies of the three-level SSSC with

different commanded capacitive compensation reactance values. The investigations compared
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Fig. 7.9: Performance of the SSSC compensated IEEE Benchmark Model transmission system at

XqO =0.315 pu with no supplementary damping control and with damping control and gain

KSSR =0.1.

the response of the system when no supplementary damping control is provided, to that when the

supplementary damping controller designed in section 7.3 is activated. It is observed that the

supplementary controller designed for a single value of compensating reactance of Xq * = 0,3707

pu still provides positive damping to the system when the value of Xq* is changed from the design

value. Although this fixed-design supplementary controller did not provide significant damping

to the system for lower values of Xq *, it did not negatively affect the stability of the system at

those values of Xq *. Furthermore, the supplementary damping controller was shown to be able to

stabilize negatively-damped torsional oscillations in the First Benchmark Model for values of Xq*

other than that for which it was designed. Thus it can be concluded that the SSSC, with a single,

fixed design of supplementary damping controller, could be used over a range of compensation

values in the First Benchmark Model. However, the results have also shown that further

refinement of the supplementary damping controller is required to limit its output under larger

signal conditions, particularly at large values of Xq*,
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Fig. 7.10: Performance of the SSSC compensated IEEE Benchmark Model transmission system at

Xqo =0.385 pu with no supplementary damping control and with damping control and gain

KSSR = 0.1.

7.5 Conclusion

This chapter began by confinning the characteristics of a three-level SSSC in the IEEE First

Benchmark Model, using the detailed model of the SSSC developed in Chapter Three. It was

found that, like the two-level SSSC, the electrical resonant frequency caused by the three-level

SSSC may excite one or more mechanical torsional modes and instability may be the result of

such interaction. Furthermore, even when the SSSC does not cause large persistent oscillations,

it still excites the shaft torque oscillations to some extent.

After establishing the resonant behaviour of the three-level SSSC, the chapter described the

design and implementation of a supplementary damping controller for this SSSC based on the

idea proposed in reference [65]. This study has focused on designing a supplementary controller
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to damp out the Mode 4 torsional oscillations in the IEEE First Benchmark Model for a specific

value of the compensating reactance of the SSSe of Xq' = 0.3707 pu. The design showed

promising results as the supplementary controller successfully damped the Mode 4 oscillations

and stabilized the system at its design operating point.

The chapter then considered the performance of this fixed-design supplementary controller for the

SSSe at values of SSSe compensation other than that at which the controller design was

originally carried out. The results of these studies have shown that a single-design

supplementary damping controller, added to the SSSe, can allow it to operate over a range of

values of series compensating reactance without causing SSR; furthermore, the damping

controller does not negatively impact on the system damping for values of SSSe compensation

that are already stable without supplementary control. Thus it can be concluded that a

carefully-considered, single-design damping controller added to a conventional SSSe can extend

the operating ranging over which the device can be used without causing SSR, when the SSse is

the only form of compensation (i.e. the only source of resonance) in the transmission line. This

finding differs from, and adds to, that of [65] in that the results in [65] used the SSse at a single

value of compensation purely to damp SSR caused primarily by conventional capacitors. The

studies in this chapter show that the idea proposed in [65] can also be used to extend the safe

variable-compensation operating range of the SSSe itself in systems where SSR is a concern and

where only SSSe compensation is to be used. Furthermore, the results presented have

represented the SSSC's power electronics in detail and considered a known SSR benchmark study

system for analysis, adding further weight to the findings of [65].

The results of this chapter have shown that, with the aid of a supplementary controller, the

three-level SSSe is able to damp out unwanted oscillations caused by the SSSe itself. However,

it may be desirable, for economic reasons, to include a combination of SSSe and conventional

series compensation in a transmission line, in cases where only a fraction of line compensation

needs to be controllable. The following chapter therefore considers the resonant characteristics

of the SSSe when combined with conventional series capacitors.
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CHAPTER EIGHT

SUPPLEMENTARY DAMPING CONTROL FOR A

CONVENTIONAL CAPACITOR AND SSSC

COMPENSATED LINE

8.1 Introduction

When the concept of the SSSC was first proposed, it was intended to replace a dielectric capacitor

by injecting an ac voltage that was almost in quadrature with the line current. It was thought that

the SSSC would be immune to SSR and therefore, with its fast response to control commands,

this more sophisticated form of compensation would be ideal in practice. However, Chapter Six

has confirmed the work of others in showing that this is not the case, as the SSSC shows similar

resonant characteristics to conventional capacitors, and the possibility of SSR is therefore

inescapable. Hence, the previous chapter considered the SSSC not only as a compensator but

also as a "suppresser of incipient SSR instability" [65]. Chapter Seven showed that with

appropriate design, a supplementary controller added to the three-level SSSC was successful in

damping out system resonances caused by the SSSC itself for a range of compensating values,

Xq•.

Although the flexibility and capability of an SSSC remains highly attractive, due to cost, more

affordable conventional capacitors are likely to make up large portions of the total series

capaCItIve compensation in transmission lines. This chapter now considers a transmission

system compensated by a combination of the SSSC and conventional series capacitors. The aim

is to examine, in more detail than in [65], whether or not the supplementary damping controller

for the SSSC is sufficient to damp out subsynchronous oscillations caused by both the SSSC itself

and the conventional capacitors.

As described in Chapter Seven, Jowder and Ooi [65] examined the performance of a radial power

system compensated by a combination of SSSC and dielectric capacitors. The SSSC was fitted

with supplementary controls to damp out subsynchronous oscillations caused by itself and the

conventional series compensating capacitors in the transmission system. As previously
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mentioned, although their supplementary controller was able to stabilize some oscillatory modes

of the studied system, the model of the SSSC used did not include the detailed power electronics

and low-level firing controls of the SSSC's inverter. Also, although the torsional properties of

the studied turbine generator were represented in detail, the study system itself was not a

benchmark system because of the particular focus of that work [65].

Reference [61] also presented a detailed study into the torsional interactions of a transmission

system compensated by both an SSSC and conventional capacitors. In this work, the SSSC

employed a 48-step, two-level harmonic neutralized inverter model where the detailed power

electronics were represented. Also, the system used for SSR analysis was the IEEE First

Benchmark Model. This study also found that with an auxiliary damping controller, the SSSC

could stabilize unstable torsional modes caused by the conventional capacitors alone at one

chosen operating point; the authors of [61] reached this conclusion because their study was done

under the assumption that an SSSC does not resonate with the line inductance.

This chapter now considers whether the supplementary control scheme proposed in [65] can still

provide acceptable damping of SSR when the transmission system is compensated by both the

three-level SSSC and conventional series capacitorS for a range of compensating reactance values.

However, in order to extend the findings of both [61] and [65], the system in this chapter

considers a range of values series compensation provided by both the SSSC's compensating

reactance Xq and the conventional series capacitors. The SSSC model used in this chapter again

includes a detailed representation of the SSSC's high-level controls, low-level firing controls and

its full 24-pulse, three-level voltage source inverter topology. Furthermore, this work considers

the performance of the proposed damping control system in a benchmark study system [72].

Before designing the SSSC's supplementary damping controller, it is necessary to first examine

the resonant characteristics of the combination of conventional series capacitors and the SSSC

over the range of compensation of interest. The following section investigates these

characteristics for three particular combinations of SSSC and conventional series compensation in

the IEEE First Benchmark system [72].

8.2 Resonant Characteristics Of The Dual-Compensated System

Before attempting to apply supplementary control to damp out subsynchronous oscillations, this

section first examines the resonant interactions between the transmission line and the generator
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shaft dynamics when the line is compensated with both conventionai series capacitors and a

three-level SSSC; this combined form of series compensation is hereafter referred to as

dual-compensation. As in the previous chapter, all the investigations make use of the detailed

PSCADIEMTDC model of the SSSC and the system under investigation is the IEEE First

Benchmark Model.

Since an infinite number of possible combinations of conventional compensation (Xc) and SSSC

compensation (Xq) could have been considered for the analyses in this chapter, some method of

deciding upon a manageable number of interesting scenarios was required. The approach

adopted was to consider three case studies: in two of these cases, a value of conventional series

compensating reactance was chosen that, on its own (i.e. without added SSSC compensation),

would result in a resonant frequency in the transmission line tuned exactly to one particular

torsional mode in the IEEE First Benchmark Model; in the third case, a value of conventional

series reactance was chosen that on its own would result in a resonant frequency tuned between

two torsional modes in the IEEE First Benchmark Model. Finally, in all three cases, the amount

of additional SSSC compensating reactance, Xq, was chosen such that the total compensation Xc +

Xq would add up to 0.3707 pu. This value of total series compensation corresponds to that

required to cause a resonant frequency in the line exactly tuned to Mode 2 when all the

compensation is conventional. A summary of the three case studies, and the associated values of

Xc and Xq *, is shown in Table 8.1.

Table 8.1: Capacitor and SSSC compensating reactance values for the three case studies

considered in the IEEE First Benchmark Model.

Case Study Xc (pu) Xq* (pu) Xc + Xq* (pu)

1 0.178 0.1927 0.3707

2 0.224 0.1467 0.3707

3 0.275 0.0957 0.3707

As in previous chapters, when conducting simulation studies for each of these cases, the system

initially operates at steady state; a three-phase fault of duration 0.075 seconds is then applied at

the receiving-end of the transmission line at t = 0.1 seconds. In each case, time-domain results

are shown to predict the response of four system variables from the PSCADIEMTDC simulation,

namely, generator speed deviation, the electrical torque, LPA-LPB turbine shaft torque and the

GEN-EXC shaft torque. In addition, the frequency spectrum of each of these variables is

determined, by performing Fast Fourier Transform analysis on the time domain results, in order to

be able to better understand the resonant interactions occurring in each case.
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8.2.1 Case 1 - Without Supplementary Damping Control

In this case study, the individual compensating reactances of the conventional capacitor and

SSSC are Xc = 0.178 pu and Xq * = 0.1927 pu respectively, adding up to a total capacitive

reactance of 0.3707 pu. Recall that in Chapter Six, it was shown that for Xc = 0.178 pu of

conventional compensating capacitance (with no SSSC), the subsynchronous complementary

frequency of the transmission line exactly matches the Mode 4 mechanical frequency of 32.285

Hz. Similarly, recall that when the transmission line is compensated solely by conventional

capacitors, this total value of compensating reactance of 0.3707 pu is exactly tuned to the Mode

2 torsional frequency of 20.005 Hz.

Fig. 8.1 shows the time-domain response of the selected system variables following the

disturbance for the combination of conventional and SSSC compensation in Case 1. The

system is clearly unstable as the generator speed, electrical torque and mechanical shaft torques

all exhibit large, negatively damped oscillations. The frequency-domain results in Fig. 8.2

~}
(c) LPA-LPB Torque

(
(d) GEN-EXC Torque

(F
o 0.5 1 1.5 2 2.5

Time (5)

Fig.8.l: Time domain simulation results for the Case 1 dual-compensated system with no

supplementary damping control.
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give a clearer indication of the specific mode frequencies present in the unstable response.

The FFf results in Fig. 8.2 show that the predominant subsynchronous frequency present in all

of the variables' response is clearly that of Mode 3 (25.55 Hz). Although the dominance of

Mode 3 seems to overshadow other modes, the effect of Mode 1 and Mode 4 is still present in

both the generator speed deviation and the LPA-LPB torque, as well as Mode 2 being present in

the GEN-EXC torque.
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Fig.8.2: FFTs of the time-domain responses shown in Fig. 8.1.

Interestingly, the frequency of Mode 4 (32.285 Hz) is not the dominant mode in this case study,

despite the fact that, without the SSSC, the conventional compensation level in this case would

be exactly tuned to Mode 4. Thus, the effect of adding SSSC compensation to the

conventional compensation appears to be a complex resonant condition that is distinct from the

interaction that occurs between the conventional capacitors and the generator shaft modes

without the SSSC present.
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8.2.2 Case 2 - Without Supplementary Damping Control

In this case study, the individual compensating reactances of the conventional capacitor and

SSSC are Xc = 0.224 pu and Xq = 0.1467 pu, respectively. The complementary frequency of a

system compensated solely with Xc = 0.224 pu of conventional capacitance falls half way

between the Mode 3 and Mode 4 frequencies.

Fig. 8.3 shows the time-domain response of the selected system variables following the

disturbance for the combination of conventional and SSSC compensation in Case 2. The

response of the system for this combination of SSSC and conventional compensation is not

negatively damped as in Case 1 (c.f. Fig. 8.1), but the oscillations are nevertheless of

considerable amplitude and are sustained, and are therefore clearly of concern. The FFrs of

each variable in Fig. 8.3 are shown in Fig. 8.4. The FFrs of generator speed and electrical

torque show that the predominant frequency component present in the response of these

variables is that of Mode 3 (25.55 Hz). However, the response of the LPA-LPB torque also

shows significant components of Mode 1 and 4 whilst the GEN-EXC torque, as was observed

in Case 1, shows Mode 2 being the dominant frequency.

(c) LPA-LPB Torque
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Fig.8.3: Time domain simulation results for the Case 2 dual-compensated system with no

supplementary damping control.
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Fig.8.4: FFTs of the time-domain responses shown in Fig. 8.3.

In a transmission line compensated solely by conventional capacitors, it is expected that at this

value of compensation of Xc = 0.224 pu the system should be relatively stable (at least in

comparison with Case I and 3) since the natural frequency of the transmission line is not

exactly tuned to any particular torsional mode. The results of Figs 8.3 and 8.4 show that for

this particular case, the extra SSSC reactance inserted into the line to enhance the power flow

does not have a significant destabilising effect on the system, but that the combined

conventional and SSSC compensated system once again exhibits a complex, multi-modal

response in which the amplitudes of the torsional oscillations following a disturbance are of

concern.

8.2.3 Case 3 - Without Supplementary Damping

In this case study, the compensating reactances of the conventional capacitor and SSSC are Xc =
0.275 pu and Xq =0.0957 pu, respectively. Recall that in Chapter Six, it was shown that for Xc

= 0.275 pu of conventional reactance, the subsynchronous complementary frequency of the

transmission line exactly matches the Mode 3 mechanical frequency of 25.55 Hz.
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Fig. 8.5 shows the time-domain response of the selected system variables following the

disturbance for the combination of conventional and SSSC compensation in Case 3. The

FFTs of each variable in Fig. 8.5 are shown in Fig. 8.6. The results in Fig. 8.5 show that for

this case the system is clearly once again negatively damped, with the oscillations in the

LPA-LPB and GEN-EXC mechanical torques, in particular, noticeably increasing in amplitude

with time. Also of note is the high-frequency behaviour evident in the response of the

electrical torque in Fig. 8.5(b). The FFT results in Fig. 8.6(b) show that these oscillations in

the electrical torque are in fact at a supersynchronous frequency of 90 Hz. The FFf results in

Fig. 8.6 show that, with the exception of the GEN-EXC mechanical torque, the predominant

subsynchronous frequency present in all of the variables' responses is that of Mode 1 (15.71 Hz).

As in both previous cases, Fig. 8.6 shows that the predominant frequency present in the

response of the GEN-EXC torque for this case is again that of Mode 2, although the Mode 1

frequency is also strongly evident in the GEN-EXC torque as well for this case.
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Fig.8.5: Time domain simulation results for the Case 3 dual-compensated system with no

supplementary damping control.
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Fig.8.6: FFTs of the time-domain responses shown in Fig. 8.5.

In a transmission line compensated solely by conventional capacitors at this value of

compensation of Xc = 0.275 pu the complementary frequency of the transmission line is exactly

tuned to the Mode 3 mechanical frequency of 25.55 Hz. However, with the added capacitive

reactance provided by the SSSC, the Mode 3 frequency now no longer dominates in the system

oscillations; instead, it is now Mode 1 that is being strongly destabilized. Thus, as in Case 1,

where the conventional compensation was, on its own, also exactly tuned to destabilise a

particular mode, the additional of the SSSC has noticeably altered the resonant interactions

between the conventional capacitors and the generator shaft modes.

In a transmission line compensated solely with conventional series capacitors, as shown in

Chapter Six, the torsional modes that will be destabilised by a certain value of capacitive

reactance are predictable. Similarly, Chapter Six showed that in a transmission line compensated

solely by an SSSC, the resonant frequency in the transmission line is also relatively easy to

predict and explain. However, the results in this section demonstrate that the resonant

characteristics that are observed when SSSC compensation is added in series with conventional

series capacitors are complex, and noticeably different from those associated with the resonances

caused by the series capacitors acting alone. In particular, one distinct characteristic of

dual-compensation is that the resonance is no longer dominated by one mode alone, but rather that
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strong, multi-modal resonances are typically observed. This is distinct from the multi-modal

resonances that may occur in conventionally compensated radial systems, where the electrical

resonance in the line may be tuned to a value close to two torsional modes and destabilize them

both to some extent. However, the series combination of conventional and SSSC compensation

appears, rather, to destabilize multiple modes over a wide frequency range. The reason for this

phenomenon is not fully understood, but could be examined by conducting impedance versus

frequency scans for the dual compensated system similar to those carried out in Chapter Six.

Furthermore, it can be observed that the subsynchronous characteristics of the dual-compensated

system are highly dependent on the relative magnitudes of the different forms of compensation

that make up the total compensating reactance.

Now that the particular resonant characteristics of the three dual-compensation cases chosen for

study have been established, the following section considers the design of supplementary damping

controllers for the SSSC, using the approach described in Chapter Seven, for each of these three

cases.

8.3 Supplementary Control With A Single Damping Controller

The previous section has demonstrated the nature of the multi-modal resonances created when

dual-compensation was employed in the transmission line of the IEEE First Benchmark Model.

The previous chapter showed that a single supplementary controller applied to the SSSC could

damp out all resonances caused by the SSSC itself (in the absence of conventional compensation).

This section therefore examines whether a single supplementary damping controller can achieve a

similar result, in providing positive damping and restoring stability to all modes, when applied to

the system with the dual-compensation approach. The design of the supplementary controllers

in each of the studies presented in this section follows the same philosophy described in Chapter

Seven. For each damping controller design considered in this section, the behaviour of the

system after the addition of the controller is demonstrated by showing the time-domain response

of the generator speed deviation to the same disturbance considered in the previous section's

studies; the FFT of this speed deviation response is also shown for each controller design to

compare the ability of each controller design to reduce the amplitude of the modal oscillations of

interest.

8.3.1 Case 1- With Single-Mode Damping Controllers

The results in section 8.2.1 showed that the combination of Xc and Xq* in Case 1, with no
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supplementary damping control, gives rise to unstable SSR, and that the dominant mode in the

unstable response was Mode 3, but with Mode land 4 also present. This section considers

whether this case can be stabilised first by adding a single supplementary damping controller

designed for Mode 1, and then by adding a single controller designed for Mode 3.

Figs. 8.7(a) and (b) show the response following the addition of a supplementary controller

designed to add damping at the single frequency of Mode 1; Figs. 8.7(c) and (d) show the

response following the addition of a supplementary controller designed to add damping at the

single frequency of Mode 3. Each of these results should be compared to those shown in Figs.

8.1 and 8.2, which show the behaviour of the same Case 1 with no supplementary control.
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Fig. 8. 7: Time-domain responses, and FFTs, of the generator speed deviation for Case 1 after the

addition of separate, single-mode damping con.trollers at each of the frequencies ofMode 1 and 3.

The results in Figs. 8.7 (a) and (b) show that the addition of the supplementary damping

controller designed for Mode 1 does not provide damping to the very mode for which it was

designed; instead, it destabilises this mode (the amplitude of the FFT at the frequency of Mode

1 (15.71 Hz) in Fig. 8.7(b) is three times larger than that shown in Fig. 8.2(a)). Ironically, this

Mode 1 damping controller has reduced the presence of other modes in the response, with its

effect most evident on Mode 3. However, the overall damping provided is not sufficient to

restore the system to stability with Mode 3 remaining dominant. Note, the rate of growth of
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the amplitude of the oscillations in generator speed deviation in Fig. 8.7(a) is clearly worse than

that in the uncontrolled study of Fig. 8.1 (a); however, the FFT analysis indicates that this

deterioration is as a result of the destabilization of Mode 1, despite the reduced content of, but

still unstable, Mode 3 oscillations present in the response.

Figs. 8.7(c) and (d) show that the controller designed to add damping at the frequency of Mode

3 has in fact successfully done so (the amplitude of the FFT at the frequency of Mode 3 (25.55

Hz) in Fig. 8.7(d) is considerably reduced from that in Fig. 8.2(a)). However, comparison of

the Mode 1 frequency peaks in the FFTs of Figs. 8.7(d) and 8.2(a) show that the Mode 3

damping controller has had a negative impact on the Mode 1 oscillations compared to the

original response. (A close analysis of the magnitudes of the FFfs at the Mode 1 frequency of

15.71Hz in Fig. 8.7(d) and 8.2(a) shows that amplitude of Mode 1 has more than doubled after

the Mode 3 controller has been applied). The time-domain behaviour of the generator speed

deviation in Fig. 8.7(c), when compared with that in Fig. 8.1(a), has clearly improved, but still

exhibits the negatively damped oscillatory components associated with the Mode 1 frequency

that were present in Fig. 8.1(a), but which were swamped by the more negatively damped Mode

3 oscillations prior to the introduction of the Mode 3 damping controller to the SSSc.

Table 8.2: Comparative amplitudes of the FFTs ofgenerator speed deviation at each mode

frequency with, and without, single-mode damping controllers - Case 1.

Mode No Damping Mode 1 Damping Mode 3 Damping

Controller Controller Controller

1 (15.71 Hz) 420 1260 892

2 (20.005 Hz) 300 112 185

3 (25.55 Hz) 17600 9400 218

4 (32.285 Hz) 1000 934 133

The impact of the two single-mode damping controllers can be seen at a glance in Table 8.2

which shows the changes in the magnitudes of the FFTs of the generator speed deviation, at

each mode frequency, following the addition. of each of the single-mode controllers. In one

case, the single-mode controller significantly destabilises the mode that it was meant to damp

out (Mode 1); however, the amplitudes of all other torsional components decrease as a result of

the application of the controller. In the other case of the single-mode controller (Mode3), the

amplitude of the torsional component associated with the frequency at which the controller was

designed is successfully reduced, but the amplitude of the torsional components at another

frequency is increased by the introduction of the controller. Thus it appears, at least in this
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case, that the addition of a single-mode supplementary damping controller does not provide the

stability needed for all modes.

8.3.2 Case 2 - With Single-Mode Damping ControHers

The results in section 8.2.2 showed that the combination of Xc and Xq* in Case 2, with no

supplementary damping control, gives rise to sustained, but not negatively damped, oscillations

in the generator speed deviation dominated by Mode 3, but with a strong component of Mode 1

also evident. This section therefore considers whether the damping of the torsional

oscillations can be improved for this case, by adding either a single damping controller designed

for Mode 1, or a single damping controller designed for Mode 3.

Figs. 8.8(a) and (b) show the response following the addition of a supplementary controller

designed to add damping at the single frequency of Mode 1; Figs. 8.8(c) and (d) show the

response following the addition of a supplementary controller designed to add damping at the

single frequency of Mode 3. Each of these results should be compared to those shown in Figs.

8.3 and 8.4, which show the behaviour of the same Case 2 with no supplementary control. The
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addition ofseparate, single-mode damping controllers at each of the frequencies ofMode 1 and 3.



Chapter 8: SUPPLEMENTARY DAMPING CONTROL FOR A CONVENTIONAL CAPACITOR AND
SSSC COMPENSATED LINE 193.

results in Figs. 8.8(a) and (b) clearly show that the addition of the supplementary damping

controller designed for Mode 1 has in fact significantly destabilised Mode 3. (A close analysis

of the magnitudes of the FFfs at the Mode 1 frequency of 15.71 Hz in Fig. 8.8(b) and 8.4(a)

shows that, despite this destabilising of Mode 3, the controller has reduced the amplitude of the

Mode 1 oscillations.) Conversely, Figs. 8.8(c) and (d) show that the controller designed to add

damping at the frequency of Mode 3 has in fact successfully done so (the amplitude of the FFT

peak at the frequency of Mode 3 (25.55 Hz) in Fig. 8.8(d) is reduced to almost half of that

shown in Fig. 8.4(a)). However, a comparison of the Mode 1 frequency in the FFTs of Figs.

8.8(d) and 8.4(a) shows that the Mode 3 damping controller has had a relatively small, but

negative impact on the Mode 1 oscillations compared with the original response. The

time-domain behaviour of the generator speed deviation in Fig. 8.8(c) still exhibits sustained

oscillations similar to those shown in Fig. 8.3(a).

Table 8.3 shows the changes in the magnitudes of the FFTs of the generator speed deviation, at

each mode frequency, following the addition of each of the single-mode controllers. In the

case of each single-mode controller, the amplitude of the torsional component associated with

the frequency at which the controller was designed is successfully reduced, but the amplitude of

the torsional components associated with at least one other frequency is increased by the

introduction of the controller. Thus it appears, in this case, that the addition of a single-mode

supplementary damping controller does not provide the stability needed for all modes.

Table 8.3: Comparative amplitudes of the FFTs ofgenerator speed deviation at each mode

frequency with, and without, single-mode damping controllers - Case 2.

Mode No Damping Mode 1 Damping Mode 3 Damping

Controller Controller Controller

1 (15.71 Hz) 523 273 762

2 (20.005 Hz) 200 130 145

3 (25.55 Hz) 1100 12328 575

4 (32.285 Hz) 484 720 192

8.3.3 Case 3 - With Single-Mode Damping Controllers

The results in section 8.2.3 showed that the combination of Xc and Xq* in Case 3, with no

supplementary damping control, gives rise to negatively damped SSR dominated by Mode 1,

but with Mode 2 also present. This section therefore considers whether this case can be
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Fig.8.9: Time-domain responses, and FFTs, of the generator speed deviationfor Case 3 after the

addition ofseparate, single-mode damping controllers at each of the frequencies ofMode 1 and 3.

Table 8.4: Comparative amplitudes of the FFTs ofgenerator speed deviation at each mode

frequency with, and without, single-mode damping controllers - Case 3.

Mode No Damping Mode 1 Damping Mode 3 Damping

Controller Controller Controller

1 (15.71 Hz) 2219 255 5413

2 (20.005 Hz) 287 127 260

3 (25.55 Hz) 672 670 267

4 (32.285 Hz) 220 187 150

stabilised by adding a single-mode damping controller designed for first Mode 1, and then (for

consistency with the two previous cases) for Mode 3.

Figs. 8.9(a) and (b) show the response following addition of the Mode 1 supplementary

damping controller whilst Figs. 8.9(c) and (d) show the response following addition of the
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Mode 3 supplementary damping controller. Table 8.4 summarises the impact on the mode

frequency components as a result of introducing each single-mode controller.

The results show that for this case, the addition of the single, Mode 1 supplementary damping

controller reduces the amplitudes of the FFf peaks at all mode frequencies and results in a

stable response of the generator speed deviation that has a considerably reduced amplitude of

torsional oscillation (Fig. 8.9(a)) compared with the case with no damping controller in Fig.

8.S(a). However, the results also show that adding a single Mode 3 controller in this case

significantly destabilises Mode 1, resulting in a negatively damped response in the generator

speed deviation.

The results of this case, as well as those of the previous two cases, have shown that in general it is

not possible to design a single-mode supplementary damping controller for the SSSC that will

either stabilise, or at least not destabilise, other torsional modes when the SSSC is in series with

conventional capacitors. On the contrary, it has been shown that a single-mode damping

controller added to the SSSC is actually likely to significantly destabilise other modes when

conventional series capacitors are also present. Thus the addition of, and design of, a

supplementary SSSC damping controller is clearly a more complex issue in the presence of

conventional series compensation, than when the SSSC is the only compensator in the line (c.f.

Chapter Seven).

8.4 Supplementary Control With A Multi-Modal Damping Controller

The previous section has shown that it is generally not possible to stabilise SSR in a system

comprising conventional series capacitors and an SSSC, with a supplementary damping controller

designed for a single mode frequency. Furthermore, the results showed that not all single-mode

damping controllers considered were even able to add damping to the mode for which they were

designed, and that even when they are able to do so, they typically destabilise other modes, often

to a considerable extent.

This section therefore considers an extension of the idea originally proposed in [6S] that is more

suited to damping the more complex, multi-modal torsional responses found in the presence of

dual-compensated systems. The idea for this extended approach arose from the findings of the

previous section. Specifically, the findings of the previous section show that in the presence of

conventional series capacitors, an SSSC supplementary damping controller must be able to

achieve two goals:
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(i) it needs to be designed to damp out more than one mode, i.e. the controller must be

multi-modal; and

(ii) each mode controller must be designed to add damping to its mode whilst minimising

its adverse impact on other modes.

Fig. 8.10 shows a diagram of this extended supplementary damping controller. Essentially, the

approach taken was to combine a number of individually-designed, single-mode damping

controllers at distinct mode frequencies into one multi-mode damping controller. In order for

each single-mode damping controller to damp out its specific torsional mode frequency, filters are

used on the generator speed deviation at the input to each single-mode controller to allow (within

the limits of the filters) only the mode frequency of interest to pass through to that single-mode

controller. The output from the filters, L1C4"ode i, is then fed into the single-mode supplementary

SSSC controller, which consists of lead compensators and a gain block, to form its own output
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modulation. Depending on the number of single-mode controllers required, the output

modulations from all of these single-mode controllers will be added to form an output LiXq , which

is then added onto the desired capacitive reactance of the SSSC around some set point, Xqo.

8.4.1 Design Procedure

From the resonant characteristics of the three dual-compensated cases without any supplementary

damping controls considered in section 8.2, it was observed that Mode 1 and Mode 3 were

generally the two dominant modes in the post-disturbance responses of the system for all the cases

considered. The aim of the multi-modal controller design considered in this section was

therefore to damp out these two specific modes and, by so doing, to ensure stability of the

dual-compensated IEEE First Benchmark System for the three cases considered. This section

now describes the particular design steps taken to arrive at such a multi-modal damping

controller.

The six steps involved in the design of the multi-modal supplementary damping controller are

outlined as follows.

1. The design of each single-mode controller within the multi-mode controller starts with design

of its input filter parameters. Each mode controller has a band-pass filter (centred on the

frequency of the mode to be damped) in series with a band reject filter (centred on the

frequency of one other dominant mode whose frequency is to be filtered out from the input

signal to that single-mode controller). The parameters of the two-filters were designed under

open-loop conditions by adjusting their gains and damping ratios to get the best combination

of attenuation of the mode-frequency to be filtered out, and amplification of the mode

frequency to be passed through to that mode controller.

2 Using the same procedure described in Chapter Seven, the open-loop phase characteristics

were measured at the frequency of interest for each single-mode controller in turn: i.e. a

sinusoidal test signal was applied at the L1Xq input of the SSSC and the phase lag measured

from this input to the output Lll4node i of that single-mode controller's filter.

3. A suitable lead compensator was then designed (using parameters Tj to T4) for each

single-mode controller to compensate for the phase lag measured in step 2 at the frequency of

interest.
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4. The first of the single-mode damping controller loops was then closed, and its gain KSSRx

determined experimentally with the other single-mode controllers left open loop. The

approach adopted was to consider a range of values for KSSR i and to select the value that

resulted in the best compromise between improved damping of the mode to be controlled

(based on inspection of time-domain and FFf results) and minimised destabilisation of the

other dominant mode (again based on inspection of time-domain and FFf results).

5. Step 4 was repeated for the second single-mode damping controller (i.e. the second

single-mode controller loop was closed and its gain KSSR i determined experimentally with the

first single-mode controller left open-loop.)

6. The two single-mode damping controllers, with their gains KSSR i determined in Step 4 and 5,

were connected in closed-loop together to form a multi-modal damping controller design

whose performance could then be evaluated relative to that of the dual-compensated system

with no supplementary controls.

The approach just described is that used to design a two-mode damping controller, but an

additional mode damping controller loop can be added, and a similar design procedure followed,

to arrive at a three-mode damping controller; this latter approach is considered later in the chapter.

8.4.2 Performance Of Multi-Modal Damping Control

This section now examines the performance of multi-modal damping controllers designed for

each of the three cases of dual-compensation described earlier in the chapter. When considering

Case 1, the results obtained during the intermediate design steps (i.e. the performance of the

individual mode controllers) are shown for completeness. When considering Cases 2 and 3, only

the performance of the full multi-modal controller is considered.

Once again, in the simulation results to be shown, the electrical system is initially operating at

steady state; a three-phase fault of duration 0.075 seconds is then applied at the receiving-end of

the transmission line at t = 0.1 seconds. Time and frequency domain results are presented for

three system variables from the simulation, namely, generator speed deviation, the LPA-LPB

turbine shaft torque, and GEN-EXC shaft torque.



Chapter 8: SUPPLEMENTARY DAMPING CONTROL FOR A CONVENTIONAL CAPACITOR AND
SSSC COMPENSATED LINE 199.

Case 1- Multi-Modal Damping Controller Applied To Case 1

The results in section 8.2 showed that the dual-compensated system in Case 1 (Xc = 0.178 pu

and Xq* =0.1927 pu) is unstable with no supplementary damping control on the SSSC, and that

Mode 3 is dominant in the unstable system response, but with Mode 1 and 4 also present. The

results in section 8.3 then showed that attempts to damp either Mode 1 or Mode 3 in Case 1

with a single-mode controller resulted in destabilization, either in the mode of interest or in the

other dominant mode. This section therefore considers the performance of a two-mode

supplementary controller for Case 1, with the individual mode controllers designed to damp

Mode 1 and 3 respectively.
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Fig. 8.11: Time-domain response and frequency-domain characteristics for Case 1: Mode 1

controller active (KSSRJ =0.67) with Mode 3 controller open loop.

Fig. 8.11 shows the time domain response and frequency domain characteristics when only the

Mode 1 damping loop of this multi-modal controller is closed with gain K = 0 67 A, SSRJ· •

comparison of the amplitudes of the FFT peaks in Fig. 8.2(a), (c) and (d) with those in Fig.

8.11(b), (d) and (f) show that with this particular gain and with pre-filtering on its input signal,
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Fig.8.J2: Time-domain response andfrequency-domain characteristics for Case 1: Mode 3

controller active (KSSR3 =0.06) with Mode 1 controller open loop.

the single-mode damping controller is now able to provide damping to all the modes, including

the mode for which it was designed. However, the system remains unstable, with the Mode 3

frequency being the dominant frequency in the response (i.e. the stabilisation is incomplete).

Fig. 8.12 shows the time domain response and frequency domain characteristics when only the

Mode 3 damping loop of this multi-modal controller is closed, with gain KSSR3 = 0.06. Once

again, comparison of the FFT peaks in Fig. 8.2 with those in Fig. 8.12 shows that this

single-mode damping control loop is able to reduce the amplitude of its own mode frequency

but in this case it still increases the amplitude of the frequency component of the other dominant

mode.

Fig. 8.13 shows the time domain response and frequency domain characteristics obtained when

both the Mode 1 and Mode 3 loops of the multi-modal controller are closed together with gains

KSSRJ = 0.67 and KSSR3 = 0.06. The results in Fig. 8.13 confirm that the two loops of the
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multi-mode damping controller, when working together, are able to stabilise both Mode 1 and

Mode 3: the time domain results show that all the variables are now positively damped, whilst

the FITs confirm that the presence of both the Mode 1 and Mode 3 frequency components in

the system variables has been significantly reduced in comparison with the FIT peaks in the

uncontrolled Case 1 response shown in Fig. 8.2
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Fig.8.13: Time-domain response andfrequency-domain characteristics for Case 1: Mode 1 and

Mode 3 loops of the multi-modal damping controller activated; KSSRJ =0.67, K
SSR3

=0.06.

In order to gauge the degree of improvement in the SSR characteristics as a result of the

addition of the multi-modal damping controller to the SSSC in Case 1, Fig. 8.14 compares the

response with this supplementary controller active to that obtained with no supplementary

damping control on the SSSC at all.

The results indicate clearly that a significant amount of damping has been added to the torsional

oscillations in the generator speed deviation and LPA-LPB torque; the GEN-EXC torque also

exhibits a noticeable, although less significant, improvement in damping. The results confirm

that, for Case 1, it is possible to stabilise the torsional oscillations by means of a

carefully-designed multi-modal supplementary damping controller acting on Modes 1 and 3 of

the First Benchmark Model.
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Fig.8.14: Comparison of time-domain responses of Case 1 with and without the multi-modal

supplementary damping controller (KSSRJ =0.67, KSSR3 =0.06) active.

Case 2 - Multi-Modal Damping Controller Applied To Case 2

The results in section 8.2 showed that the dual-compensated system in Case 2 (Xc = 0.224 pu

and Xq = 0.1467 pu) is fairly stable with no supplementary damping control on the SSSC, with

Modes 1 and 3 dominating the system response. The results in section 8.3 then showed that

attempts to damp either of these dominant modes in Case 2 with a single-mode controller results

in destabilization of the other dominant mode. This section therefore considers the

performance of a two-mode supplementary controller for Case 2, with the individual mode

controllers designed to damp Mode 1 and 3 respectively.

Fig. 8.15 shows the time domain response and frequency domain characteristics obtained when

both the Mode 1 and Mode 3 loops of the multi-modal controller are closed together with gains

KSSRJ = 0.6 and KSSR3 = 0.07 for Case 2. The results in Fig. 8.15 confirm that the two loops of

the multi-mode damping controller, when working together, are able to provide positive
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Fig. 8. 15: Time-domain response andfrequency-domain characteristics for Case 2: Mode 1 and

Mode 3 loops of the multi-modal damping controller activated; KSSRJ = 0.6, KSSR3 = 0.07.

damping to both Mode 1 and Mode 3: the time domain results show that all the variables are

now positively damped, whilst the FFfs confirm that the presence of both the Mode 1 and

Mode 3 frequency components in the system variables has been significantly reduced from

those evident in the response of the uncontrolled Case 2 results shown in Fig. 8.4.

In order to show the improvement in the SSR characteristics as a result of the addition of the

multi-modal damping controller in Case 2, Fig. 8.16 compares the response with this

supplementary controller active to that obtained with no supplementary damping control on the

SSSC at all. The results clearly indicate that a significant amount of damping has been added

to the torsional oscillations in the generator speed deviation and LPA-LPB torque; the

GEN-EXC torque also exhibits a noticeable, although less significant, improvement in damping.

The results confirm that, for Case 2, it is possible to provide positive damping to the torsional

oscillations by means of a carefully-designed multi-modal supplementary damping controller

acting on Modes 1 and 3 of the First Benchmark Model.
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Fig.8.16: Comparison of time-domain responses of Case 2 with and without the multi-modal

supplementary damping controller (KSSRJ =0.6, KSSR3 =0.07) active.

Case 3 - Multi-Modal Damping Controller Applied To Case 3

The results in section 8.2 showed that the dual-compensated system in Case 3 (Xc = 0.275 pu

and Xq =0.0957 pu) is unstable with no supplementary damping control on the SSSC, and that

Modes 1 and 3 are dominant in the unstable system response (particularly Mode 1). The

results in section 8.3 then showed that by damping Mode 1 with a single-mode controller, the

system response was no longer unstable, but still exhibited sustained oscillations. However,

the attempts to damp Mode 3 with a single-mode controller resulted in destabilization of Mode

1.

As in the previous two cases, a two-mode supplementary controller was considered for Case 3,

with the individual mode controllers designed to damp Modes 1 and 3 respectively. It was

hoped that by employing this two-mode supplementary controller, positive damping would be

provided to all modes and thus restore the system stability. However, it was found that

although Modes 1 and 3 were duly suppressed as expected by this two-mode controller, Mode 2
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remained predominant in the GEN-EXC torque (the variable that has been shown to be most

affected by this particular mode), and in fact the GEN-EXC torque remained unstable with

growing oscillations.

Since Mode 2 was instrumental in the unstable response of the GEN-EXC torque, a two-mode

supplementary controller was then designed instead to damp out the Mode 1 and Mode 2

frequencies. This resulted in a slightly better performance than the first attempt to damp the

Mode 1 and 3 frequencies with a two-mode controller. However, only partial stabilization was

achieved by this controller design.

Consequently, this study considered a three-mode supplementary damping controller design to

simultaneously stabilize Modes 1, 2 and 3 for Case 3 in particular. This section now

investigates the performance of this three-mode supplementary controller for Case 3, with the

individual mode controllers designed to damp Modes 1,2 and 3.
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Fig.8.i7: Time-domain response andfrequency-domain characteristics for Case 3: Mode i, Mode

2 and Mode 3 loops of the multi-modal damping controller activated;

KSSR1 =0.7, KSSR2 =0.3 and KSSR3 =0.05.
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Fig. 8.17 shows the time domain response and frequency domain characteristics obtained when

both the Mode 1, Mode 2 and Mode 3 loops of the multi-modal controller designed for Case 3

are closed together with gains KSSR1 = 0.7, KSSR2 = 0.3 and KSSR3 = 0.05. The results in Fig.

8.17 show that the three loops of the multi-mode damping controller, when working together,

are able to provide positive damping to all modes of interest, particularly Mode 1 and Mode 3:

the time domain results show that the generator speed deviation and LPA-LPB torque are both

positively damped; however, although no longer unstable, the GEN-EXC torque oscillations are

still sustained. The FFrs in Fig. 8.7 confirm that the presence of both the Mode 1 and Mode 3

frequency components in the system variables has been significantly reduced from those in Fig.

8.16, and although the Mode 2 frequency component has also been reduced, the extent of this

reduction is, however, not dramatic.

In order to show the improvement in the SSR characteristics as a result of the addition of the

multi-modal damping controller in Case 3, Fig. 8.18 compares the response with this

supplementary controller active, to that obtained with no supplementary damping control on the

SSSC at all. As in both previous cases, the results indicate that a significant amount of
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Fig.8.18: Comparison of time-domain responses of Case 3 with and without the multi-modal

supplementary damping controller (KSSR1 =0.7, KSSR2 =0.3 and KSSR3 =0.05) active.
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damping has been added to the torsional oscillations in the generator speed deviation and

LPA-LPB torque; the GEN-EXC torque again exhibits a noticeable, although less significant,

improvement in damping. The results confirm that, for Case 3, it is possible to provide

positive damping to the torsional oscillations by means of a carefully-designed multi-modal

supplementary damping controller acting on Modes 1,2 and 3 of the First Benchmark Model.

Although the performance of the three-mode supplementary controller applied to Case 3 offers

marginally better performance than that of the two-mode controller, the dominant characteristics

of Mode 2 in the GEN-EXC torque remains a concern in this case study as this particular mode

could not be damped to the same extent as Modes 1 and 3. However, the issue is not a

problem of getting the multi-modal damping controllers to work together, but rather, Mode 2

appears not to be very susceptible to this method of SSSC supplementary damping, since it is

possible to add damping to this mode, but not to stabilize it to the extent of other modes.

This section has considered the design and application of multi-modal supplementary damping

controllers to the three dual-compensated case studies considered in the IEEE First Benchmark

Model. The design philosophy and design approach used in the multi-modal controller was

outlined in detail and, in Case 1, the results of intermediate design steps shown for completeness.

The results have shown that it is possible to successfully damp out the strong multi-modal

response evident in dual-compensated systems, at least for the three cases considered for detailed

study here. However, in the results presented in this section, each of the three dual-compensated

cases has required its own unique, custom-designed, multi-modal damping controller to

completely stabilise the system; in Case 3 in particular, an additional mode controller had to be

added to the multi-modal controller structure that was not required in Cases 1 and 2.

The next section of the chapter therefore investigates whether it is possible to stabilise SSR in one

dual-compensated case example with a multi-modal supplementary damping controller designed

for a different dual-compensation case example.

8.5 Performance Of Multi-Modal Damping Controller At Other Values
Of Compensation

The previous section showed the promising performance of multi-modal supplementary damping

controllers in stabilising SSR in a system comprising conventional series capacitors and an SSSc.

The next part of this dual-compensated system study is to consider whether it is possible, instead
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of designing a separate multi-modal controller for each combination of conventional senes

capacitor and SSSC values (Xc + Xq), for a more generally applicable supplementary controller to

rather be found and used for every combination of series compensating reactance values. This

section therefore investigates whether or not it is possible to obtain such an ideal supplementary

controller, that would provide the necessary system damping for all dual-compensated cases, or, at

worst, does not further destabilise the overall system for dual-compensation values other than that

for which it was designed.

The approach adopted for this study is to consider the performance of a multi-modal

supplementary damping controller designed for one dual-compensated case example (i.e. one

combination of Xc and Xq) when applied to a different dual-compensated case example in the same

study system. Each step in this approach is therefore referred to as a "cross-case" damping study.

Each such study to be presented in this section will again consider one of the three

dual-compensation cases used throughout the chapter.

Once again, in all simulation studies the electrical system is initially operating at steady state; a

three-phase fault of duration 0.075 seconds is then applied at the receiving-end of the transmission

line at t = 0.1 seconds. Time and frequency domain results are presented for three system

variables from the simulation, namely, generator speed deviation, LPA-LPB turbine shaft torque,

and GEN-EXC shaft torque.

8.5.1 Cross-Case Damping Study Using The Multi-Modal Supplementary

Controller Designed For Case 1 Dual-Compensated System

In this section, the multi-modal supplementary controller designed for the Case 1 dual

compensated system (Xc = 0.178 pu and Xq * =0.1927 pu) is applied to the Case 2 and Case 3

dual-compensated systems.

Multi-Modal Damping Controller Applied To The Case 2 Dual-Compensated System

The results in section 8.2 showed that the dual-compensated system in Case 2 (Xc = 0.224 pu

and Xq* = 0.1467 pu) is fairly stable with no supplementary damping control on the SSSC, with

Modes 1 and 3 dominating the system response.

Fig. 8.19 shows the time domain response and frequency domain characteristics obtained when
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the multi-modal controller that was specifically designed for the Case 1 dual-compensated

system to damp out Mode 1 and Mode 3 with gains KSSRJ = 0.67 and KSSRJ = 0.06, is now

applied to Case 2. The result~ in Fig. 8.19 show that this particular multi-mode supplementary

controller, when applied to the Case 2 dual-compensated system, is able to provide positive

damping to all modes, with the improvement in Mode 1 and Mode 3 particularly noticeable: the

time domain results show that the generator speed deviation and LPA-LPB torque are now

positively damped; the GEN-EXC torque is not as well damped as the other two variables with

its oscillations remaining sustained. The FFTs in Fig. 8.19 confirm that the presence of both

the Mode 1 and Mode 3 frequency components in the system variables has been significantly

reduced from those in the uncontrolled Case 2 example shown in Fig. 8.4. The slight

reduction in the amplitude of the Mode 2 peak from that shown in Fig. 8.4 is not sufficient to

significantly positively damp the GEN-EXC torque oscillations.
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Fig.8.19: Time-domain response andfrequency-domain characteristics for Case 2

dual-compensated system: Mode I and Mode 3 loops of the multi-modal damping controller

designedfor Case I dual-compensated system activated;KssRJ =0.67, K
SSRJ

=0.06.
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Multi-Modal Damping Controller Applied To The Case 3 Dual-Compensated System

The results in section 8.2 showed that the dual-compensated system in Case 3 (Xc = 0.275 pu

and Xq = 0.0957 pu) is unstable with no supplementary damping control on the SSSC, and that

Modes 1 and 3 are dominant in the unstable system response (particularly Mode 1).

Fig. 8.20 shows the time domain response and frequency domain characteristics obtained when

the multi-modal controller that was specifically designed for the Case 1 dual-compensated

system to damp out Mode 1 and Mode 3, with gains KSSR1 = 0.67 and KSSR3 = 0.06, is now

applied to Case 3. The results in Fig. 8.20 show that this particular multi-mode supplementary

controller, when applied to the Case 3 dual-compensated system, is unable to fully restore the

system stability: the time domain results show that the generator speed deviation, the LPA-LPB

torque and GEN-EXC torque all exhibit slightly negatively damped oscillations. However,

the amplitudes of all of these variables' oscillations have decreased compared to those exhibited

in Case 3 with no supplementary controller (c.f. Fig. 8.5). The FFTs in Fig. 8.20 confirm that
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Fig.8.20: Time-domain response andfrequency-domain characteristics for Case 3

dual-compensated system: Mode J and Mode 3 loops of the multi-modal damping controller

designedfor Case J dual-compensated system activated;KssR1 =0.67, KSSR3 =0.06.
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the presence of both the Mode 1 and Mode 3 frequency components in the system variables has

been significantly reduced from those seen in the uncontrolled case shown in Fig. 8.6; however,

this comes at the expense of significant amplitude increase in the Mode 2 FFf peaks from those

in Fig. 8.6.

This set of studies has considered the use of a multi-modal supplementary damping controller

designed for the Case 1 dual-compensated system, applied to the Case 2 and Case 3

dual-compensated systems. The results have shown that this supplementary controller performs

fairly well in the Case 2 dual-compensated system as it offers damping to all modes in the system

variables. For the Case 3 dual-compensated system, the supplementary controller was able to

provide damping to those modes that the controller was designed to damp out in the other case

example; however, this controller has further destabilised Mode 2 in the Case 3 example, and the

overall system remains unstable.

8.5.2 Cross-Case Damping Study Using The Multi-Modal Supplementary

Controller Designed For Case 2 Dual-Compensated System

In this section, the multi-modal supplementary controller designed for the Case 2 dual

compensated system (Xc = 0.224 pu and Xq* = 0.1467 pu) is applied to the Case 1 and Case 3

dual-compensated systems.

Multi-Modal Damping Controller Applied To The Case 1 Dual-Compensated System

The results in section 8.2 showed that the dual-compensated system in Case 1 (Xc = 0.178 pu

and Xq * =0.1927 pu) is unstable with no supplementary damping control on the SSSC, and that

Mode 3 is dominant in the unstable system response, but with Mode 1 and 4 also present.

Fig. 8.21 shows the time domain response and frequency domain characteristics obtained when

the multi-modal controller that was specifically designed for the Case 2 dual-compensated

system to damp out Mode 1 and Mode 3, with gains KSSRJ = 0.6 and KSSR3 = 0.07 is now applied

to Case 1. The results in Fig. 8.21 show that this particular multi-mode supplementary

controller, when applied to the Case 1 dual-compensated system, fails to restore the overall

system stability: the time domain results show that the generator speed deviation and

GEN-EXC torque are still negatively damped, although the amplitudes of these oscillations

have been reduced considerably from those in the uncontrolled Case 1 study of Fig. 8.1. The

FFTs in Fig. 8.21 confirm that the presence of both the Mode 1 and Mode 3 frequency
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components in the system variables has been significantly reduced (particularly Mode 3) from

those seen in Fig. 8.2, even though it is not sufficient to bring the system back to stability.
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Fig.8.21: Time-domain response andfrequency-domain characteristics for Case 1

dual-compensated system: Mode 1 and Mode 3 loops of the multi-modal damping controller

designedfor Case 2 dual-compensated system activated;KssR1 = 0.6, KSSR3 = 0.07.

Multi-Modal Damping Controller Applied To The Case 3 Dual-Compensated System

The results in section 8.2 showed that the dual-compensated system in Case 3 (Xc = 0.275 pu

and Xq = 0.0957 pu) is unstable with no supplementary damping control on the SSSC, and that

Modes 1 and 3 are dominant in the unstable system response (particularly Mode 1).

Fig. 8.22 shows the time domain response and frequency domain characteristics obtained when

the multi-modal controller that was specifically designed for the Case 2 dual-compensated

system to damp out Mode 1 and Mode 3, with gains KSSR1 = O. 6 and KSSR3 = 0.07, is now

applied to Case 3. The results in Fig. 8.22 show that this particular multi-mode supplementary

controller, when applied to the Case 3 dual-compensated system, is unable to fully restore the

system stability: the time domain results show that the generator speed deviation, LPA-LPB
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torque, and GEN-EXC torque all exhibit slightly negatively damped oscillations, however, the

FFTs in Fig. 8.22 confinn that the presence of both the Mode 1 and Mode 3 frequency

components in the system variables has been significantly reduced from the uncontrolled Case 3

example (c.f. Fig. 8.6); however, this comes at the expense of amplitude increase in the Mode 2

and Mode 4 peaks. Clearly, the behaviour of the system shown in Fig. 8.22 indicates that the

system could not be operated at this level of dual compensation, even with the improved

damping obtained with the controller: the response of the system is clearly unstable and would

therefore result in shaft damage.
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Fig.8.22: Time-domain response and frequency-domain characteristics for Case 3

dual-compensated system: Mode 1 and Mode 3 loops of the multi-modal damping controller

designedfor Case 2 dual-compensated system activated;KsSR1 =0.6, KSSR3 =0.07.

This set of studies has considered the use of a multi-modal supplementary damping controller

designed for the Case 2 dual-compensated system, applied to the Case 1 and Case 3

dual-compensated systems. It was found that in both cases, such a supplementary controller was

able to provide positive damping to Modes 1 and 3 to quite a large extent, but not to a sufficient

degree to restore the system stability. Also, for the Case 3 dual-compensated system, the

supplementary controller designed for Case 2 has negatively influenced the system by further

destabilising Mode 2 and Mode 4.
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8.5.3 Cross-Case Damping Study Using The Multi-Modal Supplementary

Controller Designed For Case 3 Dual-Compensated System

In this section, the multi-modal supplementary controller designed for the Case 3 dual

compensated system (Xc = 0.275 pu and Xq = 0.0957 pu) is applied to the Case 1 and Case 2

dual-compensated systems.

Multi-Modal Damping Controller Applied To The Case 1 Dual-Compensated System

The results in section 8.2 showed that the dual-compensated system in Case 1 (Xc = 0.178 pu

and Xq*=0.1927 pu) is unstable with no supplementary damping control on the SSSC, and that

Mode 3 is dominant in the unstable system response, but with Modes 1 and 4 also present.

Fig. 8.23 shows the time domain response and frequency domain characteristics obtained when

the multi-modal controller that was specifically designed for the Case 3 dual-compensated

system to damp out Mode 1, Mode 2 and Mode 3, with gains KSSR1 =0.7, KSSR2 =0.3 and KSSR3 =
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Fig.8.23: Time-domain response andfrequency-domain characteristics for Case 1

dual-compensated system: Mode 1 and Mode 3 loops of the multi-modal damping controller

designed for Case 3 dual-compensated system activated; KSSR1 = O. 7, KSSR2 =0.3 and KSSR3 = 0.05.
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0.05, is now applied to Case 1. The results in Fig. 8.23 show that this particular multi-mode

supplementary controller, when applied to the Case 1 dual-compensated system, fails to restore

the overall system stability: the time domain results show that all the system variables are still

negatively damped, although the amplitudes of these oscillations have been reduced

considerably from those in the uncontrolled Case 1 example shown in Fig. 8.1. The FFTs in

Fig. 8.23 show that the presence of the Mode 2 and Mode 3 frequency components in the

system variables has been significantly reduced compared to those in Fig. 8.2, even though this

reduction is not sufficient to bring the system back to stability. On the other hand, the

amplitudes of the Mode 1 frequency components in all the system variables remain almost at

the same level as those in Fig. 8.2 when the system was not provided with a supplementary

controller.

Multi-Modal Damping Controller Applied To The Case 2 Dual-Compensated System

The results in section 8.2 showed that the dual-compensated system in Case 2 (Xc = 0.224 pu

and Xq* = 0.1467 pu) is fairly stable with no supplementary damping control on the SSSC, with

Modes 1 and 3 dominating the system response.

Fig. 8.24 shows the time domain response and frequency domain characteristics obtained when

the multi-modal controller that was specifically designed for the Case 3 dual-compensated

system to damp out Mode 1, Mode 2 and Mode 3, with gains KSSRJ =0.7, KSSR2 =0.3 and KSSR3 =
0.05, is now applied to Case 2. The results in Fig. 8.24 show that this particular multi-mode

supplementary controller, when applied to the Case 2 dual-compensated system, is able to

provide positive damping to all modes: the time domain results show that all the system

variables are now positively damped. The FFTs in Fig. 8.24 confirm that the presence of both

the Mode 1 and Mode 3 frequency components in the system variables has been significantly

reduced from the uncontrolled Case 2 example shown in Fig. 8.4.

This set of studies has considered the use of a multi-modal supplementary damping controller

designed for the Case 3 dual-compensated system, applied to the Case 1 and Case 2

dual-compensated systems. The results have shown that for the Case 1 dual-compensated

system, the supplementary controller was not able to provide damping to all the modes that the

controller was designed to damp out in the other case example, and the system remains unstable.

On the other hand, the results from the Case 2 dual-compensated system have shown that such a

supplementary controller performs fairly well, as it provides sufficient damping to stabilise all

modes in the system.
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Fig.8.24: Time-domain response and frequency-domain characteristics for Case 2

dual-compensated system: Mode I and Mode 3 loops of the multi-modal damping controller

designedfor Case 3 dual-compensated system activated;KssRJ =0.7, KSSR2 = 0.3 and KSSR3 =0.05.

The results of this section have shown that a multi-modal supplementary damping controller

designed to damp out SSR for one combination of conventional series capacitor and SSSC

compensation is not, in general, able to completely stabilise SSR for another, different

combination of conventional and SSSC compensation. However, the results of these cross-case

damping studies are positive in one respect: in nearly all cases considered, although the

application of a damping controller designed for one dual-compensation case does not completely

stabilise other such cases, it does generally provide some improvement in their stability. This,

the aim of achieving a single-design of an SSSC supplementary damping controller that is

applicable to a wide range of compensation values is clearly much more demanding in

dual-compensated systems, than in a system compensated solely with an SSSc. However, it

may be possible, using the multi-modal damping controller structure proposed in this chapter, to

come up with a small set of pre-designed damping controllers that can be gain scheduled,

according to the SSSC's value of Xq *, in order to allow stable operation for a range of

compensation values in a dual-compensated system.
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8.6 Practical Considerations

This thesis has considered the application of an SSSC in the IEEE First Benchmark Model for the

study of SSR, both in terms of the SSR characteristics of an SSSC, and in terms of its ability to

damp SSR via supplementary controls. However, an important concern which cannot be ignored

is the electrical rating of an SSSC that would be required for such an application. Reference [15]

states that the MVA rating of inverter-based compensator equipment, and hence its cost, is derived

from the product of peak ac voltages and currents, regardless of whether they occur together or

not. In the IEEE First Benchmark Model, for which the system base power is 890MVA, a

maximum value of SSSC compensation of OApu (as considered in this thesis) would imply a

MVA rating of the SSSC of approximately 360MVA. Such an SSSC rating is just over double

that of the practical UPFC installation described in [15], albeit at a system voltage of 138kV as

compared to 500kV for the IEEE First Benchmark Model. Thus, it should be noted that the

inclusion of an SSSC in the IEEE First Benchmark Model is definitely an expensive technology

option, and this fact would need to be borne in mind when considering the SSSC as an option in

practice.

8.7 Conclusion

This chapter has considered whether supplementary damping control added to an SSSC is able to

stabilise SSR when the SSSC is used in conjunction with conventional series capacitors to

compensate the transmission line of a benchmark study system. The chapter began by

investigating the resonant characteristics of this dual-compensation approach in the IEEE First

Benchmark Model, using the detailed SSSC model developed in Chapter Three, for a range of

values of both conventional and SSSC compensation. It was found that when the combination of

SSSC and conventional series capacitors is used to compensate the system, the resonant

characteristics become complex and strongly multi-modal in nature..

The chapter then considered whether a single supplementary damping controller can be used to

damp the complex, multi-modal resonances in a dual-compensated transmission system in general,

and not simply at one value of SSSC compensation as originally proposed in, and studied in,

reference [65]. The results have shown that the ability to arrive at a successful supplementary

SSR damper for the SSSC, even at one value of SSSC compensation, depends very much on the

value of SSSC and conventional capacitor compensation used, and that in general, it is not

possible to stabilise SSR in a system comprising conventional series capacitors and an SSSC with
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a supplementary damping controller designed for a single mode frequency. Rather, it has been

shown that such controllers, designed to damp one mode frequency, tend to destabilise other

dominant modes. This finding does not contradict the findings in [65] per se: rather, the

conclusion that can be drawn by revisiting the proposals in [65] in this chapter using a benchmark

study system, and for a range of values of SSSe compensation, is that each dual-compensated

system requires careful, individual analysis of the full range of compensation values likely to be

provided by the SSSe in practice to determine whether the simple damping controller proposed in

[65] will suffice.

This chapter then further extended the work described in [65] by considering the design of

multi-modal supplementary damping controllers for an SSSe in the dual-compensated benchmark

study system. The results of these studies have demonstrated that using the multi-modal

extension of the idea proposed in [65], it is possible to successfully damp out the strong

multi-modal torsional resonances evident in dual-compensated systems, at least for the range of

values of compensation considered in the chapter. It can therefore be concluded that this

multi-modal form of SSSe supplementary damping controller is much better suited to the task of

damping out SSR in a dual-compensated study system than is the simpler supplementary

controller structure proposed in [65], at least at the operating conditions for which the controller

was designed.

However, the final section of this chapter has shown that even a multi-modal damping controller

that is successfully able to damp torsional oscillations at one combination of conventional and

SSse compensation is not able to completely stabilise the system at different values of

compensation. Thus, some form of supplementary damping controller gain scheduling would

likely be required in practice to allow the dual-form of compensation to be used whilst allowing

the full flexibility of the SSSC's variable compensation to be utilised without causing SSR

instability.
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The first part of this thesis has dealt with the development of both detailed and simplified

simulation models of inverter-based FACTS devices, namely the Static Synchronous Compensator

(STATCOM), Static Synchronous Series Compensator (SSSC) and Unified Power Flow

Controller (UPFC). Although the thesis has considered the mathematical modelling of all of

these three inverter-based FACTS devices, most attention has been paid to the development of

industry-standard, Xq-controlled SSSC, where the controllable ac series compensating voltage of

the SSSC is dependent on the magnitude of the line current.

The second part of the thesis has then used the detailed simulation model of the SSSC to study the

potential problem of subsynchronous resonance (SSR) being caused by this form of compensation.

Furthermore, two different types of supplementary damping controller for the SSSC have been

considered as possible practical solutions to the problem of SSR: a single-mode supplementary

controller when the transmission line is compensated by an SSSC alone, and a multi-modal

supplementary damping controller when the transmission line is compensated by the combination

of conventional series capacitors and an SSSc.

This chapter now summarises and reviews the main findings and conclusions drawn from the

previous chapters. The chapter also suggests further research work that may be undertaken in

this area.

9.2 Three-Level Multi-Pulse Inverter Model

The power electronic inverter is the basic building block of any SSSc. In this thesis, multi-pulse

inverter configurations were considered for study since they are typically employed in actual

transmission line FACTS applications. Chapter Two focused on the theory of operation of three

different types of three-level voltage-sourced inverters, namely, the 6-pulse, 12-pulse and 24-pulse
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three-level inverter. Detailed simulation models of these inverters were developed for the

simulation package PSCAD/EMTDC; the 6-pulse and 12-pulse inverter models were considered

as intermediate steps towards the final goal of a 24-pulse, three-level inverter model. In each

case, the simulation models developed represent the power electronic devices and the low-level

firing controls required in the voltage-sourced inverter.

Using these detailed simulation models, Chapter Two demonstrated that in comparison to the

6-pulse and 12-pulse inverters' time-domain waveforms, the waveforms obtained from the

24-pulse inverter are near sinusoidal and that the quality of these waveforms remains high even at

high values of dead angle y. Moreover, the frequency-domain results from the 24-pulse inverter

were shown to have a total harmonic distortion (THD) below 10% for a wide range of y values,

which is relatively low when compared to both 6-pulse and 12-pulse inverters. The time-domain

and frequency-domain results obtained from each of the inverter simulation models developed in

PSCADIEMTDC were compared against their respective theoretical equations and showed close

agreement.

The detailed simulation models of inverter-based FACTS devices subsequently presented in the

thesis made use of this 24-pulse three-level inverter developed in Chapter Two.

9.3 Detailed Models of Inverter-Based FACTS Devices

Three essential components are needed to construct any inverter-based FACTS device: they are

the voltage-sourced inverters, coupling transformers and the associated high-level controls. The

development of detailed models of the three inverter-based FACTS devices in this thesis has

employed the detailed 24-pulse three-level inverter simulation model described above, and the

voltage injecting transformers are three simple single-phase transformers coupled onto the

transmission line. The component that defines the characteristics and functioning of a particular

inverter-based FACTS device is its high-level controller.

This thesis began the development of inverter-based FACTS devices by modelling two types of

stand-alone Xq-controlled SSSC, namely, the two-level SSSC and the three-level SSSc. As the

name "two-level SSSC" suggests, the 24-pulse three-level inverter was operated as a two-level

device by setting the inverter dead angle y to zero so that the dc-to-ac gain across the inverter was

fixed at a certain value. In this mode of operation, the ac output voltage of the inverter can only

be varied by adjusting the magnitude of the inverter's dc voltage. The three-level SSSC, on the
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other hand, exploits the full functionality of a three-level inverter where the inverter's output ac

voltage can be varied either by adjusting the inverter's dc voltage or by changing its dc-to-ac gain

by means of the dead angle y. Whereas the two-level inverter satisfies the operational and

functional requirements of a stand-alone SSSC, it is not suitable for cases where the SSSC is

combined with a STATCOM to form a UPFC; a three-level inverter with its controllable inverter

gain, is required in such cases. The three-level SSSC, howe¥er, is not restricted to instances

where the SSSC is operated as a part of a UPFC; it can also be employed for stand-alone SSSC

applications.

The hicrh-level control scheme within the two-level SSSC was closely based on the work ine .

reference [34] and was implemented such that there were three inter-linked sections, namely,

angle control, magnitude control and the dc voltage regulator. The 24-pulse two-level inverter,

the high-level controller and the series injecting transformers complete the overall two-level

SSSC simulation model, which was then connected to a simple ac transmission line model based

on that in [34] for the purpose of benchmarking. A similar system configuration was used for

the three-level SSSC, and a modified high-level SSSC controller was introduced to operate the

inverter in three-level mode. In this three-level SSSC, the high-level control scheme now

consisted of four control sections, namely, angle control, magnitude control, the dc voltage

regulator, and the dead-angle calculator; this allowed the ac output voltage to be controlled by

adjusting the inverter dead angle y, while the inverter's dc voltage is regulated to some value set

by an operator.

The simulation results from the two-level and the three-level SSSC models in PSCADIEMTDC

were compared to the results simulated in EMTP by Sen [34] and have shown that under steady

state and dynamic conditions, the ac compensation performance of both the two-level and

three-level SSSC are virtually identical to that of the two-level SSSC simulated in EMTP by Sen

[34], and therefore confirm the correctness of the more detailed SSSC models developed in

PSCAD/EMTDC. Hence, this study illustrated that the operation and functionality of either type

of SSSC remains very similar despite differences in inverter technology and in the high-level

SSSC controls.

The thesis has also demonstrated that by setting the desired dc voltage appropriately in the

three-level SSSC, the total harmonic distortion (THD) of the injected ac voltage could be kept

within acceptable levels as the operating conditions of the compensated transmission line change.

Therefore, the ability to adjust the THD in the three-level SSSC is one advantao-e over the
e

two-level SSSC where the THD is fixed at a certain level.
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The thesis then extended the modelling study to the other two inverter-based FACTS devices,

namely, the stand-alone, two-level static synchronous compensator (STATCOM) and a unified

power flow controller (UPFC). The stand-alone STATCOM model is based on the two-level

inverter where the output voltage is controlled by varying the inverter dc voltage. The desired

shunt current that flows between the STATCOM and the transmission line determines the

inverter's output voltage ma~itude in relation to the line voltage. This in turn influences the

reactive power being exchanged at the STATCOM terminals. In the UPFC model, the

STATCOM is again operated as a two-level device (with y = 00) and has sole control over the dc

link capacitor voltage. Because the dc link voltage is control by the STATCOM, the SSSC as a

part of the UPFC must be based on the three-level inverter where the magnitude of the series

injection voltage is not dependent on the dc capacitor voltage but controlled by varying the dead

angle y, thus varying the inverter gain. The SSSC is then allowed to inject a voltage that is a

two-dimensional vector quantity [14]; in other words, it is able to not only influence the reactive

power in the line but also the active power depending on the mode of operation.

The STATCOM and UPFC models were closely based on reference [27] in which these FACTS

device models were developed for the simulation program EMTP. The high-level control

scheme within the stand-alone STATCOM consists of two inter-linked sections, namely, phase

control and magnitude control. The 24-pulse two-level inverter, the high-level controller and the

coupling transformers complete the overall two-level STATCOM simulation model, which was

then connected to a simple ac transmission line model based on that in [27] for the purpose of

benchmarking. A similar system configuration was used for the UPFC, with the inclusion of a

three-level SSSC whose high-level control scheme also consisted of phase control and magnitude

control, to allow the voltage vector to be inserted at any desired magnitude and phase in relation

to the line voltage.

The simulation results from the STATCOM and UPFC models in PSCADIEMTDC were then

compared to the results simulated in [27] and were shown to be virtually identical, thus

confirming the correctness of the more detailed STATCOM and UPFC models developed in

PSCADIEMTDC.

Although the PSCADIEMTDC inverter-based FACTS device models developed in this thesis

were based closely on those in [34] and [27], unlike [34] and [27] this thesis has represented the

actual power electronic devices within the 24-pulse inverter as well as the low-level power

electronic firing controls. Therefore the PSCADIEMTDC model of the inverter-based FACTS

devices presented in this thesis are thorough and detailed.
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The highly detailed inverter models are not always required to carry out performance studies on

FACTS devices: often a simplified, continuous-time model of a voltage-sourced inverter is

employed instead in order to save an otherwise large amount of simulation time. Furthermore,

this modelling approach allows for more rapid analysis and debugging of high-level control

schemes that are present in these inverter-based FACTS devices, at least in the initial development

phase. In addition, for detailed analysis of issues like SSR, this continuous-time representation

of the inverter allows the FACTS device model to be linearised about a particular steady state

operating point so that eigenvalue analysis can be done. In the case of some FACTS device

studies, it may even be possible to avoid using detailed inverter models without suffering too

much loss in accuracy.

This thesis has therefore presented a continuous-time model of a voltage-source inverter

developed for the simulation package PSCADIEMTDC. This simplified inverter model outputs

a continuous-time waveform that exhibits only the fundamental frequency component of the

actual inverter voltages. The magnitude of this output voltage is based on the measured dc

capacitor voltage and the required dead angle y. This thesis has also described the process used

to design such an inverter model in PSCADIEMTDC.

This continuous-time inverter model was then used to develop simplified SSSC, STATCOM and

UPFC models, the results of which have been shown to be very similar to those obtained from the

detailed models developed in the thesis, and therefore validate the accuracy of these simplified

inverter-based FACTS models. These models can now form the basis of further study in this

area, including the development of linearised models, now that the characteristics of the full,

detailed FACTS device models, in particular those of the SSSC, have been established for SSR

studies.

9.5 Resonant Characteristics Of The Two-Level SSSC

When implementing series compensating devices like the SSSC, the resonant characteristics of

the compensating device in the frequency domain are of importance and should be examined in

detail due to the concern that such devices may cause subsynchronous resonance (SSR), which

poses a serious threat to the power system. The literature review in this thesis has revealed many

claims that inverter-based series compensating devices are essentially ac voltage sources that only
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operate at the fundamental frequency, in other words that the reactances emulated by these

devices are theoretically zero at all other frequencies. It has been claimed that as a result, these

inverter-based series compensating devices are unable to form the classical series RLC resonant

circuit that leads to SSR, and that they are therefore immune to SSR. Subsequently, contrary

claims [18,33] have been made based on examining the electrical impedance characteristics of

inverter-based series compensators in the frequency domain.

This thesis therefore carried out a simple frequency-domain analysis of the transmission line

impedance in the IEEE First Benchmark Model for the study of SSR for the case where the line is

compensated with the two-level SSSC model developed earlier in the thesis. The results from

the frequency-domain study have shown that the transmission line compensated with the SSSC

exhibits a resonant minimum in its impedance at a subsynchronous frequency, at which the total

line impedance is purely resistive. Similar to conventional capacitor compensation, the SSSC

acts as a capacitive reactance not only at the fundamental frequency but at all frequencies. This

finding is therefore in agreement with the findings in [18,33], but in this thesis the frequency

domain analysis has been carried out with a detailed SSSC model that includes that SSSC's

inverter power electronics and low-level firing controls, and employs the type of inverter

technology most likely to be used in high-power applications.

It has also been demonstrated that, as is the case in a transmission line compensated with

conventional series capacitors, when the compensating capacitive reactance provided by the SSSC

is increased, the resonant frequency in the line impedance increases. However, conventional

capacitive compensation and the SSSC form of compensation result in different resonant

frequencies for the same compensation ratio. Hence, the theoretical equation for the resonant

frequency of a conventionally compensated line does not hold for the case of SSSC compensation.

Once again, this finding is consistent with those in [18,33].

The thesis further investigated the interactions between a transmission line compensated by either

two-level or three-level SSSCs and the multi-inertia turbo-generator of the IEEE SSR First

Benchmark Model. The results have shown that, in a similar manner to conventional series

capacitor compensation, the electrical resonant frequency caused by either type of SSSC may

excite one or more mechanical shaft modes. This interaction may result in large, poorly-damped,

or even self-excited oscillations. Also, even when the SSSC does not cause large persistent

oscillations, it still excites shaft torque oscillations. It was therefore concluded that this

inverter-based form of series compensation can cause torsional interaction but that the degree of

destabilization caused is less than that caused by conventional capacitors. Therefore, special

care is still needed when implementing such devices in practice in order to avoid unwanted
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resonances, despite the numerous advantages that the SSSC provides over conventional

capacitors.

9.6 Supplementary Controllers For The Three-Level SSSC

In order to provide practical solutions to the SSR problems that arise when a transmission line is

compensated solely by an SSSC, a supplementary controller, proposed by others [65], was

considered to damp out a single mode frequency found to be predominant in the system

oscillations. The thesis described in detail the process used to design this single-mode

supplementary damping controller in the work presented here. The simulation results have

shown that the single-mode supplementary controller was able to successfully damp out the

desired mode and stabilise the system at its design operating point.

Furthermore, the thesis considered the performance of this fixed-design, single-mode

supplementary controller for the SSSC at values of SSSC compensation other than that at which

the controller design was originally carried out. The results of these studies have shown that a

single-design supplementary controller, added to the SSSC, can allow it to operate over a range of

values of series compensating reactance without causing SSR, when the SSSC is the only form of

compensation in the transmission line; also, the damping controller does not have a negative

influence on the system damping for values of SSSC compensation that are already stable without

supplementary control. These results have therefore extended the findings in [65], since that

study considered the SSSC at a single value of compensation, purely to damp out SSR caused

primarily by conventional series capacitors. This thesis has shown that the single-mode

supplementary damping controller idea proposed in [65] can also be used to extend the safe

variable-compensation operating range of an SSSC in systems where SSR is a concern and where

only SSSC compensation is to be used.

Subsequently, the study into supplementary damping control in the thesis was extended to

consider a more practical scenario in which the transmission line was compensated by both

conventional series capacitors and a three-level SSSC. A detailed SSR analysis was conducted

on this dual-compensation approach in the IEEE First Benchmark Model, for a range of values of

both the conventional and the SSSC components of the dual compensation. The results of these

studies showed that when the combination of SSSC and conventional series capacitors is used to

compensate the system, the resonant characteristics become complex and strongly multi-modal in

nature.
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The study then considered the use of a single supplementary damping controller to damp the

complex, multi-modal resonances in a dual-compensated transmission system for a range of

values of compensation, and not simply at one value of SSSC compensation as originally

proposed in, and studied in, reference [65]. The results have shown that in general, it is not

possible to stabilise SSR in a system comprising conventional series capacitors and an SSSe with

a supplementary damping controller designed for a single mode frequency. It was found that the

possibility of the supplementary controller being able to successfully restore the overall system

stability, even at one value of SSSC compensation, depends very much on the values of SSSC and

conventional capacitor compensation used. Indeed, it was shown that in general, such

controllers, designed to damp one mode frequency, tend to destabilise other dominant modes.

This finding does not contradict the findings in [65] per se; rather, it can be concluded that for a

range of values of SSSC compensation, each dual-compensated system requires careful,

individual analysis of the full range of compensation values likely to be provided by the SSSC in

practice to determine whether the simple damping controller proposed in [65] will suffice.

The thesis then further extended the work described in [65] by proposing the use of a multi-modal

supplementary damping controller for an SSSC in dual-compensated systems. A detailed

description of the design of such a damping controller was presented for a range of

dual-compensation cases in the IEEE First Benchmark Model, and the performance of the

proposed controller examined in depth. The results of these studies have demonstrated that by

using the multi-modal supplementary controller, it is possible to successfully damp out the strong

multi-modal torsional resonances evident in dual-compensated systems, at least for the range of

values of compensation considered in the thesis. It can therefore be concluded that this

multi-modal form of SSSe supplementary damping controller is much better suited to the task of

damping out SSR in the dual-compensated study system, at least at the operating conditions for

which the controller was designed.

However, it was shown that even a multi-modal damping controller that is successfully able to

damp torsional oscillations at one combination of conventional and SSse compensation is not

able to completely stabilise the system at different values of compensation. Thus, some form of

supplementary damping controller gain scheduling would likely be required in practice to allow

the dual-form of compensation to be used whilst allowing the full flexibility of the SSSC's

variable compensation to be utilised without causing SSR instability.
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9.7 Suggestions For Further Work

227.

This thesis has presented detailed models of the SSSC, STATCOM and UPFC, focusing in

particular on the multi-pulse inverters at the heart of the devices, but also on the high-level

controls of these inverter-based FACTS devices. The detailed SSSC models have been

developed in order to be able to predict, with a high degree of confidence, any interactions that

may occur between SSSCs and the rest of the power system. However, there are further areas in

this field of inverter-based FACTS devices that still need to be explored and investigated.

Therefore much scope exists for further research on this subject. Some suggestions for further

work are as follows.

Ca) This thesis has focused solely on model development and investigation of the

Xq-controlled SSSc. Future work could consider the Vq-controlled SSSC where the

series compensating voltage is independent of the magnitude of the line current. As in

this thesis, the detailed SSSC model could be used to investigate the resonant

characteristics of this form of compensation, and to compare it to that of conventional

and Xq-controlled SSSC compensation. Some work in this area has already been

carried out [21,42,43,46] but, as with the Xq-controlled SSSC, contradictory claims

regarding the resonant characteristics of the Vq-controlled SSSC have been made. The

development of a detailed model of the Vq-controlled SSSC will also allow comparison

to be made against the Xq-controlled SSSC in regards to performance and functionality

in other FACTS application studies.

Cb) The thesis has developed a UPFC model for the use in voltage injection mode.

However, as the UPFC also offers a variety of different operating modes that include

reactance emulation mode, phase shifting mode and power flow control mode, each of

these modes of operation could be considered in future work. Similar to the SSR

study carried out on the SSSC, investigations could also be done on the resonant

characteristics of a UPFC in a transmission line compensated by a UPFC alone, or by a

combination of UPFC and conventional capacitors. Supplementary controllers could

also be designed and implemented for the UPFC in order to assist in the overall system

damping.

Cc) This thesis developed simplified, continuous-time models of inverter-based FACTS

devices which can be used to develop linearised models of these FACTS devices for

future eigenvalue studies into their SSR characteristics and the design of better

supplementary damping controllers.
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(d) Finally, practical confirmation of the findings of this thesis could be considered by

implementing a scaled-down laboratory test system with a three-level inverter-based

SSSc. When considering practical implementation of multi-pulse inverter

arrangements, the insight gained from the detailed power-electronic modeling of these

inverters in this thesis would be valuable.
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APPENDIX A

PSCADIEMTDC SIMULATION MODELS FOR

THREE-LEVEL INVERTERS

A.I Introduction

Chapter Two of this thesis shows a series of simulation results to demonstrate the characteristics of

the detailed models of multi-pulse, three-level inverters that have been developed for the

PSCADIEMTDC simulation program. In this appendix the development and design of these

inverter simulation models is described in more detail. It can be seen from Chapter Two that the

single-pole three-level inverter is the foundation of all the multi-pulse inverters.

A.2 The Single Pole Three-Level Inverter

Fig. Al shows the graphical representation of one phase-leg of a three-level inverter and associated

voltage sources and low-level firing controls developed in PSCADIEMTDC. The topology of the

inverter in Fig. Al is the same as that in Fig. 2.1 in Chapter Two; the two capacitors have been

replaced by two identical constant dc voltage sources, and the inverter is connected to a pure

resistive load to ground.

As shown in Fig. A.I, the inverter topology is built up by assembling GTOs and diodes using the

models of these individual power electronic switches provided in PSCADIEMTDC. A

three-phase ac source is used to mimic the ac voltage from a transmission line and to provide the

desired instantaneous phase angle 8 through the EMTDC built-in three-phase PI-controlled phase

locked loop functional block which tracks the positive sequence of the input signal. The

subroutine behind this functional block generates a ramp called "theta" (8), shown in Fig. A2(a)

which varies between 0° and 360°, synchronized or locked in phase, to the phase-a voltage [80].

This 8 is then connected to a user-defined-model in PSCADIEMTDC called the "Modulo" which

restrains ramps to between 0° and 360° at the fundamental frequency. These ramps are then

converted to triangular signals by the Non-linear Transfer Characteristic functional block [56].

This phase angle together with the dead angle y, are the inputs to the low-level inverter firing

controls.
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The firing control scheme itself uses specially designed functions and logic blocks to manipulate

these inputs: a special triangular wave is generated from the instantaneous phase angle 8 of the

desired ac output waveform and this triangular wave is compared with ±y to determine the turn on

and turn off instants (and hence firing signals) for each of the GTOs. A timing diagram of this

firing control scheme for a value of y =20° is shown in Fig. A.2.
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Fig.A.2: TIming Diagram ofLow-Level Firing Controls for Y= 20 C:. (a) Theta, the output from the

Phase Locked Loop; (b) The triangular signal being compared to positive and negative y, (c) The

output voltage waveform from the single pole three-phase inverter.

With the reference to Fig. A.2(b) and Fig. A.2(c), as well as Section 2.2.3 that described the

switching sequence of the inverter GTOs, the following summarizes the logic behind the low-level

firing controls.
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IF S6(t) > y+

THEN switch on GTOs 1 and lA

ELSE IF S6(t) < y
THEN switch on GTOs 4 and 4A

ELSE switch on GTOs lA and 4A

where 56 (t) is the instantaneous value of the triangular wave;

y+ is the positive value of the angle y;

y- is the negative value of the angle y.

The outputs of these low-level firing controls are then connected to the gate inputs of the GTOs, so

that the inverter output voltage follows the switching pattern.

This low-level firing control scheme for a three-level inverter is not a standard model provided in

EMTDC; it has been developed by the author as part of the work of this thesis.

Note that the angle y is labeled as "alpha" in the simulation models.

A.3 The 6-Pulse Three-Level Inverter

Fig. A.3 shows a detailed representation of the 6-pulse three-level inverter simulation model

developed for the work in this thesis. The inverter topology is the same as that shown in Fig. 2.6

in Chapter Two; once again, the inverter topology has been built up using the models of individual

GTO and diode switches provided in P5CADIEMTDC.

The model again comprises a low-level firing control scheme for individual GTOs in the inverter;

the inputs to this firing control scheme are the dead angle y and e the instantaneous angle of the

desired ac waveform. The low-level firing control scheme for each phase or pole of the 6-pulse

inverter is similar to the firing control scheme for the single-phase inverter arm described in

previous section. However, the special triangular wave generated in each phase of the 6-pulse

firing control scheme is phase shifted by 1200 from the triangular waves in the other two phases.

This 6-pulse three-level inverter firing control scheme is not a standard model provided In

PSCADIEMTDC; it has been developed by the author as part of the work of this thesis.



P
1

~

p
:g
{!)
:::J
Q
)<.

P

LJ
C/)

~
CJ
ins:
b
o
C/)

~

~
::j
o
:2:
s:o
CJ
P1
C/)

11
o
::0

~
::0mr;n
rm
~
~

~
~
::0
C/)

sirT1L;iaiio;,-ResUiiS--

D
graph page

100.0

100.0

100.0

fund_l1la&...pu

nineth_magj)u

NIDI 0
eleventh_mag_pu

NIDI 0

D
mrunouLout

D
fund_rnag

D
fund_mag

nineth_mag

~lhird_mag~ third_rnagyu

~o
fifh_mag~ fifh_mag_pu

fund_mag

()~I 0seventh_l1lag sevenUunag_pu

() D
fund_l1lag

eleventh_mag

third_mag

fifh_l1lag

o
seventh_mag

,eas·Enab

l=i~~jIVl al~la

-=h
Multiple

Run

Ch.

fund_mag

I €

Six·Pulse Three-Level Inverter

fifh_mag_pu

third_ma&-pu

nineth_mag_pu
Ch.

seventh_mag_pu
Ch.

elevenlh_mag_pu

Fast Fourier Transform

minus_alpha

co-1

Va

setTIng Angle gamma and

Multi·run on Frequency Analysis

1.0

*

~J:l
~

Low'Level Firing Controls

Dummy Three·Phase AC Source

~
~
C1:>

f}
e........
C1:>
l::l...

~
Q
~

~t;
\)
....
~
~
""C1:>
::l
§:
o'
::l

~
s..
C1:>

0\
~
l::
<;;-'
C1:>

~
C1:>
C1:>

I

~-.c
C1:>.......
s·
-.c
C1:>

~
:-t



Appendix A: PSCADIEMTDC SIMULATION MODELS FOR THREE-LEVEL INVERTERS A-6.

The FFT (Fast Fourier Transform) functional block is used to investigate the harmonic content of

the inverter output voltages. Multi-run is a device that allows the simulation model to be run a

number of times with a changed value of a variable each time. In this case multi-run is used to

vary the input variable y, in order to investigate the relationship between the fundamental and

harmonic frequency outputs and the inverter dead angle for the study in Section 2.3.4. Multi-run

can also be deactivated for individual studies, where in the value of y can be fixed with a floating

point constant in PSCADIEMTDC or imported as an input variable from a high-level FACTS

controller. Finally, Fig. A.3 includes a "graph page" that contains all the necessary graphs

showing the results from the simulation.

A.4 The 12-Pulse Three-Level Inverter

Fig. A.4 shows a detailed representation of the 12-pulse three-level inverter simulation model

developed for the work in this thesis. The 12-pulse inverter topology is the same as that shown in

Fig. 2.13 in Chapter Two: two 6-pulse inverters are connected in parallel before connecting to the

magnetic circuit comprised of phase-shifting transformers to complete the 12-pulse inverter model.

Again, each of the two 6-pulse inverters has been built up using the models of individual GTO and

diode switches provided in PSCADIEMTDC. The special topology of the magnetic circuit is built

up from individual single-phase transformers provided in PSCAD/EMTDC.

The model comprises a low-level firing control scheme for individual GTOs in the inverter; the

inputs to this model are the dead angle y and e the instantaneous angle of the desired ac waveform.

Because the low-level firing control scheme for the 12-pulse inverter is relatively complex, it has

been developed as a sub-page module whose details are shown in Fig. A.5; the required signals for

the firing controls imported from and exported to the main simulation page. The low-level firing

control scheme for each phase or pole of the two 6-pulse inverters is similar to the firing control

scheme for the single-phase inverter arm described earlier. For each phase of the 6-pulse inverter,

the triangular wave generated in the firing control scheme is phase shifted by 1200 from the

triangular waves in the other two phases. Furthermore, the triangular waves of all three phases of

one of the two 6-pulse inverters are phase shifted by 300 with respect to those of the other 6-pulse

inverter, thus completing the low-level control scheme.
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This 12-pulse three-level inverter firing control scheme is not a standard model provided In

PSCADIEMTDC; it has been developed by the author as part of the work of this thesis.

In a similar manner to the Iow-level firing controls, the frequency analysis of the inverter output

voltages is also done in a sub-page module called FFT as shown in Fig. A.6.

A.5 The 24-Pulse Three-Level Inverter

Fig. A.7 shows a graphical representation of the 24-pulse three-level inverter simulation model

developed for the work in this thesis. The 24-pulse inverter topology is the same as that shown in

Fig. 2.20 in Chapter Two: four 6-pulse inverters are now connected in parallel before they are

connected to the magnetic circuit comprised of phase-shifting transformers to complete the

24-pulse inverter model. Each of the four 6-pulse inverters have been built up using the models of

individual GTO and diode switches provided in PSCADIEMTDC, and the special topology of the

magnetic circuit is built up from individual single-phase transformers provided in

PSCADIEMTDC.

The model comprises a Iow-level firing control scheme for individual GTOs in the inverter; the

inputs to this model are the dead angle y and e the instantaneous angle of the desired ac waveform.

As with the 12-pulse inverter model, because of the complexity of the Iow-level firing control

scheme for the 24-pulse inverter, it has been developed as two sub-pages modules; these are shown

in details in Fig. A.8 and Fig. A.9. The low-level firing control scheme for each phase or pole of

the four 6-pulse inverters is similar to the firing control scheme for the single-phase inverter leg

described earlier. For each of the 6-pulse inverter, the triangular wave generated in each phase of

the 6-pulse firing control scheme is phase shifted by 120° from the triangular waves in the other

two phases. Furthermore, with reference to Fig. 2.20 in Chapter Two, all three triangular waves

for the 6-pulse inverter A1BICI are phase shifted by +7.so. Similarly all three triangular waves

for inverter D!EIFI are phase shifted by -22.so, those for inverter A2B2C2 by -7.so and those for

inverter D2E2F2 by -37.so. This 24-pulse three-level inverter firing control scheme is not a

standard model provided in EMTDC; it has been developed by the author as part of the work of this

thesis.

Due to the large simulation model and the limited size of each page allowed, most components are

linked from the main page to their own sub-page. The phase-shifting transformers within the

magnetic circuit are shown in Fig. A.I 0, the Fast Fourier Transform frequency analysis is shown in

Fig. A.I!, and the result graph pages are all linked to their own sub-pages.
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Appendix A: PSCADIEMTDC SIMULATION MODELS FOR THREE-LEVEL INVERTERS A-14.
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Fig. A.lQ: The detailed PSCADIElvfTDC representation ofthe 24-pulse three-level inverter

magnetic circuit (sub-page module Transformers).
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Appendix B: PARAMETERS OF THE SSSC COMPENSATED TRANMISSION SYSTEM AND ITS
PSCADIEMTDC MODELLING B-1.

APPENDIXB

PARAMETERS OF THE SSSC COMPENSATED

TRANSMISSION SYSTEM AND ITS PSCADIEMTDC

MODELLING

This Appendix lists the parameters used in the study of the 24-pulse two-level inverter based SSSC

in a series compensated transmission line as carried out in Chapter Three. The system is based on

that in reference [34]. The Appendix also provides the details of the PSCADIEMTDC modeling

of the system developed in this thesis.

B.1 Parameters Of The SSSC Compensated Transmission System In
Per-Unit Based on [34]

Xs Rr

~~ Voltage Injecting
;:: Transformer

sssc

Xr

Fig.B.]: Simplified Diagram of the SSSC Compensated Transmission Line [34].



Appendix B: PARAMETERS OF THE SSSC COMPENSATED TRANMISSION SYSTEM AND ITS
PSCADIEMTDC MODELLING B-2.

Fig. B.1 shows a simplified diagram (similar to that shown in Fig. 3.1 in Chapter Three) of the

SSSC compensated transmission system based on [34]. The transmission system includes a

sending-end voltage source Vs, a receiving-end voltage Vn and inductive reactances Xs and X" as

well as the series voltage-injecting transformer between the line and the SSSC. The following

lists the parameters of the voltage sources on either end of the transmission line, the line and

transformer impedances as well as the variables within the SSSC itself.

Rl.l Per-Unit Base

Base voltage (phase to neutral) = 112676.528 V = 112.676528 kV

Base current =946.662704 A

Base impedance =119.0250.Q per phase

R1.2 Transmission Line

Sending End:

V, = 1 LO° pu

Rs =0.00845 pu

X s =0.06249 pu

Receiving End:

V, =1 L-30° pu

Rs =0.02534 pu

X s =0.18747 pu

Injection Transformer:

Rinj =0.015 pu

X inj =0.15 pu

Rl.3 The SSSC

Voltage Sourced Inverter:

K1NV =217t

DC Capacitance = 42 x 10-6 F = 42 IlF



Appendix 8: PARAMETERS OF THE SSSC COMPENSATED TRANMISSION SYSTEM AND ITS
PSCADIEMTDC MODELLING 8-3.

SSSC Controller Gains:

KpLLi =250000

KpLLp = 100000

KiseV = 100

Kpsev = 10

B.2 PSCADIEMTDC Representation Of The SSSC Based on [34]

Fig. B.2 shows a graphical representation of the SSSC simulation model developed for the work in

this thesis. The SSSC compensated transmission system is the same as that shown in Fig. 3.1 in

Chapter Three. The output compensating voltage from the SSSC is inserted into the line via the

. three-phase voltage-injecting transformer, which is built up from individual single-phase

transformer models provided in PSCAD/EMTDC. Fig. B.2 also includes five different desired

compensating reactances Xq* for the purpose of comparing the dynarrilc operation of the SSSC to

that predicted in [34].

Fig. B.3 shows a graphical representation of the 24-pulse three-level inverter simulation model

developed. This part of the work has been described in detail in Appendix A.5. As before, due

to the large simulation model and the limited size of each page allowed, most components are

linked from the main page to their own sub-page. Fig. BA and Fig B.5 show the low-level firing

control scheme for the 24-pulse inverter, and the magnetic circuit topology that comprises

phase-shifting transformers is shown in Fig. B.6.

The high-level SSSC controls are shown in Fig. B.7; these are the detailed implementation of the

scheme in Fig. 3.2 of Chapter Three. The phase locked loop, rotating frame transformer and

magnitude and angle calculator are implemented using basic mathematical functional blocks

provided in PSCADIEMTDC according to the equations described in Chapter Three. These main

controls, together with the dc link voltage regulator, then output the correct phase angle into the

low-level firing controls for the turn-off devices in the inverter.

It should again be noted that for the investigations of Chapter Three, the inverter dead angle y is

kept at 0° and hence the three-level inverter is operated as a two-level device throughout this

particular study.
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Appendix B: PARAMETERS OF THE SSSC COMPENSATED TRANMISSION SYSTEM AND ITS
PSCADIEMTDC MODELLING 8-8.
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Fig. B.6: The detailed PSCADIEMTDC representation ofthe 24-pulse three-level inverter magnetic

circuit (sub-page module Transformers).
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Appendix C: THE PSCADIEMTDC MODELLING OF THE HIGH-LEVEL CONTROL WITHIN THE
THREE-LEVEL SSSC C-1.

APPENDIX C

THE PSCADIEMTDC MODELLING OF THE HIGH-LEVEL

CONTROL WITHIN THE THREE-LEVEL SSSC

The system parameters used in the study of the 24-pulse three-level inverter-based SSSC in a series

compensated transmission line as carried out in Chapter Three are the same as those used in the

study of the 24-pulse two-level inverter-based SSSC in the same chapter. The sole changes from

the two-level inverter-based SSSC and the three-level inverter-based SSSC lie within the high-level

controller, where the output ac compensating voltage is now varied by adjusting the dead angle y.

This appendix therefore provides the details of the PSCADIEMTDC modeling of the high-level

controller within the three-level SSSC. Fig. C.1 shows a graphical representation of the SSSC

high-level control simulation model developed; this is the detailed implementation of the scneme in

Fig. 3.11 of Chapter Three. The phase locked loop, rotating frame transformer and magnitude and

angle calculator remain unchanged from that described in Appendix B. The change from the

two-level SSSC lies in the main controls, where the desired magnitude of the ac compensating

voltage is now the input of the dead angle calculator, and the input to the dc link voltage regulator

is a set point reference determined by the operator. The high-level controller then outputs the

correct phase angle 82 and the dead angle y to the low-level firing controls for the turn-off devices

in the inverter.
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Appendix 0: PARAMETERS OF THE STATCOM COMPENSATED TRANMISSION SYSTEM AND
ITS PSCADIEMTDC MODELLING 0-1.

APPENDIXD

PARAMETERS OF THE STATCOM COMPENSATED

TRANSMISSION SYSTEM AND ITS PSCADIEMTDC

MODELLING

This Appendix lists the parameters used in the study of the 24-pulse two-level inverter based

STATCOM in a shunt compensated transmission line as carried out in Chapter Four. The system

is based on that in reference [27]. The Appendix also provides the details of the PSCAD/EMTDC

modeling of the system developed in this thesis.

D.I Parameters Of The STATCOM Compensated Transmission System
In Per-Unit Based on [27]

Fig. D.1 shows a simplified diagram (similar to that shown in Fig. 4.1 in Chapter Four) of the

STATCOM compensated transmission system based on [27]. The transmission system includes a

sending-end voltage source \/,., a receiving-end voltage V" and inductive reactances X.,. and Xr, as

well as the coupling transformer between the line and the STATCOM. The following lists the

parameters of the voltage sources on either end of the transmission line, and transformer

impedances as well as the variables within the STATCOM itself.

D.l.I Per-Unit Base

Base voltage (phase to neutral) = 112676.528 V = 112.676528 kV

Base current =946.662704 A

Base impedance =119.0250 Q per phase

D.l.2 Transmission Line

Sending End:

\/\ =1 LO° pu



Appendix D: PARAMETERS OF THE STATCOM COMPENSATED TRANMISSION SYSTEM AND
ITS PSCADIEMTDC MODELLING 0-2.

Bus 1

K·ut)

x· .ut)

Coupling
Transfonner

STATCOM

Fig.D.l: Simplified diagram ofthe STATCOM compensated transmission line [27J.

Rs =0.00845 pu

X s =0.06249 pu

Receiving End:

Vs =1 L-30° pu

Rs =0.02534 pu

Xs =0.18747 pu

Injection Transformer:

Rinj =0.015 pu

Xinj = 0.15 pu

D.1.3 The STATCOM



Appendix 0: PARAMETERS OF THE STATCOM COMPENSATED TRANMISSION SYSTEM AND
ITS PSCADIEMTDC MODELLING D-3.

Voltage Sourced Inverter:

KlNV = 2/rt

DC Capacitance =42 x 10-6 F =42 ~

STATCOM Controller Gains:

K pLLi =250000

KpLLp = 100000

K ishI =40

K pshI =OA5

D.2 PSCADIEMTDC Representation Of The STATCOM Based on [27]

Fig. D.2 shows a graphical representation of the STATCOM simulation model developed for the

work in this thesis. The STATCOM compensated transmission system is the same as that shown

in Fig. 4.1 in Chapter Four. The shunt current from the STATCOM flows in and out of the line

via the three-phase coupling transformer, which is constructed from individual single-phase

transformer models provided in PSCADIEMTDC. Fig. D.2 also includes three different desired

quadrature component of the inverter current Ilq * for the purpose of comparing the dynamic

operation of the STATCOM to that predicted in [27].

The graphical representation of the 24-pulse three-level inverter simulation model, together with

the low-level firing control scheme for the 24-pulse inverter, and the magnetic circuit topology that

comprises phase-shifting transformers identical to that modeled for the SSSC in Chapter Three, and

are shown in Fig. B.3, BA, B.5 and B.6 in Appendix B.

The high-level STATCOM controls are shown in Fig. D.3; these are the detailed implementation of

the scheme presented in Fig. 4.2 of Chapter Four. The phase locked loop and rotating frame

transformer are implemented using basic mathematical functional blocks provided in

PSCAD/EMTDC according to the equations described in Chapter Three. These main controls,

together with the error amplifier (PI controller), then output the correct phase angle into the

low-level firing controls for the turn-off devices in the inverter.

It should again be noted that for the investigations of STATCOM in Chapter Four, the inverter dead

angle y is kept at 00 and hence the three-level inverter is operated as a two-level device throughout

this particular study.
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APPENDIXE

PARAMETERS OF THE UPFC COMPENSATED

TRANSMISSION SYSTEM AND ITS PSCADIEMTDC

MODELLING

This Appendix lists the parameters used in the study of the 24-pulse three-level inverter based

UPFC in a transmission line as carried out in Chapter Four. The system is based on that in

reference [27]. The Appendix also provides the details of the PSCADIEMTDC modeling of the

system developed in this thesis.

E.! Parameters Of The UPFC Compensated Transmission System In
Per-Unit Based on [27]

Fig. E.1 shows a simplified diagram (similar to that shown in Fig. 4.7 in Chapter Four) of the

UPFC compensated transmission system based on [27]. The transmission system includes a

sending-end voltage source Vs, a receiving-end voltage V" and inductive reactances Xs and X" as

well as the coupling transformers between the line and the UPFC. The following lists the

parameters of the voltage sources on either end of the transmission line, and transformer

impedances as well as the variables within the UPFC itself.

E.l.! Per-Unit Base

Base voltage (phase to neutral) = 112676.528 V =112.676528 kV

Base current =946.662704 A

Base impedance =119.0250.Q per phase

E.l.2 Transmission Line

Sending End:

Vs =1 LO° pu
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Bus 1

v

Bus 2

x· .UlJ

Coupling • ~g§§
Transfonner ;:•

Series Injecting
Transfonner

STATCOM SSSC

UPFC

Fig.E.l: Simplified diagram ofthe UPFC compensated transmission line [27].

Rs =0.00845 pu

X s =0.06249 pu

Receiving End:

Vs = 1 L-30° pu

Rs = 0.02534 pu

Xs =0.18747 pu

Injection Transformer:

Rinj =0.015 pu

Xinj =0.15 pu



Appendix E: PARAMETERS OF THE UPFC COMPENSATED TRANMISSION SYSTEM AND ITS
PSCADIEMTDC MODELLING E-3.

E.1.3 The UPFC

Voltage Sourced Inverters:

KINV = 217t

DC Capacitance = 42 x I 0-6 F = 42 ~

UPFC Controller Gains:

KpLLi =250000

KpLLp = I00000

Kishl =40

K pshl =OA5

E.2 PSCADIEMTDC Representation Of The UPFC Based on [27]

Fig. E.2 shows a graphical representation of the UPFC simulation model developed for the work in

this thesis. The UPFC compensated transmission system is the same as that shown in Fig. 4.7 in

Chapter Four. The three-phase coupling transformers used in the UPFC modeling are built up

from individual single-phase transformer models provided in PSCADIEMTDC.

The graphical representation of the 24-pulse three-level inverter simulation model, together with

the low-level firing control scheme for the 24-pulse inverter, and the magnetic circuit topology that

comprises phase-shifting transformers identical to that modeled for the SSSC in Chapter Three, and

are shown in Fig. B.3, BA, B.5 and B.6 in Appendix B.

The high-level STATCOM controls stay the same as those shown in Fig. D.3 of Appendix D. The

high-level SSSC controls are shown in Fig. E.3; these are the detailed implementation of the

scheme presented in Fig. 4.8 of Chapter Four. Fig. E.3 also includes the step changes in the

desired series inject voltage Vdq * and relative angle ~ for the purpose of comparing the dynamic

operation of the UPFC to that predicted in [27]. The dead angle calculator is implemented using

basic mathematical functional blocks provided in PSCADIEMTDC according to the equations

described in Chapter Four. The phase angle e is transported from the output of the phase locked

loop in the STATCOM control. These main controls then output the correct phase angle and dead

angle into the low-level firing controls for the turn-off devices in the inverter.

It should again be noted that for the investigations of STATCOM as a part of UPFC in Chapter Four,

the inverter dead angle y is kept at 0° and hence the three-level inverter is operated as a two-level

device throughout this particular study.
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APPENDIXF

CONTINUOUS-TIME INVERTER MODEL

IN PSCAD/EMTDC:

DESIGN AND RESONANT CHARACTERISTIC ANALYSIS

OF THE SSSC COMPENSATED TRANSMISSION LINE

F.! Introduction

Chapter Five of the thesis described the development of a continuous-time inverter model in the

simulation package PSCADIEMTDC. The first part of this appendix describes in detail the

various design steps required to develop this simplified inverter model. As an example, it also

presents the graphical representation of the transmission system compensated by the simplified

UPFC model as simulated in PSCADIEMTDC.

Chapter Five also described simplified FACTS device models based on this continuous-time

inverter model, one of which is the static synchronous series compensator (SSSC). The second

part of this appendix examines this simplified SSSC model over a range of frequencies to

determine whether or not it is able to predict the resonant characteristics of the SSSC that were

shown using the detailed-model investigations in the thesis.

F.2 Design Of The Continuous-Time Inverter Model in
PSCADIEMTDC

In order to create a new component in the simulation package PSCADIEMTDC, the visual graphics

of the component and the necessary code have to be designed. The process of the design has been

made simpler by the Component Wizard [80], the program within PSCAD/EMTDC that aids users

to develop their own defined models.

By following the necessary steps using the Component Wizard, the graphics of the user-defined
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component can be created. This initial phase of the design enables users to set up the required

input, output and electrical nodes of the new component that will be connected to the rest of the

elements in the simulation. The type of input or output variables, e.g. real, integer etc., are also

defined in this section.

Fig. El shows the component icon graphics of the continuous-time inverter model developed in

PSCAD (i.e. the PSCAD implementation of the diagram shown in Fig. 5.2 in Chapter Five). Ap,

An, Bp, Bn, Cp, and Cn are three-phase voltage source's electrical connections; dcp and dcn are the

electrical nodes for the dc capacitor. Phase angle (thetar) and dead angle (alphar) are defined as

input data nodes. Current injection, Idc, active power, P, and dc capacitor voltage, Vcapp, are

defined as output data nodes.

Ide P. r'p
Ap A·

1
a An-

Bp B ThreePhase B Bn
. I . • . -Voltage Source

Cp C C Cn_.
Theta thetar

Built-tnDC
.Alpha alphar Current Source·

~CP

Fig. F.i: The graphics of the continuous-time inverter model developed in PSCADIEMTDC.

All necessary properties that lie within the user-defined component are divided into various

sections shown on the left hand side of Fig. El. The Parameter section can be designed to allow

users to enter any required parameters related to the functionality of the component. For the

purpose of the continuous-time inverter model design, this section is left empty.

Sections under SectionsNode, as shown in Fig. El, contain all the necessary coding of the designed

component. This is the part that interfaces with the EMTDC simulation engine where all the

mathematical solutions are performed.
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Because the parameters entered into the component are not always compatible with the actual

programrmng code, the Computation section is used for any pre-processing calculations before

entering the actual programrmng codes. In the continuous-time inverter model, the calculations

done in the Computation section are shown as follows.

COMPUTATION

REAL Vm

REAL PS

2/pi*cos(pi/24)

2 *pi/3

Vm is defined as a real data variable and is partially based on equation (5.1) in Chapter Five, as the

calculation for the dead angle will only be done in the later section. PS is the 1200 phase shift

between phase voltages in radians.

The Branch section declares any electrical resistor, inductor, capacitor, source or switch branches

within the component [80]. For the continuous-time inverter model, the three-phase voltage

source needs to be declared and is shown in the following code.

BRANCH

AnAp= San Sap SOURCE 0.01 0.0 0.0

BnBp= $bn $bp SOURCE 0.01 0.0 0.0

CnCp= $cn $cp SOURCE 0.01 0.0 0.0

The Fortran section can often be used to hold all the code needed for a user-defined model;

however, for more complex and lengthy code, this section is used to pass the required parameters to

a subroutine where the complex code is placed. In the continuous-time inverter model, the

Fortran section is shown as follows.

FORTRAN

#STORAGE REAL:1

Passing all necessary parameters and variables to and from the subroutine

#SUBROUTINE Test11

CALL Test11($AnAp,$BnBp,$CnCp,$SS,

& VDC($dcp,$SS) ,VDC($dcn,$SS) ,Vcap,

& VDC($an,$SS) ,VDC($ap,$SS) ,VDC($bn,$SS),VDC($bp,$SS) ,VDC($cn,$SS),

& VDC($cp,$SS) ,CBR($AnAp,$SS) ,CBR($BnBp,$SS) ,CBR($CnCp,$SS),

& $thetar,$PS,$Vm,$alphar)

Variable Declaration
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#LOCAL REAL power

#LOCAL REAL pa

#LOCAL REAL pb

#LOCAL REAL pc

#LOCAL REAL Ide

PROGRAM BEGINS

Calculation of single phase current injection based on eqns (5.5) and (5.6)

pa (VDC($ap,$SS)-VDC($an,$SS) )*(-l)*CBR($AnAp,$SS)

pb = (VDC($bp,$SS)-VDC($bn,$SS))*(-l)*CBR($BnBp,$SS)

pc (VDC($ep,$SS)-VDC($en,$SS))*(-l)*CBR($CnCp,$SS)

power = pa + pb + pc

Ide = power / (VDC($dep,$SS)-VDC($den,$SS))

Output desired variables

Side = Ide

$p = power

$Veapp = Veap

Activating the current injection source

IF (TIME .LE. 0.01) THEN

#IF depl=O { CCIN($dep, $SS) CCIN ($dep, $SS) + O}

#IF den!=O { CCIN($den, $SS) CCIN ($den, $SS) O}

ELSE

#IF dep!=O CCIN($dep, $SS) CCIN ($dep, $SS) + Ide}

#IF den!=O CCIN($den, $SS) = CCIN($den, $SS) Ide}

ENDIF

IF (TIMEZERO) THEN

#IF dep!=O

ENABCCIN($dcp,$SS)

#ENDIF

#IF den!=O

ENABCCIN($dcn,$SS)

#ENDIF

ENDIF

PROGRAM ENDS

.TRUE.

.TRUE.

Some of the parameters and variables are passed from the Fortran section to the subroutine where

the programming of a voltage source is placed. This completes the continuous-time inverter

model design. The voltage source subroutine is shown below.
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SUBROUTINE

Passing all necessary parameters and variables to and from Fortran section

SUBROUTINE Test11 (AnAp, BnBp,CnCp, SS, &

&

&

&

&

vdcp,vdcn,vcap,

Van,Vap,Vbn,Vbp,Vcn,Vcp,

Ia,Ib,Ic,

thetar,PS,Vrn,alphar)

Global Variables

&

&

&

INCLUDE 'nd.h'

INCLUDE 'sO.h'

INCLUDE 'sl.h'

INCLUDE 's2.h'

INCLUDE 'branches.h'

Variable Declaration

REAL thetar,PS,Vrn,alphar

REAL vcap, vdcp, vdcn

INTEGER AnAp,BnBp,CnCp,SS

PROGRAM BEGINS

Activate the source on branch ApAn

SOURCE(AnAp,SS)=.TRUE.

Activate the source on branch BpBn

SOURCE(BnBp,SS)=.TRUE.

Activate the source on branch CpCn

SOURCE(CnCp,SS)=.TRUE.

Calculate the dc capacitor voltage

vcap = vdcp - vdcn

Calculate the inverter's output ac voltage

EBR(AnAp,SS)=Vrn*vcap*cos (alphar) *sin(thetar)

EBR(BnBp, SS) =Vrn*vcap*cos (alphar) *sin(thetar-PS)

EBR(CnCp,SS)=Vrn*vcap*cos (alphar) *sin(thetar+PS)

RETURN

END

PROGRAM ENDS

Fig. F.2 now shows a graphical representation of the UPFC simulation model developed using the

simplified inverter model. The UPFC compensated transmission system is the same as that shown

in Fig. 4.7 in Chapter Four.



~:g
(])
::J
Q
)<.

~

71
~

-..J:t!o:J3rno
)"C/)<
<::0-1
C/)-"'-:s:);<
-<::c:C/)---j0
~o~0-,...,
<~::j
r-::o:s:
~~rnrnO_

-1<::
~~
(j)::O
::jrTj
O:t!
~:s:
~o
r-tJ
~rn
(j)~
OIJ"c/)
:t~
rn~

~~
~tJ
00
OtJ$:rn
IJC/)
~G)
C/)<
~):::.

ni<::
tJtJ

Po'wer" Caicuiation

UPFC Simulated Results

Test Graphs Final Graphs
DD

~
... N/D;iE]Pr .....•-.

1.5 D

..I

ILpa

_••.....•t~~~~two

alphar two......_ ...•.......... €)-

ILpb

V~-

V~

SSSC
Control

theta
G·······

Vcap
0·········

ILpa

0- --{l--
VinJapu~r--1

vln~~~- • D + + ~N/D~~I
PlnV

F

-y-
ILPb i 1. D

0---- • ....J
Vinjcpu

ILpc

0·_·····
Vinjapu

ILpc

vin~~~--Y---J

fEiecirical Corinectjo'n'~l
, I
L-'-~ ..",._._.•_'"'"., I

S~!~__'f-:~ ~~a2
>

S~.t'~__+~_.. __ .':>~b2
>

S~_c~ +.:~_._ .._~~C2
>

[~~~~iile~·.~.~~.~ ..~~~~i_]

a 1.7854 0.047358 SCa2 ILa 0.05919 3.0159 ~--.--wv- -~ .............•.....- _- .r-rv--... - -..NV'- ""............. (

B 1.7854 0.047358 SCb2 ~ 0.05~19 3.0,'59 V-¥, R=O
_.JVV'v--..fVY'..._.-....• -.----.------..fYY'..-----./IN'---7f;--.-- ( -Ill

-j Vb
C 1.7854 0.047358 SCc2 ILc 0.05919 3.0159 ~-.--.l\M-- .rvv--.....- .•.•.....•.-.- -.__ - .fVY'\....... -./IN'- "".... (

-j V-¥,

I

theta one
f5

.~hiita

Built-In DC
Current Source

Three Phase
Voltage Source

STATCOM
Control

V~;;~/DJf:·JlVLap·····

6:R6.l!2.~?8 D

v~~~J.~1'yvcappu _.

0···········
Battery I

...........- .... ---- ... -T.--1
~._j

o Batteryl 1
(, "1'
~ ~

II~·_!---···-··-:·T I

~J

Vb~.... _./
V~c...••....• ;
I~~..._._.._._._..;
Isle
0·········

c....+.~-

t~~'~c

Q._...

Vinjc

Vi~j~~1D J~.].'------'" Vinjapu·····
J

~eD

V~jl;~N/D_. Vinjbpu

~,2.6765211 D

iUnits" Conversion'
!

Slmpliiied unified Power Flow Cenirolier (UPFC) .

based on (27J

F·W Huang 2006

o r~1 0- N JEI~~-. V',.~p~.

o ...~

;;;:676sJD V'pc

V~~-·~/DVrpa

~D

v~~~N/D_.•_ Vrpb

6"12.676528 D

njpFC TEST SY$TEM127l A

~~-;~~---I ~_~;:~=-::_;E..~~ .. 1 0053 ~--··-;'··-··-··_-------11 SC:_l._ •__ C"~~,;-----'iM--' , 'l!' _, "" _",'. "
111-~ V.§!> 1 0053 OJJ.?Z. ....__._.""~-.-.... I theta ..'.~?__T!l~._

• -'Nv-~~ 'l' ~ ......""..-...... ~ alphi\=!~'!..__ _
e, V~ .••• -._- •• --•• 1.. Cl'

I ... ,

: I" -, I, I
o· LO~~o -1 c'1~ 11 ...--- A J J

"" 0"., h l l' l' ~ L-~m"" ""toM M..,I
rinjeCi;;a:;:~:~ermerl ~ J ~ ~ ~ :.._....___1_-I~--~-e·~·~·: I

L, ,- ~-- "t1 /tl ~·l~ _~ I I ~D~r~~~~-..i
I i V~a BI L "". __

I V~b C Testll.1I .----.---JI'.--

- V~\het
,- .. ·A.ii?;;

thet~. I 1----1~---

~
aIPh~.•• .JIpha one •~ ••(F--

(Pi-by'iiiW

-.s·
(1:>

\J'"

~
(1:>

~
C)
;::l
-.,
N

~

~
(1:>

'"{
Sl

(1:>

~

~
~
(j
(")
C)

~
(1:>
;::l

'"I:l
~
~

~
'"~c:;.

'"cs·
;::l

g:-.:-t1
l-v



Appendix F: CONTINUOUS-TIME INVERTER MODEL IN PSCAD/EMTDC: DESIGN AND
RESONANT CHARACTERISTIC ANALYSIS OF THE SSSC COMPENSATED
TRANSMISSION LINE F-7.

F.3 The Impedance Versus Frequency Characteristics Of The
Simplified SSSC Compensated Transmission Line

Chapter Six carried out a resonant study on a transmission line compensated by a two-level SSSC

that was based on a detailed 24-pulse, three-level inverter. It was concluded that as effective as

the SSSC is as a compensating device, it is not immune to SSR when operating in the capacitive

mode as it, like conventional capacitors, causes a resonant minimum in the transmission line

impedance at a subsynchronous natural frequency, at which frequency the line impedance is purely

resistive, i.e. the SSSC acts as a capacitive reactance not only at the fundamental frequency but

over the entire frequency spectrum.

However, this is in direct contradiction to the claim by various papers [16,17,26] in the past that

have pointed out that SSSC cannot cause SSR because it injects voltages in series with the

transmission line only at the fundamental frequency, it therefore exhibits a theoretically zero

impedance at all other frequencies. It is therefore of interest to examine whether the simplified

SSC model is able to predict the same resonant characteristics predicted by the detailed SSSC

model in Chapter Six.

Therefore, in order to further test the suitability of the continuous-time inverter model, it was used

to investigate the frequency-domain characteristics of an SSSC-compensated line using the same

approach outlined in section 6.3.2 in Chapter Six. As shown in Fig. F.3, the results obtained using

the continuous-time SSSC model are closely matched to those obtained using the detailed SSSC

model at Xq = 0.15 pu. It is evident that at a subsynchronous frequency the line exhibits a

resonant minimum in its impedance, and that the impedance at this frequency is small and purely

resistive, irrespective of whether the SSSC model includes the detailed inverter switching. As the

frequency increases, the line impedance shifts from inductive to capacitive as the phase of the

impedance increases from -90° to +90°.

These frequency-domain characteristics of the simplified SSSC-compensated tranSffilSSIOn line

shown in Fig. F.3 confirm the accuracy of the continuous-time simulation model and its suitability

for studying subsynchronous network interactions.



Appendix F: CONTINUOUS-TIME INVERTER MODEL IN PSCADIEMTDC: DESIGN AND
RESONANT CHARACTERISTIC ANALYSIS OF THE SSSC COMPENSATED
TRANSMISSION LINE F-B.
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simplified SSSC compensated transmission line at Xq =0.15 pu.
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APPENDIXG

THE PSCADIEMTDC MODELS USED TO EXAMINE THE

RESONANT CHARACTERISTIC OF THE SERIES

COMPENSATED TRANSMISSION LINE

G.I Introduction

Chapter Six of this thesis shows a serIes of simulation results to demonstrate the resonant

impedance characteristics of the two-level SSSC and conventional capacitor compensated

transmission line based on the IEEE First Benchmark Model [72] for the PSCADIEMTDC

simulation program. This appendix presents the simulation models used to investigate the

transmission line impedance versus frequency characteristics, and the interaction between the series

compensated (both by an SSSC and conventional capacitor) transmission line and the

turbine-generator torsional shaft modes.

G.2 The Impedance Versus Frequency Characteristics Of The Series
Compensated IEEE First Benchmark Model

Figs. G.l and G.2 show a graphical representation of the simulation model developed for the work

in this thesis. The conventional capacitor and SSSC compensated transmission system are both

based on the IEEE First Benchmark Model, and the original network diagram is shown in Fig. 6.2

in Chapter Six. The existing case example of the IEEE First Benchmark Model in

PSCADIEMTDC is modified where the synchronous machine model is taken out and replaced by a

grounded three-phase ac source, as the interest of this particular study is on the electrical resonance

caused by the series compensating devices. Also, a small subsynchronous voltage source V
ssabc

of

5% of the sending-end voltage amplitude is inserted into each phase at the sending end of the

transmission line where the frequency of the subsynchronous voltage Vss abc is set to some

subsynchronous value CDss (i.e. CDss < Wo) at which the impedance characteristics of the line are to be

determined. The SSSC block shown in Fig. G.2 contains the two-level SSSC subpages shown in

Appendix B.2.
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CHARATERISTlC OF THE SERIES COMPENSATED TRANSMISSION LINE G-2.
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Fig. G 1: The conventional capacitor compensated First Benchmark Model transmission line used

in the study of its resonant characteristic.
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study of its resonant characteristic.
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CHARATERISTlC OF THE SERIES COMPENSATED TRANSMISSION LINE G-4.

G.3 The IEEE First Benchmark Model Compensated With The SSSC
And The Conventional Capacitors

Figs. G.3 and G.4 show a graphical representation of the IEEE First Benchmark simulation model

developed for the work in this thesis. The three-phase ac sources used in the previous resonant

impedance characteristic study are replaced by the original synchronous machine and machine

shaft models in the IEEE First Benchmark Model. Also, the subsynchronous ac sources are

removed. What is therefore presented in Fig. G.3 is the original IEEE First Benchmark Model

transmission lines compensated with conventional capacitors. Fig. G.4 shows the replacement of

these capacitors by the two-level SSSC. The SSSC block contains subpages of two-level SSSC

shown in Appendix B.2.
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APPENDIXH

LEAD COMPENSATOR DESIGN FOR THE

SUPPLEMENTARY DAMPING CONTROLLER

H.1 Introduction

Chapter Seven of this thesis described the design procedure of a supplementary damping controller

for the three-level SSSc. This appendix focuses on the design methodology of a lead

compensator to counteract the phase lag between L1Xq and LJ.Te , based on reference [85].

H.2 Lead Compensator Design

The supplementary controller is designed to damp out the Mode 4 frequency component of 32.285

Hz. The phase leg between L1Xq and LJ.Te has been measured to be 41.8°. Therefore, 41.8° is

needed by the lead compensator signal to correct the lagging angle.

1:F- ~---=::...~

aT

~-----------..I'---+- a

Fig. H.I: Determination of the pole and zero ofa lead network [85}.



Appendix H: LEAD COMPENSATOR DESIGN FOR THE SUPPLEMENTARY DAMPING
CONTROLLER H-2.

The phase lead needed is

Assuming damping ratio of

<1>=41.8°

~ =0.5

then e= cos -1 (~) = cos -I (0.5) = 60°

based on Fig. H.I, for max kv

1
r = - (Jr - B- rjJ )

2

=39.1°

If (Jr - B» (r + rjJ), then the compensation angle can be achieved using a single lead network:

1
s+-

Gc (s)=_s_+_Zc_= T =a l+sT
s+ Pc s+-]- 1+ saT

aT

From the above,

Zc = (j)n sin(r) =129.5
sin(Jr - r - B)

Pc= (j)nsin(rjJ+r) =317.7
sin(Jr - rjJ - r - fJ)

Therefore, the lead network was determined:

s + 129.5 04076 s + 0.0077
G (s) = = .

c s+317.7 s+0.0031

The bode plot of such network is shown in Fig H.2.

(H.I)

(H.2)

(H.3)

(HA)



Appendix H: LEAD COMPENSATOR DESIGN FOR THE SUPPLEMENTARY DAMPING
CONTROLLER H-3:

Bode Diagram
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Fig. H.2: Bode plot based on the calculated poles and zeros.
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Fig. H.3: Bode plot based on the final poles and zeros usedfor the supplementary controller.
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However, at the given frequency, the calculated poles and zeros of the lead compensator do not

accurately counteract the required angle of 41.8°, as it only provides 25.2° of phase lead shown in

Fig. H.2. The poles and zeros are, therefore, manually adjusted to provide a phase lead of 41.8°.

The lead network is now

G (s) = s + 0.0150
c s + 0.0029

(H.S)

as shown in Fig. H.3.

The over all SSSC compensated transmission system with appropriate lead compensator in the

supplementary damping controller is now presented in Fig. HA.
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Fig.H.4: Three-level SSSC with supplementary controls in the IEEE First Benchmark Model

transmission system to damp out Mode 4 frequency.
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